
 

 

Via E-Mail 

 
April 23, 2020 
 
Mr. John Simmons 
Guilford County Schools 
712 N. Eugene Street 
Greensboro, NC 27401 
 
Re: Potable Water Sampling Letter Report (Phase 4) 
 Guilford County Schools 
 H&H Job No. GCS-001 
 

Dear John: 

 

Hart & Hickman, PC (H&H) has prepared this letter report to document the results of potable 

water sampling activities conducted at 10 schools within the Guilford County School (GCS) 

system in North Carolina. The 10 schools discussed in this report include: General Greene 

Elementary, Vandalia Elementary, EP Pearce Elementary, Clara J Peck Elementary, Ceasar Cone 

Elementary, Reedy Fork Elementary, Jefferson Elementary, Monticello-Brown Summit 

Elementary, Rankin Elementary, and Gibsonville Elementary. H&H collected water samples at 

each of the 10 schools for analysis of lead and copper from locations designated by GCS as 

likely to be used for potable water (e.g., water coolers, kitchen sinks, drinking stations, ice 

makers). Details regarding the sampling activities and analytical results are provided in the 

following sections. 

 

1.0  Water Sampling Protocol 

Sampling activities were conducted in general accordance with the US Environmental Protection 

Agency (EPA) Office of Groundwater and Drinking Water 3Ts for Reducing Lead in Drinking 

Water in Schools and Child Care Facilities (Revised October 2018) document, herein referred to 

as the EPA 3Ts Guidance. 
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A GCS employee notified H&H of the last time water was used at each school on the day 

preceding sample collection. A stagnation period of eight (8) to eighteen (18) hours then began, 

during which water at the school was not permitted to be used. Following the stagnation period, 

H&H collected first-draw water samples directly into laboratory-supplied sample containers at 

each sample location. The first-draw sample is intended to be representative of water that may be 

consumed at the beginning of a school day or after infrequent use – in an effort to identify 

potential lead or copper levels in water, which may indicate a source of metals in the fixture or 

other component of the water delivery system.  

 

When first-draw water sampling analysis indicated exceedances of action thresholds established 

by GCS for lead or copper, as discussed in Section 2.0, GCS bagged and took out of service the 

designated fixture so it would not be used for potable water until additional measures could be 

implemented. H&H then collected follow-up flush samples to help identify potential lead or 

copper source(s) in the interior plumbing components behind the fixture. Following a stagnation 

period of eight (8) to eighteen (18) hours, H&H collected follow-up flush samples by flushing 

water from the sample location for approximately 30-seconds and then collecting the flush 

sample directly into a laboratory-supplied sample container. Flush samples that did not exceed 

action levels were interpreted as an indication that the respective fixture was a likely source for 

the elevated lead or copper in the first-draw sample at that respective location. 

 

GCS implemented mitigation measures such as fixture replacement or abandonment when first-

draw water sampling analysis indicated exceedances of action thresholds established by GCS for 

lead or copper.  Where fixtures were replaced, H&H collected subsequent first-draw water 

samples directly into laboratory-supplied sample containers following a stagnation period of 

eight (8) to eighteen (18) hours. The subsequent first-draw water samples were collected to 

confirm effectiveness of the mitigation measure.  

 

During each sampling event, the water samples were collected into dedicated laboratory-supplied 

sample bottles, labeled with sample identification, date, and requested analysis, and placed in a 
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laboratory-supplied box or cooler.  The collected water samples were delivered to North Carolina 

certified Prism Laboratories, Inc. (which was purchased by Waypoint Analytical during this 

reporting period) under standard chain of custody protocols for analysis of lead and copper by 

EPA Method 200.8.   

 

2.0  Water Sampling Results and Remediation 

Analytical results from each school were tabulated and provided to GCS on an “as-available” 

rolling basis throughout the project duration; and, on a similar rolling basis, GCS cut off service 

when results showed exceedances over action levels, and worked with H&H regarding follow-up 

testing and other remediation measures, as more specifically shown in the attached Appendices 

referenced below. H&H also provided GCS with summaries indicating detected lead and copper 

concentrations in relation to action thresholds, and the subsequent actions taken by GCS and 

H&H. Tables, figures, laboratory analytical reports, and results summaries for each of the 10 

schools discussed in this report are included at Appendix A through Appendix J. A table 

summarizing chronological activities completed at each of the 10 schools is provided as Table 1.  

 

The school buildings are each serviced by public water provided by the local public water system 

(PWS). The US EPA recommended action levels for drinking water for PWS are 15 ppb (parts 

per billion) for lead and 1.3 parts per million (ppm) for copper. Based on conversations with 

GCS, H&H conservatively used 10 ppb as the action threshold for lead and 1.3 ppm as the action 

threshold for copper. 

 

At schools indicating no exceedances of the GCS-established action thresholds for lead and 

copper in first-draw water samples, the daily flushing protocol the school had in place was 

discontinued and no additional sampling was conducted. First-draw water samples collected 

from the following schools did not indicate exceedances of the GCS-established action 

thresholds for lead or copper: 
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 General Greene Elementary 

 EP Pearce Elementary 

 Ceasar Cone Elementary 

 Reedy Fork Elementary 

 Jefferson Elementary 

 Gibsonville Elementary 

 

At least one sample location indicated a concentration of lead or copper that exceeded the GCS-

established action thresholds during first-draw water sampling activities at Vandalia Elementary, 

Clara J Peck Elementary, Monticello-Brown Summit Elementary, and Rankin Elementary. 

Specific information regarding exceedances at each of these schools is provided below. 

 

Vandalia Elementary 

First-draw water samples were collected at Vandalia Elementary on November 2, 2019; 

analytical results for these samples were received from the laboratory on November 13, 2019, 

and indicated: 

 

 A copper concentration of 6.4 ppm was detected in the sample collected at water cooler 

#017 in mobile unit #2.  

 

GCS bagged and took out of service the designated fixture on November 14, 2019. A follow-up 

flush sample was collected by H&H on November 22, 2019. The analytical results of the follow-

up flush sample did not indicate concentrations of lead or copper that exceed the GCS-

established action thresholds. The water cooler was replaced on December 17, 2019, and a 

subsequent first-draw water sample was collected on January 11, 2020. The analytical results of 

the subsequent first-draw water sample did not indicate lead or copper exceedances and the 

fixture was placed back in service on January 24, 2020. 
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Clara J Peck Elementary 

First-draw water samples were collected at Clara J Peck Elementary on November 9, 2019; 

analytical results for these samples were received from the laboratory on November 19, 2019, 

and indicated: 

 

 Lead and copper concentrations of 78 ppb and 19 ppm, respectively, were detected in the 

sample collected at water cooler #022 in mobile unit #2.  

 

GCS bagged and took out of service the designated fixture on November 20, 2019. A follow-up 

flush sample was collected by H&H on November 23, 2019. The analytical results of the follow-

up flush sample did not indicate concentrations of lead or copper that exceed the GCS-

established action thresholds. The water cooler was replaced on December 17, 2019, and a 

subsequent first-draw sample was collected on January 11, 2020. The analytical results of the 

subsequent first-draw water sample did not indicate lead or copper exceedances and the fixture 

was placed back in service on January 24, 2020. 

 

Monticello-Brown Summit Elementary 

First-draw water samples were collected at Monticello-Brown Summit Elementary on November 

2, 2019; analytical results for these samples were received from the laboratory on November 13, 

2019, and indicated: 

 

 Lead and copper concentrations of 290 ppb and 2.2 ppm, respectively, were detected in 

the sample collected at drinking station #040 in room 507.  

 A lead concentration of 110 ppb was detected in the sample collected at drinking station 

#049 in room 123.  

 

The drinking stations were bagged and taken out of service by GCS on November 14, 2019. 

Follow-up flush samples were collected at the two respective fixtures on November 22, 2019. 

The analytical results of the follow-up flush samples did not indicate concentrations of lead or 
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copper that exceed the GCS-established action thresholds. However, per the Guilford County 

Health Department, drinking stations on sinks may not be replaced and, after follow-up flush 

sampling activities were completed, GCS permanently removed the respective drinking stations 

in rooms 123 and 507 on December 12, 2019. 

 

Rankin Elementary 

First-draw water samples were collected at Rankin Elementary on November 9, 2019; analytical 

results for these samples were received from the laboratory on November 19, 2019, and 

indicated: 

 

 A lead concentration of 62 ppb was detected in the sample collected at drinking station 

#017 in room 706.  Note that this concentration may have been biased high due to a long 

stagnation period, as discussed further below. 

 Lead and copper concentrations of 220 ppb and 84 ppm, respectively, were detected in 

drinking station sample #044 in room 311.  Note that these concentrations may have been 

biased high due to a long stagnation period, as discussed further below. 

 Lead and copper concentrations of 11 ppb and 3.5 ppm, respectively, were detected in 

water cooler sample #049 in mobile unit #4.  No concerns with the stagnation period 

were associated with this sampling result. 

 

Upon H&H’s arrival to the school for first-draw water sampling referenced above, the water was 

turned off to sample locations #017 and #044. The water was turned on immediately prior to 

sampling the two locations, which may have resulted in analytical results biased high due to a 

stagnation period greater than the timeframe recommended in the EPA 3Ts Guidance. The three 

fixtures indicating potential exceedances (locations #017, #044, and #049) were bagged and 

taken out of service by GCS on November 20, 2019. However, duplicate first-draw sampling 

was performed at the locations with potentially biased results to confirm concentrations.  On 

November 21, 2019, additional first-draw samples were collected at locations #017 and #044.  

Flush samples were also collected from locations #017, #044, and #049 on November 21, 2019. 
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Analytical results for these samples were received from the laboratory on December 6, 2019. The 

additional first-draw and flush sample results and associated follow-up measures are summarized 

as follows: 

 

 For drinking station sample #017, first-draw and flush sample analytical results with the 

stagnation period recommended in the EPA 3Ts Guidance indicated no exceedances of 

the GCS-established action thresholds.  Therefore, mitigation measures were not deemed 

warranted.  

 For drinking station sample #044, first-draw sample analytical results with the stagnation 

period recommended in the EPA 3Ts Guidance indicated a copper concentration of 1.6 

ppm, but the follow-up flush sample results did not indicate exceedances of the GCS-

established action thresholds. Drinking station #044 in room 311 was permanently 

removed from service on December 16, 2019.  

 For water cooler sample #049, where the prior first-draw sampling was performed in 

accordance with the stagnation period recommended in the EPA 3Ts Guidance, follow-up 

flush sample results did not indicate lead or copper exceedances. GCS replaced the water 

cooler on December 18, 2019. A subsequent first-draw sample was collected from the 

water cooler on January 11, 2020, and analytical results for the sample were received 

from the laboratory on January 20, 2020. The analytical results did not indicate 

exceedances of GCS-established action thresholds, and the fixture was placed back in 

service on January 24, 2020. 

 

3.0  Additional Considerations 

As stated above, H&H collected water samples from locations designated by GCS as likely to be 

used for potable water. Any logistical deviations from the proposed sampling plan for each 

school, if any, are indicated on the GCS-provided sample lists in Appendix A through Appendix 

J.  Changes to the sampling plan, if any, generally included one or more of the following: 

collecting samples from additional locations identified by H&H as possible potable water 

sources during the sampling event; changing sample IDs; or not collecting samples due to 
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inoperable (“dead”/out-of-service) fixtures, access issues, or because the observations during the 

sampling event indicated the designated fixture did not exist and was marked in error. 

 

4.0  Conclusions 

On behalf of GCS, H&H collected water samples from 10 schools for analysis of lead and 

copper. Laboratory analytical results of first-draw water samples did not indicate exceedances of 

GCS-established action thresholds at six of the schools (General Greene Elementary, EP Pearce 

Elementary, Ceasar Cone Elementary, Reedy Fork Elementary, Jefferson Elementary, and 

Gibsonville Elementary). Lead or copper exceedances were observed in first-draw water samples 

collected from Vandalia Elementary, Clara J Peck Elementary, Monticello-Brown Summit 

Elementary, and Rankin Elementary. When first-draw water sampling indicated lead or copper 

exceedances, fixture replacement or abandonment was conducted.  Where fixtures were replaced, 

subsequent sampling at the designated fixtures did not indicate additional exceedances. Once 

sampling and mitigation activities were complete, the daily flushing protocol each school had in 

place was discontinued. 

 

H&H appreciates the opportunity to work with you on this project. Please feel free to contact us 

if you have questions or need additional information. 

 
Sincerely, 

Hart & Hickman, PC 

      
 
Christine E. Schaefer       Genna Olson, PG 
Senior Project Environmental Scientist    Principal Geologist 
 
 
Attachments 



 

 

TABLE 



Table 1

Lead and Copper Sampling Results Summary

Guilford County Schools

H&H Job No. GCS‐001

School
First‐Draw 

Sample Date
First‐Draw Sample Exceedances

Follow‐Up Flush 

Sample Date

Follow‐up Flush Sample 

Exceedances
Actions taken

Subsequent First‐

Draw Sample 

Date

Subsequent First‐

Draw Exceedances
Actions taken

Vandalia 11/2/2019 #017 (water cooler in mobile unit #2) 11/22/2019 None
GCS indicated in 1/3/20 email that water cooler 

was replaced 12/17/19
1/11/2020 None

GCS indicated in 1/27/20 email that 

replacement fixture was put in service 1/24/20

Clara J Peck 11/9/2019 #022 (water cooler in mobile unit #2) 11/23/2019 None
GCS indicated in 1/3/20 email that water cooler 

was replaced 12/17/19
1/11/2020 None

GCS indicated in 1/27/20 email that 

replacement fixture was put in service 1/24/20

#040 (drinking station in room 507)
GCS indicated in 1/3/20 email that drinking 

station was removed 12/12/19

#049 (drinking station in room 123)
GCS indicated in 1/3/20 email that drinking 

station was removed 12/12/19

#044 (drinking station in room 311)
GCS indicated in 1/3/20 email that drinking 

station was removed 12/16/19
‐‐ ‐‐ ‐‐

#049 (water cooler in mobile unit #4)
GCS indicated in 1/3/20 email that water cooler 

was replaced 12/18/19
1/11/2020 None

GCS indicated in 1/27/20 email that 

replacement fixture was put in service 1/24/20

General Greene 9/28/2019 None ‐‐ ‐‐ ‐‐ ‐‐ ‐‐ ‐‐

EP Pearce 9/28/2019 None ‐‐ ‐‐ ‐‐ ‐‐ ‐‐ ‐‐

Ceasar Cone 9/28/2019 None ‐‐ ‐‐ ‐‐ ‐‐ ‐‐ ‐‐

Reedy Fork
11/9/2019 & 

11/21/2019
None ‐‐ ‐‐ ‐‐ ‐‐ ‐‐ ‐‐

Jefferson 11/2/2019 None ‐‐ ‐‐ ‐‐ ‐‐ ‐‐ ‐‐

Gibsonville 11/2/2019 None ‐‐ ‐‐ ‐‐ ‐‐ ‐‐ ‐‐

Notes:

* Samples #017 and #044 were initially collected at Rankin on 11/9/19 but the water was off upon arrival and turned on immediately prior to sampling. Exceedances were observed in both samples. First‐draw and follow‐up flush sampling of #017 and #044 was conducted 

on 11/21/19. First‐draw and follow‐up flush samples at #017 did not indicate exceedances. First‐draw sample at #044 indicated exceedances but the follow‐up flush sample at #044 did not.

‐‐ ‐‐

Rankin*
11/9/2019 & 

11/21/2019
11/21/2019 None

Monticello‐Brown 

Summit
11/2/2019 11/22/2019 None ‐‐
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APPENDIX A  
 

GENERAL GREENE ELEMENTARY RESULTS 



School Name: 

Number of Faucets Tested:

0 0

0 12

0 1

13

Date:

General Greene Elementary

9/28/2019 10/7/2019Date Test Conducted: Date Results Received:

10/7/2019Report Date(s):

Lead Results Copper Results

Results 15 ppb and above:

13

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Number of Faucets Requiring Remedial Action: 0

Location of Faucet

Sample ID: Temporarily taken out of service:

Permanently taken out of service:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 10/7/19

   Other (Describe: __________________________________ )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result:



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
General Greene Elementary
Greensboro, North Carolina

H&H Job No. GCS-001

L
e

a
d

C
o

p
p

e
r

ppb(1) ppm(2)

GG-001-001-KF-P 001 9/28/2019 <2.0 0.026

GG-001-002-KF-P 002 9/28/2019 <2.0 0.027

GG-001-004-IM-P 004 9/28/2019 <2.0 <0.0050

GG-001-005-WC-P 005 9/28/2019 <2.0 0.096

GG-001-006-WC-P 006 9/28/2019 <2.0 0.041

GG-001-007-WC-P 007 9/28/2019 <2.0 0.051

GG-001-008-WC-P 008 9/28/2019 <2.0 0.038

GG-001-009-WC-P 009 9/28/2019 <2.0 0.11

GG-001-010-WC-P 010 9/28/2019 <2.0 0.090

GG-001-011-WC-P 011 9/28/2019 <2.0 0.20

GG-001-012-WC-P 012 9/28/2019 <2.0 0.074

GG-001-013-WC-P 013 9/28/2019 <2.0 0.086

GG-001-014-WC-P 014 9/28/2019 <2.0 0.31

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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200.8
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

10/7/19  10:52

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - General Greene Elementary

Lab Submittal Date: 09/30/2019

Prism Work Order: 9090357

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 1 of 19



Sample Receipt Summary
10/07/2019

Prism Work Order: 9090357

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9090357-01 09/28/19   8:00GG-001-001-KF-P 09/30/19  12:15Drinking Water

9090357-02 09/28/19   8:01GG-001-002-KF-P 09/30/19  12:15Drinking Water

9090357-03 09/28/19   8:03GG-001-004-IM-P 09/30/19  12:15Drinking Water

9090357-04 09/28/19   8:05GG-001-005-WC-P 09/30/19  12:15Drinking Water

9090357-05 09/28/19   8:07GG-001-006-WC-P 09/30/19  12:15Drinking Water

9090357-06 09/28/19   8:17GG-001-007-WC-P 09/30/19  12:15Drinking Water

9090357-07 09/28/19   8:19GG-001-008-WC-P 09/30/19  12:15Drinking Water

9090357-08 09/28/19   8:21GG-001-009-WC-P 09/30/19  12:15Drinking Water

9090357-09 09/28/19   8:22GG-001-010-WC-P 09/30/19  12:15Drinking Water

9090357-10 09/28/19   8:23GG-001-011-WC-P 09/30/19  12:15Drinking Water

9090357-11 09/28/19   8:30GG-001-012-WC-P 09/30/19  12:15Drinking Water

9090357-12 09/28/19   8:31GG-001-013-WC-P 09/30/19  12:15Drinking Water

9090357-13 09/28/19   8:34GG-001-014-WC-P 09/30/19  12:15Drinking Water

Samples were received in good condition at 1.8 degrees C unless otherwise noted.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9090357 

10/07/2019

Summary of Detections

0.026 mg/L9090357-01 GG-001-001-KF-P Copper *200.8

0.027 mg/L9090357-02 GG-001-002-KF-P Copper *200.8

0.096 mg/L9090357-04 GG-001-005-WC-P Copper *200.8

0.041 mg/L9090357-05 GG-001-006-WC-P Copper *200.8

0.051 mg/L9090357-06 GG-001-007-WC-P Copper *200.8

0.038 mg/L9090357-07 GG-001-008-WC-P Copper *200.8

0.11 mg/L9090357-08 GG-001-009-WC-P Copper *200.8

0.090 mg/L9090357-09 GG-001-010-WC-P Copper *200.8

0.20 mg/L9090357-10 GG-001-011-WC-P Copper *200.8

0.074 mg/L9090357-11 GG-001-012-WC-P Copper *200.8

0.086 mg/L9090357-12 GG-001-013-WC-P Copper *200.8

0.31 mg/L9090357-13 GG-001-014-WC-P Copper *200.8

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-001-KF-P

Prism Sample ID: 9090357-01

Prism Work Order: 9090357

Time Collected: 09/28/19 08:00

Time Submitted: 09/30/19 12:15

Total Metals

0.026 *200.8 P9J003810.0050 10/2/19  12:50 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  12:50 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-002-KF-P

Prism Sample ID: 9090357-02

Prism Work Order: 9090357

Time Collected: 09/28/19 08:01

Time Submitted: 09/30/19 12:15

Total Metals

0.027 *200.8 P9J003810.0050 10/2/19  12:57 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  12:57 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 5 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-004-IM-P

Prism Sample ID: 9090357-03

Prism Work Order: 9090357

Time Collected: 09/28/19 08:03

Time Submitted: 09/30/19 12:15

Total Metals

BRL *200.8 P9J003810.0050 10/2/19  13:04 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:04 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 6 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-005-WC-P

Prism Sample ID: 9090357-04

Prism Work Order: 9090357

Time Collected: 09/28/19 08:05

Time Submitted: 09/30/19 12:15

Total Metals

0.096 *200.8 P9J003810.0050 10/2/19  13:11 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:11 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 7 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-006-WC-P

Prism Sample ID: 9090357-05

Prism Work Order: 9090357

Time Collected: 09/28/19 08:07

Time Submitted: 09/30/19 12:15

Total Metals

0.041 *200.8 P9J003810.0050 10/2/19  13:17 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:17 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 8 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-007-WC-P

Prism Sample ID: 9090357-06

Prism Work Order: 9090357

Time Collected: 09/28/19 08:17

Time Submitted: 09/30/19 12:15

Total Metals

0.051 *200.8 P9J003810.0050 10/2/19  13:24 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:24 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 9 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-008-WC-P

Prism Sample ID: 9090357-07

Prism Work Order: 9090357

Time Collected: 09/28/19 08:19

Time Submitted: 09/30/19 12:15

Total Metals

0.038 *200.8 P9J003810.0050 10/2/19  13:31 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:31 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-009-WC-P

Prism Sample ID: 9090357-08

Prism Work Order: 9090357

Time Collected: 09/28/19 08:21

Time Submitted: 09/30/19 12:15

Total Metals

0.11 *200.8 P9J003810.0050 10/2/19  13:37 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:37 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 11 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-010-WC-P

Prism Sample ID: 9090357-09

Prism Work Order: 9090357

Time Collected: 09/28/19 08:22

Time Submitted: 09/30/19 12:15

Total Metals

0.090 *200.8 P9J003810.0050 10/2/19  13:44 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  13:44 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 12 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-011-WC-P

Prism Sample ID: 9090357-10

Prism Work Order: 9090357

Time Collected: 09/28/19 08:23

Time Submitted: 09/30/19 12:15

Total Metals

0.20 *200.8 P9J003810.0050 10/2/19  14:17 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:17 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 13 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-012-WC-P

Prism Sample ID: 9090357-11

Prism Work Order: 9090357

Time Collected: 09/28/19 08:30

Time Submitted: 09/30/19 12:15

Total Metals

0.074 *200.8 P9J003810.0050 10/2/19  14:24 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:24 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 14 of 19



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-013-WC-P

Prism Sample ID: 9090357-12

Prism Work Order: 9090357

Time Collected: 09/28/19 08:31

Time Submitted: 09/30/19 12:15

Total Metals

0.086 *200.8 P9J003810.0050 10/2/19  14:30 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:30 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GG-001-014-WC-P

Prism Sample ID: 9090357-13

Prism Work Order: 9090357

Time Collected: 09/28/19 08:34

Time Submitted: 09/30/19 12:15

Total Metals

0.31 *200.8 P9J003810.0050 10/2/19  14:04 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:04 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 16 of 19



10/7/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - General Greene 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9090357

Time Submitted: 9/30/2019  12:15:00PM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9J0038 - 200.8

Blank (P9J0038-BLK1) Prepared & Analyzed: 10/02/19 

Copper mg/LBRL 0.0050

Lead mg/LBRL 0.0020

LCS (P9J0038-BS1) Prepared & Analyzed: 10/02/19 

Copper mg/L0.101 0.0050 0.1000 85-115101

Lead mg/L0.104 0.0020 0.1000 85-115104

Matrix Spike (P9J0038-MS2) Prepared & Analyzed: 10/02/19 Source: 9090357-13

Copper mg/L0.400 0.0050 0.1000 0.314 70-13087

Lead mg/L0.102 0.0020 0.1000 BRL 70-130102

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9J00389090357-01 10/02/19   9:4850 50mL mL

P9J00389090357-02 10/02/19   9:4850 50mL mL

P9J00389090357-03 10/02/19   9:4850 50mL mL

P9J00389090357-04 10/02/19   9:4850 50mL mL

P9J00389090357-05 10/02/19   9:4850 50mL mL

P9J00389090357-06 10/02/19   9:4850 50mL mL

P9J00389090357-07 10/02/19   9:4850 50mL mL

P9J00389090357-08 10/02/19   9:4850 50mL mL

P9J00389090357-09 10/02/19   9:4850 50mL mL

P9J00389090357-10 10/02/19   9:4850 50mL mL

P9J00389090357-11 10/02/19   9:4850 50mL mL

P9J00389090357-12 10/02/19   9:4850 50mL mL

P9J00389090357-13 10/02/19   9:4850 50mL mL

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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APPENDIX B 
 

VANDALIA ELEMENTARY RESULTS 



School Name: 

Number of Faucets Tested:

0 1

0 15

1 1

16

Date:

11/14/2019

11/22/2019

12/17/2019

1/11/2020

1/24/2020

Vandalia Elementary

11/2/2019 11/13/2019Date Test Conducted: Date Results Received:

1/24/2020Report Date(s):

Lead Results Copper Results

Results 15 ppb and above:

17

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Number of Faucets Requiring Remedial Action: 1

Location of Faucet

Sample ID: VAN‐001‐017‐WC‐P Temporarily taken out of service:

Permanently taken out of service:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

water cooler in mobile unit #2

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 1/24/20

   Other (Describe: )

Replaced:

Retest:

Retest result: no exceedances

Other: ______________

Placed back in service on:

Flush tested:

Flush test result: no exceedances



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Vandalia Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

VAN‐001‐001‐KF‐P 001 11/2/2019 <2.0 0.010

VAN‐001‐002‐KF‐P 002 11/2/2019 <2.0 0.0096

VAN‐001‐003‐KF‐P 003 11/2/2019 <2.0 0.023

VAN‐001‐004‐KF‐P 004 11/2/2019 <2.0 0.011

VAN‐001‐006‐IM‐P 006 11/2/2019 <2.0 <0.0020

VAN‐001‐007‐WC‐P 007 11/2/2019 <2.0 0.038

VAN‐001‐008‐WC‐P 008 11/2/2019 <2.0 0.19

VAN‐001‐009‐WC‐P 009 11/2/2019 <2.0 0.018

VAN‐001‐010‐WC‐P 010 11/2/2019 <2.0 0.023

VAN‐001‐011‐WC‐P 011 11/2/2019 <2.0 0.068

VAN‐001‐012‐KF‐P 012 11/2/2019 <2.0 0.035

VAN‐001‐013‐WC‐P 013 11/2/2019 <2.0 0.032

VAN‐001‐014‐WC‐P 014 11/2/2019 <2.0 0.019

VAN‐001‐015‐WC‐P 015 11/2/2019 <2.0 0.015

VAN‐001‐016‐WC‐P 016 11/2/2019 <2.0 0.024

VAN‐001‐017‐WC‐P 017 11/2/2019 9.0 6.4

VAN‐001‐018‐WC‐P 018 11/2/2019 <2.0 0.019

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
Concentrations in bold exceed the action threshold established by Guilford County Schools.
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Table 2
Summary of Flush Drinking Water Sample Analytical Results

Guilford County Schools
Vandalia Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

VAN-001-017A-WC-F 017 11/22/2019 200.8 3.9 1.2

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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Table 3
Summary of Subsequent First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Vandalia Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

VAN-001-017B-WC-P 017 1/11/2020 200.8 <2.0 0.036

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/13/19  13:35

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Vandalia Elementary

Lab Submittal Date: 11/04/2019

Prism Work Order: 9110059

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Angela D. Overcash

VP Laboratory Services

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 1 of 23



Sample Receipt Summary
11/13/2019

Prism Work Order: 9110059

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110059-01 11/02/19   9:43VAN-001-001-KF-P 11/04/19   9:55Drinking Water

9110059-02 11/02/19   9:44VAN-001-002-KF-P 11/04/19   9:55Drinking Water

9110059-03 11/02/19   9:47VAN-001-003-KF-P 11/04/19   9:55Drinking Water

9110059-04 11/02/19   9:48VAN-001-004-KF-P 11/04/19   9:55Drinking Water

9110059-05 11/02/19   9:45VAN-001-006-IM-P 11/04/19   9:55Drinking Water

9110059-06 11/02/19   9:50VAN-001-007-WC-P 11/04/19   9:55Drinking Water

9110059-07 11/02/19   9:53VAN-001-008-WC-P 11/04/19   9:55Drinking Water

9110059-08 11/02/19   9:55VAN-001-009-WC-P 11/04/19   9:55Drinking Water

9110059-09 11/02/19   9:56VAN-001-010-WC-P 11/04/19   9:55Drinking Water

9110059-10 11/02/19   9:58VAN-001-011-WC-P 11/04/19   9:55Drinking Water

9110059-11 11/02/19  10:01VAN-001-012-KF-P 11/04/19   9:55Drinking Water

9110059-12 11/02/19  10:02VAN-001-013-WC-P 11/04/19   9:55Drinking Water

9110059-13 11/02/19  10:05VAN-001-014-WC-P 11/04/19   9:55Drinking Water

9110059-14 11/02/19  10:06VAN-001-015-WC-P 11/04/19   9:55Drinking Water

9110059-15 11/02/19  10:07VAN-001-016-WC-P 11/04/19   9:55Drinking Water

9110059-16 11/02/19  10:21VAN-001-017-WC-P 11/04/19   9:55Drinking Water

9110059-17 11/02/19  10:24VAN-001-018-WC-P 11/04/19   9:55Drinking Water

Samples were received in good condition at 1.4 degrees C unless otherwise noted.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110059 

11/13/2019

Summary of Detections

0.010 mg/L9110059-01 VAN-001-001-KF-P Copper *200.8

0.0096 mg/L9110059-02 VAN-001-002-KF-P Copper *200.8

0.023 mg/L9110059-03 VAN-001-003-KF-P Copper *200.8

0.011 mg/L9110059-04 VAN-001-004-KF-P Copper *200.8

0.038 mg/L9110059-06 VAN-001-007-WC-P Copper *200.8

0.19 mg/L9110059-07 VAN-001-008-WC-P Copper *200.8

0.018 mg/L9110059-08 VAN-001-009-WC-P Copper *200.8

0.023 mg/L9110059-09 VAN-001-010-WC-P Copper *200.8

0.068 mg/L9110059-10 VAN-001-011-WC-P Copper *200.8

0.035 mg/L9110059-11 VAN-001-012-KF-P Copper *200.8

0.032 mg/L9110059-12 VAN-001-013-WC-P Copper *200.8

0.019 mg/L9110059-13 VAN-001-014-WC-P Copper *200.8

0.015 mg/L9110059-14 VAN-001-015-WC-P Copper *200.8

0.024 mg/L9110059-15 VAN-001-016-WC-P Copper *200.8

6.4 mg/L9110059-16 VAN-001-017-WC-P Copper *200.8

0.0090 mg/L9110059-16 VAN-001-017-WC-P Lead *200.8

0.019 mg/L9110059-17 VAN-001-018-WC-P Copper *200.8
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-001-KF-P

Prism Sample ID: 9110059-01

Prism Work Order: 9110059

Time Collected: 11/02/19 09:43

Time Submitted: 11/04/19 09:55

Total Metals

0.010 *200.8 P9K008010.0020 11/6/19  12:21 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  12:21 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-002-KF-P

Prism Sample ID: 9110059-02

Prism Work Order: 9110059

Time Collected: 11/02/19 09:44

Time Submitted: 11/04/19 09:55

Total Metals

0.0096 *200.8 P9K008010.0020 11/6/19  12:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  12:27 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-003-KF-P

Prism Sample ID: 9110059-03

Prism Work Order: 9110059

Time Collected: 11/02/19 09:47

Time Submitted: 11/04/19 09:55

Total Metals

0.023 *200.8 P9K008010.0020 11/6/19  12:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  12:34 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-004-KF-P

Prism Sample ID: 9110059-04

Prism Work Order: 9110059

Time Collected: 11/02/19 09:48

Time Submitted: 11/04/19 09:55

Total Metals

0.011 *200.8 P9K008010.0020 11/6/19  12:41 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  12:41 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-006-IM-P

Prism Sample ID: 9110059-05

Prism Work Order: 9110059

Time Collected: 11/02/19 09:45

Time Submitted: 11/04/19 09:55

Total Metals

BRL *200.8 P9K008010.0020 11/6/19  12:01 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  12:01 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-007-WC-P

Prism Sample ID: 9110059-06

Prism Work Order: 9110059

Time Collected: 11/02/19 09:50

Time Submitted: 11/04/19 09:55

Total Metals

0.038 *200.8 P9K008010.0020 11/6/19  12:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  12:47 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-008-WC-P

Prism Sample ID: 9110059-07

Prism Work Order: 9110059

Time Collected: 11/02/19 09:53

Time Submitted: 11/04/19 09:55

Total Metals

0.19 *200.8 P9K008010.0020 11/6/19  13:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  13:07 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-009-WC-P

Prism Sample ID: 9110059-08

Prism Work Order: 9110059

Time Collected: 11/02/19 09:55

Time Submitted: 11/04/19 09:55

Total Metals

0.018 *200.8 P9K008010.0020 11/6/19  13:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  13:14 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-010-WC-P

Prism Sample ID: 9110059-09

Prism Work Order: 9110059

Time Collected: 11/02/19 09:56

Time Submitted: 11/04/19 09:55

Total Metals

0.023 *200.8 P9K008010.0020 11/6/19  13:21 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  13:21 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 12 of 23



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-011-WC-P

Prism Sample ID: 9110059-10

Prism Work Order: 9110059

Time Collected: 11/02/19 09:58

Time Submitted: 11/04/19 09:55

Total Metals

0.068 *200.8 P9K008010.0020 11/6/19  13:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  13:27 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-012-KF-P

Prism Sample ID: 9110059-11

Prism Work Order: 9110059

Time Collected: 11/02/19 10:01

Time Submitted: 11/04/19 09:55

Total Metals

0.035 *200.8 P9K008010.0020 11/6/19  13:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  13:34 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 14 of 23



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-013-WC-P

Prism Sample ID: 9110059-12

Prism Work Order: 9110059

Time Collected: 11/02/19 10:02

Time Submitted: 11/04/19 09:55

Total Metals

0.032 *200.8 P9K008010.0020 11/6/19  14:01 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:01 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-014-WC-P

Prism Sample ID: 9110059-13

Prism Work Order: 9110059

Time Collected: 11/02/19 10:05

Time Submitted: 11/04/19 09:55

Total Metals

0.019 *200.8 P9K008010.0020 11/6/19  14:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:07 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-015-WC-P

Prism Sample ID: 9110059-14

Prism Work Order: 9110059

Time Collected: 11/02/19 10:06

Time Submitted: 11/04/19 09:55

Total Metals

0.015 *200.8 P9K008010.0020 11/6/19  14:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:14 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-016-WC-P

Prism Sample ID: 9110059-15

Prism Work Order: 9110059

Time Collected: 11/02/19 10:07

Time Submitted: 11/04/19 09:55

Total Metals

0.024 *200.8 P9K008010.0020 11/6/19  14:21 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:21 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-017-WC-P

Prism Sample ID: 9110059-16

Prism Work Order: 9110059

Time Collected: 11/02/19 10:21

Time Submitted: 11/04/19 09:55

Total Metals

6.4 *200.8 P9K0080500.10 11/7/19  11:39 MMRmg/L 0.047Copper

0.0090 *200.8 P9K008010.0020 11/6/19  14:27 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-018-WC-P

Prism Sample ID: 9110059-17

Prism Work Order: 9110059

Time Collected: 11/02/19 10:24

Time Submitted: 11/04/19 09:55

Total Metals

0.019 *200.8 P9K008010.0020 11/6/19  14:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:34 MMRmg/L 0.00082Lead
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110059

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0080 - 200.8

Blank (P9K0080-BLK1) Prepared: 11/05/19  Analyzed: 11/06/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0080-BS1) Prepared: 11/05/19  Analyzed: 11/06/19 

Copper mg/L0.0944 0.0020 0.1000 85-11594

Lead mg/L0.102 0.0020 0.1000 85-115102

Matrix Spike (P9K0080-MS1) Prepared: 11/05/19  Analyzed: 11/06/19 Source: 9110059-05

Copper mg/L0.0947 0.0020 0.1000 BRL 70-13095

Lead mg/L0.0985 0.0020 0.1000 BRL 70-13098

Matrix Spike (P9K0080-MS2) Prepared: 11/05/19  Analyzed: 11/06/19 Source: 9110059-11

Copper mg/L0.133 0.0020 0.1000 0.0351 70-13098

Lead mg/L0.104 0.0020 0.1000 BRL 70-130104

Matrix Spike Dup (P9K0080-MSD1) Prepared: 11/05/19  Analyzed: 11/06/19 Source: 9110059-05

Copper mg/L0.0976 0.0020 0.1000 BRL 1070-13098 3

Lead mg/L0.103 0.0020 0.1000 BRL 1070-130103 5

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K00809110059-01 11/05/19  15:1450 50mL mL

P9K00809110059-02 11/05/19  15:1450 50mL mL

P9K00809110059-03 11/05/19  15:1450 50mL mL

P9K00809110059-04 11/05/19  15:1450 50mL mL

P9K00809110059-05 11/05/19  15:1450 50mL mL

P9K00809110059-06 11/05/19  15:1450 50mL mL

P9K00809110059-07 11/05/19  15:1450 50mL mL

P9K00809110059-08 11/05/19  15:1450 50mL mL

P9K00809110059-09 11/05/19  15:1450 50mL mL

P9K00809110059-10 11/05/19  15:1450 50mL mL

P9K00809110059-11 11/05/19  15:1450 50mL mL

P9K00809110059-12 11/05/19  15:1450 50mL mL

P9K00809110059-13 11/05/19  15:1450 50mL mL

P9K00809110059-14 11/05/19  15:1450 50mL mL

P9K00809110059-15 11/05/19  15:1450 50mL mL

P9K00809110059-16 11/05/19  15:1450 50mL mL

P9K00809110059-16 11/05/19  15:1450 50mL mL

P9K00809110059-17 11/05/19  15:1450 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

12/6/19  13:54

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Vandalia Elementary

Lab Submittal Date: 12/03/2019

Prism Work Order: 9120015

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 1 of 6



Sample Receipt Summary
12/06/2019

Prism Work Order: 9120015

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9120015-01 11/22/19   5:38VAN-001-017A-WC-F 12/03/19  11:30Drinking Water

Samples were received in good condition at 2.6 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9120015 

12/06/2019

Summary of Detections

1.2 mg/L9120015-01 VAN-001-017A-WC-F Copper *200.8

0.0039 mg/L9120015-01 VAN-001-017A-WC-F Lead *200.8

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-017A-WC-F

Prism Sample ID: 9120015-01

Prism Work Order: 9120015

Time Collected: 11/22/19 05:38

Time Submitted: 12/03/19 11:30

Total Metals

1.2 *200.8 P9L008010.0020 12/5/19  15:09 MMRmg/L 0.00094Copper

0.0039 *200.8 P9L008010.0020 12/5/19  15:09 MMRmg/L 0.00082Lead
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12/6/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9120015

Time Submitted: 12/3/2019  11:30:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9L0080 - 200.8

Blank (P9L0080-BLK1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9L0080-BS1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/L0.0987 0.0020 0.1000 85-11599

Lead mg/L0.101 0.0020 0.1000 85-115101

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9L00809120015-01 12/04/19  14:2950 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

1/20/20  16:18

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Vandalia Elementary

Lab Submittal Date: 01/13/2020

Work Order: 0010194

Please call if you have any questions relating to this analytical report.

Respectfully,

WAYPOINT ANALYTICAL

Project Management Manager

Reviewed ByAngela D. Overcash Angela D. Overcash

Project Management Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.

This report should not be reproduced, except in its entirety, without the written consent of Waypoint Analytical .
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Sample Receipt Summary
01/20/2020

Work Order: 0010194

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

0010194-01 01/11/20   7:45VAN-001-017B-WC-P 01/13/20  10:40Drinking Water

Samples were received in good condition at 4.3 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsWaypoint ID

Work Order: 0010194 

01/20/2020

Summary of Detections

0.036 mg/L0010194-01 VAN-001-017B-WC-P Copper *200.8
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449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409



Laboratory Report
01/20/2020

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: VAN-001-017B-WC-P

Sample ID: 0010194-01

Work Order: 0010194

Time Collected: 01/11/20 07:45

Time Submitted: 01/13/20 10:40

Total Metals

0.036 *200.8 P0A024810.0020 1/20/20  13:10 MMRmg/L 0.00094Copper

BRL *200.8 P0A024810.0020 1/20/20  13:10 MMRmg/L 0.00082Lead
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1/20/20

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Vandalia ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Work Order: 0010194

Time Submitted: 1/13/2020  10:40:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P0A0248 - 200.8

Blank (P0A0248-BLK1) Prepared: 01/16/20  Analyzed: 01/20/20 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P0A0248-BS1) Prepared: 01/16/20  Analyzed: 01/20/20 

Copper mg/L0.0993 0.0020 0.1000 85-11599

Lead mg/L0.100 0.0020 0.1000 85-115100

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P0A02480010194-01 01/16/20  15:0150 50mL mL
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APPENDIX C 
 

EP PEARCE ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

0 0

0 19

0 1

20

Date:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 10/7/19

   Other (Describe: __________________________________ )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result:

Number of Faucets Requiring Remedial Action: 0

Location of Faucet

Sample ID: Temporarily taken out of service:

Permanently taken out of service:

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Lead Results Copper Results

Results 15 ppb and above:

20

EP Pearce Elementary

9/28/2019 10/7/2019Date Test Conducted: Date Results Received:

10/7/2019Report Date(s):



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
EP Pearce Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

L
e

a
d

C
o

p
p

e
r

ppb(1) ppm(2)

EP-001-001-KF-P 001 9/28/2019 <2.0 0.021

EP-001-002-KF-P 002 9/28/2019 <2.0 0.027

EP-001-003-KF-P 003 9/28/2019 <2.0 0.040

EP-001-004-KF-P 004 9/28/2019 <2.0 0.027

EP-001-007-IM-P 007 9/28/2019 <2.0 <0.0050

EP-001-008-WC-P 008 9/28/2019 <2.0 0.021

EP-001-009-WC-P 009 9/28/2019 <2.0 0.024

EP-001-010-WC-P 010 9/28/2019 <2.0 0.022

EP-001-011-WC-P 011 9/28/2019 <2.0 0.024

EP-001-012-WC-P 012 9/28/2019 <2.0 0.055

EP-001-013-WC-P 013 9/28/2019 <2.0 0.049

EP-001-014-WC-P 014 9/28/2019 <2.0 0.036

EP-001-015-WC-P 015 9/28/2019 <2.0 0.038

EP-001-016-WC-P 016 9/28/2019 <2.0 0.031

EP-001-017-WC-P 017 9/28/2019 <2.0 0.032

EP-002-018-WC-P 018 9/28/2019 <2.0 0.030

EP-002-019-WC-P 019 9/28/2019 <2.0 0.032

EP-001-020-WC-P 020 9/28/2019 <2.0 0.046

EP-001-021-WC-P 021 9/28/2019 <2.0 0.039

EP-001-022-WC-P 022 9/28/2019 <2.0 0.034

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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District Action Threshold(3)

200.8
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File: S:\AAA-Master Projects\Guilford County Schools (GCS)\Reports\EP Pearce\EP Pearce Pb and Cu Data TableEP Pearce Pb and Cu Data Table
Date: 4/2/2020
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Hart & Hickman, PC







This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

10/7/19  11:08

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - EP Pearce Elementary

Lab Submittal Date: 09/30/2019

Prism Work Order: 9090358

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Sample Receipt Summary
10/07/2019

Prism Work Order: 9090358

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9090358-01 09/28/19  10:06EP-001-001-KF-P 09/30/19  12:15Drinking Water

9090358-02 09/28/19  10:10EP-001-002-KF-P 09/30/19  12:15Drinking Water

9090358-03 09/28/19  10:12EP-001-003-KF-P 09/30/19  12:15Drinking Water

9090358-04 09/28/19  10:14EP-001-004-KF-P 09/30/19  12:15Drinking Water

9090358-05 09/28/19  10:16EP-001-007-IM-P 09/30/19  12:15Drinking Water

9090358-06 09/28/19  10:17EP-001-008-WC-P 09/30/19  12:15Drinking Water

9090358-07 09/28/19  10:18EP-001-009-WC-P 09/30/19  12:15Drinking Water

9090358-08 09/28/19  10:19EP-001-010-WC-P 09/30/19  12:15Drinking Water

9090358-09 09/28/19  10:20EP-001-011-WC-P 09/30/19  12:15Drinking Water

9090358-10 09/28/19  10:21EP-001-012-WC-P 09/30/19  12:15Drinking Water

9090358-11 09/28/19  10:22EP-001-013-WC-P 09/30/19  12:15Drinking Water

9090358-12 09/28/19  10:23EP-001-014-WC-P 09/30/19  12:15Drinking Water

9090358-13 09/28/19  10:24EP-001-015-WC-P 09/30/19  12:15Drinking Water

9090358-14 09/28/19  10:25EP-001-016-WC-P 09/30/19  12:15Drinking Water

9090358-15 09/28/19  10:26EP-001-017-WC-P 09/30/19  12:15Drinking Water

9090358-16 09/28/19  10:27EP-002-018-WC-P 09/30/19  12:15Drinking Water

9090358-17 09/28/19  10:28EP-002-019-WC-P 09/30/19  12:15Drinking Water

9090358-18 09/28/19  10:29EP-001-020-WC-P 09/30/19  12:15Drinking Water

9090358-19 09/28/19  10:30EP-001-021-WC-P 09/30/19  12:15Drinking Water

9090358-20 09/28/19  10:31EP-001-022-WC-P 09/30/19  12:15Drinking Water

Samples were received in good condition at 1.8 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9090358 

10/07/2019

Summary of Detections

0.021 mg/L9090358-01 EP-001-001-KF-P Copper *200.8

0.027 mg/L9090358-02 EP-001-002-KF-P Copper *200.8

0.040 mg/L9090358-03 EP-001-003-KF-P Copper *200.8

0.027 mg/L9090358-04 EP-001-004-KF-P Copper *200.8

0.021 mg/L9090358-06 EP-001-008-WC-P Copper *200.8

0.024 mg/L9090358-07 EP-001-009-WC-P Copper *200.8

0.022 mg/L9090358-08 EP-001-010-WC-P Copper *200.8

0.024 mg/L9090358-09 EP-001-011-WC-P Copper *200.8

0.055 mg/L9090358-10 EP-001-012-WC-P Copper *200.8

0.049 mg/L9090358-11 EP-001-013-WC-P Copper *200.8

0.036 mg/L9090358-12 EP-001-014-WC-P Copper *200.8

0.038 mg/L9090358-13 EP-001-015-WC-P Copper *200.8

0.031 mg/L9090358-14 EP-001-016-WC-P Copper *200.8

0.032 mg/L9090358-15 EP-001-017-WC-P Copper *200.8

0.030 mg/L9090358-16 EP-002-018-WC-P Copper *200.8

0.032 mg/L9090358-17 EP-002-019-WC-P Copper *200.8

0.046 mg/L9090358-18 EP-001-020-WC-P Copper *200.8

0.039 mg/L9090358-19 EP-001-021-WC-P Copper *200.8

0.034 mg/L9090358-20 EP-001-022-WC-P Copper *200.8
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-001-KF-P

Prism Sample ID: 9090358-01

Prism Work Order: 9090358

Time Collected: 09/28/19 10:06

Time Submitted: 09/30/19 12:15

Total Metals

0.021 *200.8 P9J003810.0050 10/2/19  14:37 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:37 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-002-KF-P

Prism Sample ID: 9090358-02

Prism Work Order: 9090358

Time Collected: 09/28/19 10:10

Time Submitted: 09/30/19 12:15

Total Metals

0.027 *200.8 P9J003810.0050 10/2/19  14:44 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:44 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-003-KF-P

Prism Sample ID: 9090358-03

Prism Work Order: 9090358

Time Collected: 09/28/19 10:12

Time Submitted: 09/30/19 12:15

Total Metals

0.040 *200.8 P9J003810.0050 10/2/19  14:50 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:50 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-004-KF-P

Prism Sample ID: 9090358-04

Prism Work Order: 9090358

Time Collected: 09/28/19 10:14

Time Submitted: 09/30/19 12:15

Total Metals

0.027 *200.8 P9J003810.0050 10/2/19  14:57 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  14:57 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-007-IM-P

Prism Sample ID: 9090358-05

Prism Work Order: 9090358

Time Collected: 09/28/19 10:16

Time Submitted: 09/30/19 12:15

Total Metals

BRL *200.8 P9J003810.0050 10/2/19  15:04 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  15:04 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-008-WC-P

Prism Sample ID: 9090358-06

Prism Work Order: 9090358

Time Collected: 09/28/19 10:17

Time Submitted: 09/30/19 12:15

Total Metals

0.021 *200.8 P9J003810.0050 10/2/19  15:10 JABmg/L 0.0026Copper

BRL *200.8 P9J003810.0020 10/2/19  15:10 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-009-WC-P

Prism Sample ID: 9090358-07

Prism Work Order: 9090358

Time Collected: 09/28/19 10:18

Time Submitted: 09/30/19 12:15

Total Metals

0.024 *200.8 P9J004210.0050 10/2/19  16:43 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  12:55 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-010-WC-P

Prism Sample ID: 9090358-08

Prism Work Order: 9090358

Time Collected: 09/28/19 10:19

Time Submitted: 09/30/19 12:15

Total Metals

0.022 *200.8 P9J004210.0050 10/2/19  16:50 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  12:59 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-011-WC-P

Prism Sample ID: 9090358-09

Prism Work Order: 9090358

Time Collected: 09/28/19 10:20

Time Submitted: 09/30/19 12:15

Total Metals

0.024 *200.8 P9J004210.0050 10/2/19  16:56 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:03 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-012-WC-P

Prism Sample ID: 9090358-10

Prism Work Order: 9090358

Time Collected: 09/28/19 10:21

Time Submitted: 09/30/19 12:15

Total Metals

0.055 *200.8 P9J004210.0050 10/2/19  17:03 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:06 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-013-WC-P

Prism Sample ID: 9090358-11

Prism Work Order: 9090358

Time Collected: 09/28/19 10:22

Time Submitted: 09/30/19 12:15

Total Metals

0.049 *200.8 P9J004210.0050 10/2/19  17:10 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:10 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-014-WC-P

Prism Sample ID: 9090358-12

Prism Work Order: 9090358

Time Collected: 09/28/19 10:23

Time Submitted: 09/30/19 12:15

Total Metals

0.036 *200.8 P9J004210.0050 10/2/19  17:17 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:14 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-015-WC-P

Prism Sample ID: 9090358-13

Prism Work Order: 9090358

Time Collected: 09/28/19 10:24

Time Submitted: 09/30/19 12:15

Total Metals

0.038 *200.8 P9J004210.0050 10/2/19  17:23 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:18 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-016-WC-P

Prism Sample ID: 9090358-14

Prism Work Order: 9090358

Time Collected: 09/28/19 10:25

Time Submitted: 09/30/19 12:15

Total Metals

0.031 *200.8 P9J004210.0050 10/2/19  17:30 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:21 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-017-WC-P

Prism Sample ID: 9090358-15

Prism Work Order: 9090358

Time Collected: 09/28/19 10:26

Time Submitted: 09/30/19 12:15

Total Metals

0.032 *200.8 P9J004210.0050 10/2/19  17:37 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:25 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-002-018-WC-P

Prism Sample ID: 9090358-16

Prism Work Order: 9090358

Time Collected: 09/28/19 10:27

Time Submitted: 09/30/19 12:15

Total Metals

0.030 *200.8 P9J004210.0050 10/2/19  18:10 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:43 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-002-019-WC-P

Prism Sample ID: 9090358-17

Prism Work Order: 9090358

Time Collected: 09/28/19 10:28

Time Submitted: 09/30/19 12:15

Total Metals

0.032 *200.8 P9J004210.0050 10/2/19  18:16 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:46 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-020-WC-P

Prism Sample ID: 9090358-18

Prism Work Order: 9090358

Time Collected: 09/28/19 10:29

Time Submitted: 09/30/19 12:15

Total Metals

0.046 *200.8 P9J004210.0050 10/2/19  18:23 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:50 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-021-WC-P

Prism Sample ID: 9090358-19

Prism Work Order: 9090358

Time Collected: 09/28/19 10:30

Time Submitted: 09/30/19 12:15

Total Metals

0.039 *200.8 P9J004210.0050 10/2/19  18:30 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:54 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: EP-001-022-WC-P

Prism Sample ID: 9090358-20

Prism Work Order: 9090358

Time Collected: 09/28/19 10:31

Time Submitted: 09/30/19 12:15

Total Metals

0.034 *200.8 P9J004210.0050 10/2/19  17:57 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:36 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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10/7/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - EP Pearce 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9090358

Time Submitted: 9/30/2019  12:15:00PM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9J0038 - 200.8

Blank (P9J0038-BLK1) Prepared & Analyzed: 10/02/19 

Copper mg/LBRL 0.0050

Lead mg/LBRL 0.0020

LCS (P9J0038-BS1) Prepared & Analyzed: 10/02/19 

Copper mg/L0.101 0.0050 0.1000 85-115101

Lead mg/L0.104 0.0020 0.1000 85-115104

Batch P9J0042 - 200.8

Blank (P9J0042-BLK1) Prepared & Analyzed: 10/02/19 

Copper mg/LBRL 0.0050

Lead mg/LBRL 0.0020

LCS (P9J0042-BS1) Prepared & Analyzed: 10/02/19 

Copper mg/L0.102 0.0050 0.1000 85-115102

Lead mg/L0.0981 0.0020 0.1000 85-11598

Matrix Spike (P9J0042-MS2) Prepared & Analyzed: 10/02/19 Source: 9090358-20

Copper mg/L0.134 0.0050 0.1000 0.0345 70-130100

Lead mg/L0.0973 0.0020 0.1000 BRL 70-13097
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9J00389090358-01 10/02/19   9:4850 50mL mL

P9J00389090358-02 10/02/19   9:4850 50mL mL

P9J00389090358-03 10/02/19   9:4850 50mL mL

P9J00389090358-04 10/02/19   9:4850 50mL mL

P9J00389090358-05 10/02/19   9:4850 50mL mL

P9J00389090358-06 10/02/19   9:4850 50mL mL

P9J00429090358-07 10/02/19  10:0050 50mL mL

P9J00429090358-07 10/02/19  10:0050 50mL mL

P9J00429090358-08 10/02/19  10:0050 50mL mL

P9J00429090358-08 10/02/19  10:0050 50mL mL

P9J00429090358-09 10/02/19  10:0050 50mL mL

P9J00429090358-09 10/02/19  10:0050 50mL mL

P9J00429090358-10 10/02/19  10:0050 50mL mL

P9J00429090358-10 10/02/19  10:0050 50mL mL

P9J00429090358-11 10/02/19  10:0050 50mL mL

P9J00429090358-11 10/02/19  10:0050 50mL mL

P9J00429090358-12 10/02/19  10:0050 50mL mL

P9J00429090358-12 10/02/19  10:0050 50mL mL

P9J00429090358-13 10/02/19  10:0050 50mL mL

P9J00429090358-13 10/02/19  10:0050 50mL mL

P9J00429090358-14 10/02/19  10:0050 50mL mL

P9J00429090358-14 10/02/19  10:0050 50mL mL

P9J00429090358-15 10/02/19  10:0050 50mL mL

P9J00429090358-15 10/02/19  10:0050 50mL mL

P9J00429090358-16 10/02/19  10:0050 50mL mL

P9J00429090358-16 10/02/19  10:0050 50mL mL

P9J00429090358-17 10/02/19  10:0050 50mL mL

P9J00429090358-17 10/02/19  10:0050 50mL mL

P9J00429090358-18 10/02/19  10:0050 50mL mL

P9J00429090358-18 10/02/19  10:0050 50mL mL

P9J00429090358-19 10/02/19  10:0050 50mL mL

P9J00429090358-19 10/02/19  10:0050 50mL mL

P9J00429090358-20 10/02/19  10:0050 50mL mL

P9J00429090358-20 10/02/19  10:0050 50mL mL
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APPENDIX D 
 

CLARA J PECK ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

1 1

0 19

2 1

18

Date:

11/20/2019

11/23/2019

Flush test result: no exceedances

12/17/2019

1/11/2020

1/24/2020

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

CJP‐001‐022‐WC‐P: water cooler in mobile unit #2

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 1/24/20
   Other (Describe: )

Replaced:

Retest:

Retest result: no exceedances

Other: ______________

Placed back in service on:

Flush tested:

Number of Faucets Requiring Remedial Action: 1

Location of Faucet

Sample ID: CJP‐001‐022‐WC‐P Temporarily taken out of service:

Permanently taken out of service:

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Lead Results Copper Results

Results 15 ppb and above:

21

Clara J Peck Elementary

11/9/2019 11/19/2019Date Test Conducted: Date Results Received:

1/24/2020Report Date(s):



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Clara J Peck Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

CJP-001-001-KF-P 001 11/9/2019 <2.0 0.033

CJP-001-002-KF-P 002 11/9/2019 <2.0 0.056

CJP-001-003-KF-P 003 11/9/2019 <2.0 0.063

CJP-001-004-KF-P 004 11/9/2019 <2.0 0.039

CJP-001-006-IM-P 006 11/9/2019 <2.0 <0.0020

CJP-001-007-WC-P 007 11/9/2019 <2.0 0.038

CJP-001-008-DS-P 008 11/9/2019 <2.0 0.079

CJP-001-009-DS-P 009 11/9/2019 2.0 0.12

CJP-001-010-DS-P 010 11/9/2019 <2.0 0.082

CJP-001-011-DS-P 011 11/9/2019 3.0 0.11

CJP-001-012-WC-P 012 11/9/2019 <2.0 0.062

CJP-001-013-WC-P 013 11/9/2019 <2.0 0.066

CJP-001-014-WC-P 014 11/9/2019 <2.0 0.10

CJP-001-015-WC-P 015 11/9/2019 <2.0 0.11

CJP-001-016-WC-P 016 11/9/2019 <2.0 0.088

CJP-001-017-WC-P 017 11/9/2019 <2.0 0.093

CJP-001-018-WC-P 018 11/9/2019 <2.0 0.066

CJP-001-019-WC-P 019 11/9/2019 <2.0 0.035

CJP-001-020-WC-P 020 11/9/2019 <2.0 0.051

CJP-001-021-WC-P 021 11/9/2019 <2.0 0.12

CJP-001-022-WC-P 022 11/9/2019 78 DM 19

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
Concentrations in bold exceed the action threshold established by Guilford County Schools.
DM = Sample diluted and reporting limit increased due to matrix interference.
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File: S:\AAA-Master Projects\Guilford County Schools (GCS)\Reports\Clara J Peck\Clara J Peck Pb and Cu Data TablesClara J Peck Pb and Cu Data Tables
Date: 4/2/2020

Table 1 (Page 1 of 1)

Hart & Hickman, PC



Table 2
Summary of Flush Drinking Water Sample Analytical Results

Guilford County Schools
Clara J Peck Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

CJP-001-022A-WC-F 022 11/23/2019 200.8 <2.0 0.22

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.

S
am

pl
e 

ID

G
ui

lfo
rd

 C
ou

nt
y 

S
am

pl
e 

Lo
ca

tio
n 

C
od

e

S
am

pl
in

g 
D

at
e 

A
na

ly
tic

al
 M

et
ho

d

District Action Threshold(3)

File: S:\AAA-Master Projects\Guilford County Schools (GCS)\Reports\Clara J Peck\Clara J Peck Pb and Cu Data TablesClara J Peck Pb and Cu Data Tables
Date: 4/2/2020
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Table 3
Summary of Subsequent First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Clara J Peck Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

CJP-001-022B-WC-P 022 1/11/2020 200.8 8.5 0.18

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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MU 3 023
MU 4 024
MU 6 0256

5

4 3

2 1



Hart & Hickman notes based on field conditions identified during sampling: 

- Sample location 002 located in the kitchen was slowly dripping upon arrival, on the hot valve. A sample was 
collected. 

- There were 2 mobile units shown on the school's map, but 6 total mobile units located at the site. Samples 
023, 024, and 025 were collected from mobile units 3, 4, and 6, respectively. A sample was not collected from 
mobile unit 5 (the fountain was broken). GCS later notified H&H that mobile units 3, 4, 5, and 6 are used for 
storage only and the samples were subsequently discarded.  

- Sample locations 003 and 004 are indicated as two separate sinks.  However, there is only one sink with two 
faucets.  Therefore 003 corresponds to the left hand side and 004 is the right hand side.   

* see below

* see below



This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/19/19  12:30

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Clara J Peck Elementary

Lab Submittal Date: 11/12/2019

Prism Work Order: 9110207

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

DM Sample diluted and RL increased due to the matrix.

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
11/19/2019

Prism Work Order: 9110207

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110207-01 11/09/19   9:37CJP-001-001-KF-P 11/12/19   9:10Drinking Water

9110207-02 11/09/19   9:38CJP-001-002-KF-P 11/12/19   9:10Drinking Water

9110207-03 11/09/19   9:39CJP-001-003-KF-P 11/12/19   9:10Drinking Water

9110207-04 11/09/19   9:40CJP-001-004-KF-P 11/12/19   9:10Drinking Water

9110207-05 11/09/19   9:41CJP-001-006-IM-P 11/12/19   9:10Drinking Water

9110207-06 11/09/19   9:42CJP-001-007-WC-P 11/12/19   9:10Drinking Water

9110207-07 11/09/19   9:46CJP-001-008-DS-P 11/12/19   9:10Drinking Water

9110207-08 11/09/19   9:47CJP-001-009-DS-P 11/12/19   9:10Drinking Water

9110207-09 11/09/19   9:48CJP-001-010-DS-P 11/12/19   9:10Drinking Water

9110207-10 11/09/19   9:49CJP-001-011-DS-P 11/12/19   9:10Drinking Water

9110207-11 11/09/19   9:50CJP-001-012-WC-P 11/12/19   9:10Drinking Water

9110207-12 11/09/19   9:51CJP-001-013-WC-P 11/12/19   9:10Drinking Water

9110207-13 11/09/19   9:52CJP-001-014-WC-P 11/12/19   9:10Drinking Water

9110207-14 11/09/19   9:53CJP-001-015-WC-P 11/12/19   9:10Drinking Water

9110207-15 11/09/19   9:57CJP-001-016-WC-P 11/12/19   9:10Drinking Water

9110207-16 11/09/19   9:59CJP-001-017-WC-P 11/12/19   9:10Drinking Water

9110207-17 11/09/19  10:00CJP-001-018-WC-P 11/12/19   9:10Drinking Water

9110207-18 11/09/19  10:01CJP-001-019-WC-P 11/12/19   9:10Drinking Water

9110207-19 11/09/19  10:03CJP-001-020-WC-P 11/12/19   9:10Drinking Water

9110207-20 11/09/19  10:05CJP-001-021-WC-P 11/12/19   9:10Drinking Water

9110207-21 11/09/19  10:08CJP-001-022-WC-P 11/12/19   9:10Drinking Water

Samples were received in good condition at 2.2 degrees C unless otherwise noted.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 2 of 29



Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110207 

11/19/2019

Summary of Detections

0.033 mg/L9110207-01 CJP-001-001-KF-P Copper *200.8

0.056 mg/L9110207-02 CJP-001-002-KF-P Copper *200.8

0.063 mg/L9110207-03 CJP-001-003-KF-P Copper *200.8

0.039 mg/L9110207-04 CJP-001-004-KF-P Copper *200.8

0.038 mg/L9110207-06 CJP-001-007-WC-P Copper *200.8

0.079 mg/L9110207-07 CJP-001-008-DS-P Copper *200.8

0.12 mg/L9110207-08 CJP-001-009-DS-P Copper *200.8

0.0020 mg/L9110207-08 CJP-001-009-DS-P Lead *200.8

0.082 mg/L9110207-09 CJP-001-010-DS-P Copper *200.8

0.11 mg/L9110207-10 CJP-001-011-DS-P Copper *200.8

0.0030 mg/L9110207-10 CJP-001-011-DS-P Lead *200.8

0.062 mg/L9110207-11 CJP-001-012-WC-P Copper *200.8

0.066 mg/L9110207-12 CJP-001-013-WC-P Copper *200.8

0.10 mg/L9110207-13 CJP-001-014-WC-P Copper *200.8

0.11 mg/L9110207-14 CJP-001-015-WC-P Copper *200.8

0.088 mg/L9110207-15 CJP-001-016-WC-P Copper *200.8

0.093 mg/L9110207-16 CJP-001-017-WC-P Copper *200.8

0.066 mg/L9110207-17 CJP-001-018-WC-P Copper *200.8

0.035 mg/L9110207-18 CJP-001-019-WC-P Copper *200.8

0.051 mg/L9110207-19 CJP-001-020-WC-P Copper *200.8

0.12 mg/L9110207-20 CJP-001-021-WC-P Copper *200.8

19 mg/L9110207-21 CJP-001-022-WC-P Copper *200.8

0.078 DM mg/L9110207-21 CJP-001-022-WC-P Lead *200.8
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-001-KF-P

Prism Sample ID: 9110207-01

Prism Work Order: 9110207

Time Collected: 11/09/19 09:37

Time Submitted: 11/12/19 09:10

Total Metals

0.033 *200.8 P9K026010.0020 11/15/19   0:36 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   0:36 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 4 of 29



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-002-KF-P

Prism Sample ID: 9110207-02

Prism Work Order: 9110207

Time Collected: 11/09/19 09:38

Time Submitted: 11/12/19 09:10

Total Metals

0.056 *200.8 P9K026010.0020 11/15/19   0:43 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   0:43 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 5 of 29



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-003-KF-P

Prism Sample ID: 9110207-03

Prism Work Order: 9110207

Time Collected: 11/09/19 09:39

Time Submitted: 11/12/19 09:10

Total Metals

0.063 *200.8 P9K026010.0020 11/15/19   0:50 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   0:50 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 6 of 29



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-004-KF-P

Prism Sample ID: 9110207-04

Prism Work Order: 9110207

Time Collected: 11/09/19 09:40

Time Submitted: 11/12/19 09:10

Total Metals

0.039 *200.8 P9K026010.0020 11/15/19   1:16 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   1:16 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-006-IM-P

Prism Sample ID: 9110207-05

Prism Work Order: 9110207

Time Collected: 11/09/19 09:41

Time Submitted: 11/12/19 09:10

Total Metals

BRL *200.8 P9K026010.0020 11/15/19   1:23 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   1:23 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-007-WC-P

Prism Sample ID: 9110207-06

Prism Work Order: 9110207

Time Collected: 11/09/19 09:42

Time Submitted: 11/12/19 09:10

Total Metals

0.038 *200.8 P9K026010.0020 11/15/19   1:29 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   1:29 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-008-DS-P

Prism Sample ID: 9110207-07

Prism Work Order: 9110207

Time Collected: 11/09/19 09:46

Time Submitted: 11/12/19 09:10

Total Metals

0.079 *200.8 P9K026010.0020 11/15/19   1:36 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   1:36 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 10 of 29



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-009-DS-P

Prism Sample ID: 9110207-08

Prism Work Order: 9110207

Time Collected: 11/09/19 09:47

Time Submitted: 11/12/19 09:10

Total Metals

0.12 *200.8 P9K026010.0020 11/15/19   1:43 MMRmg/L 0.00094Copper

0.0020 *200.8 P9K026010.0020 11/15/19   1:43 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-010-DS-P

Prism Sample ID: 9110207-09

Prism Work Order: 9110207

Time Collected: 11/09/19 09:48

Time Submitted: 11/12/19 09:10

Total Metals

0.082 *200.8 P9K026010.0020 11/15/19   1:49 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   1:49 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-011-DS-P

Prism Sample ID: 9110207-10

Prism Work Order: 9110207

Time Collected: 11/09/19 09:49

Time Submitted: 11/12/19 09:10

Total Metals

0.11 *200.8 P9K026010.0020 11/15/19   1:56 MMRmg/L 0.00094Copper

0.0030 *200.8 P9K026010.0020 11/15/19   1:56 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-012-WC-P

Prism Sample ID: 9110207-11

Prism Work Order: 9110207

Time Collected: 11/09/19 09:50

Time Submitted: 11/12/19 09:10

Total Metals

0.062 *200.8 P9K026010.0020 11/15/19   2:02 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   2:02 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-013-WC-P

Prism Sample ID: 9110207-12

Prism Work Order: 9110207

Time Collected: 11/09/19 09:51

Time Submitted: 11/12/19 09:10

Total Metals

0.066 *200.8 P9K026010.0020 11/15/19   2:09 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   2:09 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-014-WC-P

Prism Sample ID: 9110207-13

Prism Work Order: 9110207

Time Collected: 11/09/19 09:52

Time Submitted: 11/12/19 09:10

Total Metals

0.10 *200.8 P9K026110.0020 11/15/19   3:02 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:02 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-015-WC-P

Prism Sample ID: 9110207-14

Prism Work Order: 9110207

Time Collected: 11/09/19 09:53

Time Submitted: 11/12/19 09:10

Total Metals

0.11 *200.8 P9K026110.0020 11/15/19   3:08 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:08 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-016-WC-P

Prism Sample ID: 9110207-15

Prism Work Order: 9110207

Time Collected: 11/09/19 09:57

Time Submitted: 11/12/19 09:10

Total Metals

0.088 *200.8 P9K026110.0020 11/15/19   3:15 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:15 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-017-WC-P

Prism Sample ID: 9110207-16

Prism Work Order: 9110207

Time Collected: 11/09/19 09:59

Time Submitted: 11/12/19 09:10

Total Metals

0.093 *200.8 P9K026110.0020 11/15/19   3:22 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:22 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-018-WC-P

Prism Sample ID: 9110207-17

Prism Work Order: 9110207

Time Collected: 11/09/19 10:00

Time Submitted: 11/12/19 09:10

Total Metals

0.066 *200.8 P9K026110.0020 11/15/19   3:28 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:28 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-019-WC-P

Prism Sample ID: 9110207-18

Prism Work Order: 9110207

Time Collected: 11/09/19 10:01

Time Submitted: 11/12/19 09:10

Total Metals

0.035 *200.8 P9K026110.0020 11/15/19   3:48 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:48 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-020-WC-P

Prism Sample ID: 9110207-19

Prism Work Order: 9110207

Time Collected: 11/09/19 10:03

Time Submitted: 11/12/19 09:10

Total Metals

0.051 *200.8 P9K026110.0020 11/15/19   3:55 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   3:55 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-021-WC-P

Prism Sample ID: 9110207-20

Prism Work Order: 9110207

Time Collected: 11/09/19 10:05

Time Submitted: 11/12/19 09:10

Total Metals

0.12 *200.8 P9K026110.0020 11/15/19   2:42 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   2:42 MMRmg/L 0.00082Lead
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-022-WC-P

Prism Sample ID: 9110207-21

Prism Work Order: 9110207

Time Collected: 11/09/19 10:08

Time Submitted: 11/12/19 09:10

Total Metals

19 *200.8 P9K0265100.020 11/18/19  15:19 MMRmg/L 0.0094Copper

0.078 *200.8 P9K0265100.020 11/18/19  15:19 MMRDM mg/L 0.0082Lead
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11/19/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110207

Time Submitted: 11/12/2019   9:10:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0260 - 200.8

Blank (P9K0260-BLK1) Prepared: 11/13/19  Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0260-BS1) Prepared: 11/13/19  Analyzed: 11/14/19 

Copper mg/L0.0966 0.0020 0.1000 85-11597

Lead mg/L0.0988 0.0020 0.1000 85-11599

Matrix Spike (P9K0260-MS2) Prepared: 11/13/19  Analyzed: 11/15/19 Source: 9110207-03

Copper mg/L0.162 0.0020 0.1000 0.0634 70-13098

Lead mg/L0.100 0.0020 0.1000 BRL 70-130100

Batch P9K0261 - 200.8

Blank (P9K0261-BLK1) Prepared: 11/13/19  Analyzed: 11/15/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0261-BS1) Prepared: 11/13/19  Analyzed: 11/15/19 

Copper mg/L0.0962 0.0020 0.1000 85-11596

Lead mg/L0.101 0.0020 0.1000 85-115101

Matrix Spike (P9K0261-MS1) Prepared: 11/13/19  Analyzed: 11/15/19 Source: 9110207-20

Copper mg/L0.208 0.0020 0.1000 0.118 70-13090

Lead mg/L0.0970 0.0020 0.1000 BRL 70-13097

Matrix Spike (P9K0261-MS2) Prepared: 11/13/19  Analyzed: 11/15/19 Source: 9110207-24

Copper mg/L0.250 0.0020 0.1000 0.170 70-13081

Lead mg/L0.0953 0.0020 0.1000 BRL 70-13095
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11/19/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110207

Time Submitted: 11/12/2019   9:10:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0261 - 200.8

Matrix Spike Dup (P9K0261-MSD1) Prepared: 11/13/19  Analyzed: 11/15/19 Source: 9110207-20

Copper mg/L0.215 0.0020 0.1000 0.118 1070-13098 3

Lead mg/L0.0995 0.0020 0.1000 BRL 1070-130100 3

Batch P9K0265 - 200.8

Blank (P9K0265-BLK1) Prepared & Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0265-BS1) Prepared & Analyzed: 11/14/19 

Copper mg/L0.0958 0.0020 0.1000 85-11596

Lead mg/L0.0943 0.0020 0.1000 85-11594

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K02609110207-01 11/13/19  15:4350 50mL mL

P9K02609110207-02 11/13/19  15:4350 50mL mL

P9K02609110207-03 11/13/19  15:4350 50mL mL

P9K02609110207-04 11/13/19  15:4350 50mL mL

P9K02609110207-05 11/13/19  15:4350 50mL mL

P9K02609110207-06 11/13/19  15:4350 50mL mL

P9K02609110207-07 11/13/19  15:4350 50mL mL

P9K02609110207-08 11/13/19  15:4350 50mL mL

P9K02609110207-09 11/13/19  15:4350 50mL mL

P9K02609110207-10 11/13/19  15:4350 50mL mL

P9K02609110207-11 11/13/19  15:4350 50mL mL

P9K02609110207-12 11/13/19  15:4350 50mL mL

P9K02619110207-13 11/13/19  15:5150 50mL mL

P9K02619110207-14 11/13/19  15:5150 50mL mL

P9K02619110207-15 11/13/19  15:5150 50mL mL

P9K02619110207-16 11/13/19  15:5150 50mL mL

P9K02619110207-17 11/13/19  15:5150 50mL mL

P9K02619110207-18 11/13/19  15:5150 50mL mL

P9K02619110207-19 11/13/19  15:5150 50mL mL

P9K02619110207-20 11/13/19  15:5150 50mL mL

P9K02659110207-21 11/14/19   7:4050 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

12/6/19  14:23

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Clara J Peck Elementary

Lab Submittal Date: 12/03/2019

Prism Work Order: 9120031

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
12/06/2019

Prism Work Order: 9120031

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9120031-01 11/23/19   7:13CJP-001-022A-WC-F 12/03/19  14:30Drinking Water

Samples were received at 21.2 degrees C. See case narrative for further information.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9120031 

12/06/2019

Summary of Detections

0.22 mg/L9120031-01 CJP-001-022A-WC-F Copper *200.8
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-022A-WC-F

Prism Sample ID: 9120031-01

Prism Work Order: 9120031

Time Collected: 11/23/19 07:13

Time Submitted: 12/03/19 14:30

Total Metals

0.22 *200.8 P9L008310.0020 12/5/19  20:52 MMRmg/L 0.00094Copper

BRL *200.8 P9L008310.0020 12/5/19  20:52 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 4 of 6



12/6/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9120031

Time Submitted: 12/3/2019   2:30:00PM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9L0083 - 200.8

Blank (P9L0083-BLK1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9L0083-BS1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/L0.0960 0.0020 0.1000 85-11596

Lead mg/L0.0997 0.0020 0.1000 85-115100

Matrix Spike (P9L0083-MS2) Prepared: 12/04/19  Analyzed: 12/05/19 Source: 9120031-01

Copper mg/L0.306 0.0020 0.1000 0.221 70-13085

Lead mg/L0.0981 0.0020 0.1000 BRL 70-13098

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9L00839120031-01 12/04/19  14:4750 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

1/20/20  15:52

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Clara J Peck Elementary

Lab Submittal Date: 01/13/2020

Work Order: 0010192

Please call if you have any questions relating to this analytical report.

Respectfully,

WAYPOINT ANALYTICAL

Project Management Manager

Reviewed ByAngela D. Overcash Angela D. Overcash

Project Management Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
01/20/2020

Work Order: 0010192

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

0010192-01 01/11/20   7:05CJP-001-022B-WC-P 01/13/20  10:40Drinking Water

Samples were received in good condition at 4.3 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsWaypoint ID

Work Order: 0010192 

01/20/2020

Summary of Detections

0.18 mg/L0010192-01 CJP-001-022B-WC-P Copper *200.8

0.0085 mg/L0010192-01 CJP-001-022B-WC-P Lead *200.8
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Laboratory Report
01/20/2020

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CJP-001-022B-WC-P

Sample ID: 0010192-01

Work Order: 0010192

Time Collected: 01/11/20 07:05

Time Submitted: 01/13/20 10:40

Total Metals

0.18 *200.8 P0A024810.0020 1/20/20  13:02 MMRmg/L 0.00094Copper

0.0085 *200.8 P0A024810.0020 1/20/20  13:02 MMRmg/L 0.00082Lead
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1/20/20

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Clara J Peck 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Work Order: 0010192

Time Submitted: 1/13/2020  10:40:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P0A0248 - 200.8

Blank (P0A0248-BLK1) Prepared: 01/16/20  Analyzed: 01/20/20 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P0A0248-BS1) Prepared: 01/16/20  Analyzed: 01/20/20 

Copper mg/L0.0993 0.0020 0.1000 85-11599

Lead mg/L0.100 0.0020 0.1000 85-115100

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P0A02480010192-01 01/16/20  15:0150 50mL mL
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APPENDIX E 
 

CEASAR CONE ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

0 0

0 25

2 1

24

Date:

Ceasar Cone Elementary

9/28/2019 10/7/2019Date Test Conducted: Date Results Received:

10/7/2019Report Date(s):

Lead Results Copper Results

Results 15 ppb and above:

26

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Number of Faucets Requiring Remedial Action: 0

Location of Faucet

Sample ID: Temporarily taken out of service:

Permanently taken out of service:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 10/7/19

   Other (Describe: __________________________________ )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result:



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Ceasar Cone Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

CC-001-001-KF-P 001 9/28/2019 <2.0 0.027

CC-001-002-KF-P 002 9/28/2019 <2.0 0.023

CC-001-003-KF-P 003 9/28/2019 <2.0 0.019

CC-001-004-IM-P 004 9/28/2019 <2.0 <0.0050

CC-001-006-WC-P 006 9/28/2019 <2.0 0.037

CC-001-007-WC-P 007 9/28/2019 <2.0 0.061

CC-002-008-WC-P 008 9/28/2019 <2.0 0.11

CC-002-009-WC-P 009 9/28/2019 <2.0 0.052

CC-001-010-WC-P 010 9/28/2019 <2.0 0.070

CC-001-011-WC-P 011 9/28/2019 <2.0 0.050

CC-001-012-DS-P 012 9/28/2019 <2.0 0.10

CC-001-013-KF-P 013 9/28/2019 2.8 0.077

CC-001-014-DS-P 014 9/28/2019 <2.0 0.093

CC-001-015-DS-P 015 9/28/2019 <2.0 0.14

CC-001-016-WC-P 016 9/28/2019 <2.0 0.15

CC-001-017-WC-P 017 9/28/2019 <2.0 0.10

CC-001-018-WC-P 018 9/28/2019 <2.0 0.67

CC-001-019-WC-P 019 9/28/2019 <2.0 0.041

CC-001-020-WC-P 020 9/28/2019 <2.0 0.041

CC-001-021-WC-P 021 9/28/2019 <2.0 0.071

CC-001-022-WC-P 022 9/28/2019 <2.0 0.25

CC-001-023-WC-P 023 9/28/2019 <2.0 0.060

CC-001-024-WC-P 024 9/28/2019 <2.0 0.087

CC-001-025-WC-P 025 9/28/2019 <2.0 0.088

CC-001-026-WC-P 026 9/28/2019 <2.0 0.13

CC-001-027-WC-P 027 9/28/2019 7.4 0.44

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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Table 1 (Page 1 of 1)

Hart & Hickman, PC







This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

10/7/19  15:45

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: Ceasar Cone Elementary School

Lab Submittal Date: 09/30/2019

Prism Work Order: 9090359

This is a Revised Report and supercedes the original laboratory report dated10/7/19 13:44. Revised to 

report without J values.

Narrative Notes:

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
10/07/2019

Prism Work Order: 9090359

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9090359-01 09/28/19   7:35CC-001-001-KF-P 09/30/19  12:15Drinking Water

9090359-02 09/28/19   7:40CC-001-002-KF-P 09/30/19  12:15Drinking Water

9090359-03 09/28/19   7:45CC-001-003-KF-P 09/30/19  12:15Drinking Water

9090359-04 09/28/19   7:50CC-001-004-IM-P 09/30/19  12:15Drinking Water

9090359-05 09/28/19   7:53CC-001-006-WC-P 09/30/19  12:15Drinking Water

9090359-06 09/28/19   7:55CC-001-007-WC-P 09/30/19  12:15Drinking Water

9090359-07 09/28/19   9:17CC-002-008-WC-P 09/30/19  12:15Drinking Water

9090359-08 09/28/19   9:15CC-002-009-WC-P 09/30/19  12:15Drinking Water

9090359-09 09/28/19   7:58CC-001-010-WC-P 09/30/19  12:15Drinking Water

9090359-10 09/28/19   8:01CC-001-011-WC-P 09/30/19  12:15Drinking Water

9090359-11 09/28/19   8:03CC-001-012-DS-P 09/30/19  12:15Drinking Water

9090359-12 09/28/19   8:05CC-001-013-KF-P 09/30/19  12:15Drinking Water

9090359-13 09/28/19   8:07CC-001-014-DS-P 09/30/19  12:15Drinking Water

9090359-14 09/28/19   8:09CC-001-015-DS-P 09/30/19  12:15Drinking Water

9090359-15 09/28/19   8:28CC-001-016-WC-P 09/30/19  12:15Drinking Water

9090359-16 09/28/19   9:04CC-001-017-WC-P 09/30/19  12:15Drinking Water

9090359-17 09/28/19   9:10CC-001-018-WC-P 09/30/19  12:15Drinking Water

9090359-18 09/28/19   9:12CC-001-019-WC-P 09/30/19  12:15Drinking Water

9090359-19 09/28/19   9:14CC-001-020-WC-P 09/30/19  12:15Drinking Water

9090359-20 09/28/19   9:07CC-001-021-WC-P 09/30/19  12:15Drinking Water

9090359-22 09/28/19   9:01CC-001-022-WC-P 09/30/19  12:15Drinking Water

9090359-23 09/28/19   8:17CC-001-023-WC-P 09/30/19  12:15Drinking Water

9090359-24 09/28/19   8:15CC-001-024-WC-P 09/30/19  12:15Drinking Water

9090359-25 09/28/19   8:25CC-001-025-WC-P 09/30/19  12:15Drinking Water

9090359-26 09/28/19   8:13CC-001-026-WC-P 09/30/19  12:15Drinking Water

9090359-27 09/28/19   9:20CC-001-027-WC-P 09/30/19  12:15Drinking Water

Samples were received in good condition at 1.8 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9090359 

10/07/2019

Summary of Detections

0.027 mg/L9090359-01 CC-001-001-KF-P Copper *200.8

0.023 mg/L9090359-02 CC-001-002-KF-P Copper *200.8

0.019 mg/L9090359-03 CC-001-003-KF-P Copper *200.8

0.037 mg/L9090359-05 CC-001-006-WC-P Copper *200.8

0.061 mg/L9090359-06 CC-001-007-WC-P Copper *200.8

0.11 mg/L9090359-07 CC-002-008-WC-P Copper *200.8

0.052 mg/L9090359-08 CC-002-009-WC-P Copper *200.8

0.070 mg/L9090359-09 CC-001-010-WC-P Copper *200.8

0.050 mg/L9090359-10 CC-001-011-WC-P Copper *200.8

0.10 mg/L9090359-11 CC-001-012-DS-P Copper *200.8

0.077 mg/L9090359-12 CC-001-013-KF-P Copper *200.8

0.0028 mg/L9090359-12 CC-001-013-KF-P Lead *200.8

0.093 mg/L9090359-13 CC-001-014-DS-P Copper *200.8

0.14 mg/L9090359-14 CC-001-015-DS-P Copper *200.8

0.15 mg/L9090359-15 CC-001-016-WC-P Copper *200.8

0.10 mg/L9090359-16 CC-001-017-WC-P Copper *200.8

0.67 mg/L9090359-17 CC-001-018-WC-P Copper *200.8

0.041 mg/L9090359-18 CC-001-019-WC-P Copper *200.8

0.041 mg/L9090359-19 CC-001-020-WC-P Copper *200.8

0.071 mg/L9090359-20 CC-001-021-WC-P Copper *200.8

0.25 mg/L9090359-22 CC-001-022-WC-P Copper *200.8

0.060 mg/L9090359-23 CC-001-023-WC-P Copper *200.8

0.087 mg/L9090359-24 CC-001-024-WC-P Copper *200.8

0.088 mg/L9090359-25 CC-001-025-WC-P Copper *200.8

0.13 mg/L9090359-26 CC-001-026-WC-P Copper *200.8

0.44 mg/L9090359-27 CC-001-027-WC-P Copper *200.8

0.0074 mg/L9090359-27 CC-001-027-WC-P Lead *200.8
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-001-KF-P

Prism Sample ID: 9090359-01

Prism Work Order: 9090359

Time Collected: 09/28/19 07:35

Time Submitted: 09/30/19 12:15

Total Metals

0.027 *200.8 P9J004210.0050 10/2/19  18:36 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  13:57 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-002-KF-P

Prism Sample ID: 9090359-02

Prism Work Order: 9090359

Time Collected: 09/28/19 07:40

Time Submitted: 09/30/19 12:15

Total Metals

0.023 *200.8 P9J004210.0050 10/2/19  18:43 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  14:01 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-003-KF-P

Prism Sample ID: 9090359-03

Prism Work Order: 9090359

Time Collected: 09/28/19 07:45

Time Submitted: 09/30/19 12:15

Total Metals

0.019 *200.8 P9J004210.0050 10/2/19  18:50 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  14:05 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 6 of 35



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-004-IM-P

Prism Sample ID: 9090359-04

Prism Work Order: 9090359

Time Collected: 09/28/19 07:50

Time Submitted: 09/30/19 12:15

Total Metals

BRL *200.8 P9J003010.0050 10/2/19  15:44 JABmg/L 0.0026Copper

BRL *200.8 P9J003010.0020 10/2/19  15:44 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-006-WC-P

Prism Sample ID: 9090359-05

Prism Work Order: 9090359

Time Collected: 09/28/19 07:53

Time Submitted: 09/30/19 12:15

Total Metals

0.037 *200.8 P9J004210.0050 10/2/19  18:57 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  14:09 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-007-WC-P

Prism Sample ID: 9090359-06

Prism Work Order: 9090359

Time Collected: 09/28/19 07:55

Time Submitted: 09/30/19 12:15

Total Metals

0.061 *200.8 P9J004210.0050 10/2/19  19:03 JABmg/L 0.0026Copper

BRL *200.8 P9J004210.0020 10/3/19  14:12 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-002-008-WC-P

Prism Sample ID: 9090359-07

Prism Work Order: 9090359

Time Collected: 09/28/19 09:17

Time Submitted: 09/30/19 12:15

Total Metals

0.11 *200.8 P9J004310.0050 10/2/19  19:56 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  14:40 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-002-009-WC-P

Prism Sample ID: 9090359-08

Prism Work Order: 9090359

Time Collected: 09/28/19 09:15

Time Submitted: 09/30/19 12:15

Total Metals

0.052 *200.8 P9J004310.0050 10/2/19  20:03 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  14:44 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 11 of 35



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-010-WC-P

Prism Sample ID: 9090359-09

Prism Work Order: 9090359

Time Collected: 09/28/19 07:58

Time Submitted: 09/30/19 12:15

Total Metals

0.070 *200.8 P9J004310.0050 10/2/19  20:09 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  14:48 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-011-WC-P

Prism Sample ID: 9090359-10

Prism Work Order: 9090359

Time Collected: 09/28/19 08:01

Time Submitted: 09/30/19 12:15

Total Metals

0.050 *200.8 P9J004310.0050 10/2/19  20:16 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  14:52 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-012-DS-P

Prism Sample ID: 9090359-11

Prism Work Order: 9090359

Time Collected: 09/28/19 08:03

Time Submitted: 09/30/19 12:15

Total Metals

0.10 *200.8 P9J004310.0050 10/2/19  20:23 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  14:55 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-013-KF-P

Prism Sample ID: 9090359-12

Prism Work Order: 9090359

Time Collected: 09/28/19 08:05

Time Submitted: 09/30/19 12:15

Total Metals

0.077 *200.8 P9J004310.0050 10/2/19  20:29 JABmg/L 0.0026Copper

0.0028 *200.8 P9J004310.0020 10/3/19  14:59 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-014-DS-P

Prism Sample ID: 9090359-13

Prism Work Order: 9090359

Time Collected: 09/28/19 08:07

Time Submitted: 09/30/19 12:15

Total Metals

0.093 *200.8 P9J004310.0050 10/2/19  20:36 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:03 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-015-DS-P

Prism Sample ID: 9090359-14

Prism Work Order: 9090359

Time Collected: 09/28/19 08:09

Time Submitted: 09/30/19 12:15

Total Metals

0.14 *200.8 P9J004310.0050 10/2/19  20:43 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:06 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-016-WC-P

Prism Sample ID: 9090359-15

Prism Work Order: 9090359

Time Collected: 09/28/19 08:28

Time Submitted: 09/30/19 12:15

Total Metals

0.15 *200.8 P9J004310.0050 10/2/19  20:49 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:10 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-017-WC-P

Prism Sample ID: 9090359-16

Prism Work Order: 9090359

Time Collected: 09/28/19 09:04

Time Submitted: 09/30/19 12:15

Total Metals

0.10 *200.8 P9J004310.0050 10/2/19  21:09 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:21 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-018-WC-P

Prism Sample ID: 9090359-17

Prism Work Order: 9090359

Time Collected: 09/28/19 09:10

Time Submitted: 09/30/19 12:15

Total Metals

0.67 *200.8 P9J004310.0050 10/2/19  21:22 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:28 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-019-WC-P

Prism Sample ID: 9090359-18

Prism Work Order: 9090359

Time Collected: 09/28/19 09:12

Time Submitted: 09/30/19 12:15

Total Metals

0.041 *200.8 P9J004310.0050 10/2/19  21:29 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:31 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-020-WC-P

Prism Sample ID: 9090359-19

Prism Work Order: 9090359

Time Collected: 09/28/19 09:14

Time Submitted: 09/30/19 12:15

Total Metals

0.041 *200.8 P9J004310.0050 10/2/19  21:35 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:35 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 22 of 35



Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-021-WC-P

Prism Sample ID: 9090359-20

Prism Work Order: 9090359

Time Collected: 09/28/19 09:07

Time Submitted: 09/30/19 12:15

Total Metals

0.071 *200.8 P9J004310.0050 10/2/19  19:36 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  14:30 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-022-WC-P

Prism Sample ID: 9090359-22

Prism Work Order: 9090359

Time Collected: 09/28/19 09:01

Time Submitted: 09/30/19 12:15

Total Metals

0.25 *200.8 P9J004310.0050 10/2/19  21:42 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:39 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-023-WC-P

Prism Sample ID: 9090359-23

Prism Work Order: 9090359

Time Collected: 09/28/19 08:17

Time Submitted: 09/30/19 12:15

Total Metals

0.060 *200.8 P9J004310.0050 10/2/19  21:49 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:43 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-024-WC-P

Prism Sample ID: 9090359-24

Prism Work Order: 9090359

Time Collected: 09/28/19 08:15

Time Submitted: 09/30/19 12:15

Total Metals

0.087 *200.8 P9J004310.0050 10/2/19  21:55 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:46 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-025-WC-P

Prism Sample ID: 9090359-25

Prism Work Order: 9090359

Time Collected: 09/28/19 08:25

Time Submitted: 09/30/19 12:15

Total Metals

0.088 *200.8 P9J004310.0050 10/2/19  22:02 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:50 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-026-WC-P

Prism Sample ID: 9090359-26

Prism Work Order: 9090359

Time Collected: 09/28/19 08:13

Time Submitted: 09/30/19 12:15

Total Metals

0.13 *200.8 P9J004310.0050 10/2/19  22:09 JABmg/L 0.0026Copper

BRL *200.8 P9J004310.0020 10/3/19  15:54 JABmg/L 0.00082Lead
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Laboratory Report
10/07/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary 

School

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: CC-001-027-WC-P

Prism Sample ID: 9090359-27

Prism Work Order: 9090359

Time Collected: 09/28/19 09:20

Time Submitted: 09/30/19 12:15

Total Metals

0.44 *200.8 P9J003010.0050 10/2/19  15:50 JABmg/L 0.0026Copper

0.0074 *200.8 P9J003010.0020 10/2/19  15:50 JABmg/L 0.00082Lead
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10/7/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary SchoolHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9090359

Time Submitted: 9/30/2019  12:15:00PM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9J0030 - 200.8

Blank (P9J0030-BLK1) Prepared & Analyzed: 10/02/19 

Copper mg/LBRL 0.0050

Lead mg/LBRL 0.0020

LCS (P9J0030-BS1) Prepared & Analyzed: 10/02/19 

Copper mg/L0.102 0.0050 0.1000 85-115102

Lead mg/L0.0980 0.0020 0.1000 85-11598

Batch P9J0042 - 200.8

Blank (P9J0042-BLK1) Prepared & Analyzed: 10/02/19 

Copper mg/LBRL 0.0050

Lead mg/LBRL 0.0020

LCS (P9J0042-BS1) Prepared & Analyzed: 10/02/19 

Copper mg/L0.102 0.0050 0.1000 85-115102

Lead mg/L0.0981 0.0020 0.1000 85-11598

Batch P9J0043 - 200.8

Blank (P9J0043-BLK1) Prepared & Analyzed: 10/02/19 

Copper mg/LBRL 0.0050

Lead mg/LBRL 0.0020

LCS (P9J0043-BS1) Prepared & Analyzed: 10/02/19 

Copper mg/L0.104 0.0050 0.1000 85-115104

Lead mg/L0.0984 0.0020 0.1000 85-11598
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10/7/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: Ceasar Cone Elementary SchoolHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9090359

Time Submitted: 9/30/2019  12:15:00PM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9J0043 - 200.8

Matrix Spike (P9J0043-MS1) Prepared: 10/02/19  Analyzed: 10/03/19 Source: 9090359-20

Copper mg/L0.159 0.0050 0.1000 0.0706 70-13088

Lead mg/L0.0966 0.0020 0.1000 BRL 70-13097

Matrix Spike (P9J0043-MS2) Prepared & Analyzed: 10/02/19 Source: 9090359-16

Copper mg/L0.175 0.0050 0.1000 0.103 70-13072

Lead mg/L0.0974 0.0020 0.1000 BRL 70-13097

Matrix Spike Dup (P9J0043-MSD1) Prepared: 10/02/19  Analyzed: 10/03/19 Source: 9090359-20

Copper mg/L0.160 0.0050 0.1000 0.0706 1070-13089 0.6

Lead mg/L0.0974 0.0020 0.1000 BRL 1070-13097 0.8
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9J00429090359-01 10/02/19  10:0050 50mL mL

P9J00429090359-01 10/02/19  10:0050 50mL mL

P9J00429090359-02 10/02/19  10:0050 50mL mL

P9J00429090359-02 10/02/19  10:0050 50mL mL

P9J00429090359-03 10/02/19  10:0050 50mL mL

P9J00429090359-03 10/02/19  10:0050 50mL mL

P9J00309090359-04 10/02/19   8:0150 50mL mL

P9J00429090359-05 10/02/19  10:0050 50mL mL

P9J00429090359-05 10/02/19  10:0050 50mL mL

P9J00429090359-06 10/02/19  10:0050 50mL mL

P9J00429090359-06 10/02/19  10:0050 50mL mL

P9J00439090359-07 10/02/19  10:0450 50mL mL

P9J00439090359-07 10/02/19  10:0450 50mL mL

P9J00439090359-08 10/02/19  10:0450 50mL mL

P9J00439090359-08 10/02/19  10:0450 50mL mL

P9J00439090359-09 10/02/19  10:0450 50mL mL

P9J00439090359-09 10/02/19  10:0450 50mL mL

P9J00439090359-10 10/02/19  10:0450 50mL mL

P9J00439090359-10 10/02/19  10:0450 50mL mL

P9J00439090359-11 10/02/19  10:0450 50mL mL

P9J00439090359-11 10/02/19  10:0450 50mL mL

P9J00439090359-12 10/02/19  10:0450 50mL mL

P9J00439090359-12 10/02/19  10:0450 50mL mL

P9J00439090359-13 10/02/19  10:0450 50mL mL

P9J00439090359-13 10/02/19  10:0450 50mL mL

P9J00439090359-14 10/02/19  10:0450 50mL mL

P9J00439090359-14 10/02/19  10:0450 50mL mL

P9J00439090359-15 10/02/19  10:0450 50mL mL

P9J00439090359-15 10/02/19  10:0450 50mL mL

P9J00439090359-16 10/02/19  10:0450 50mL mL

P9J00439090359-16 10/02/19  10:0450 50mL mL

P9J00439090359-17 10/02/19  10:0450 50mL mL

P9J00439090359-17 10/02/19  10:0450 50mL mL

P9J00439090359-18 10/02/19  10:0450 50mL mL

P9J00439090359-18 10/02/19  10:0450 50mL mL

P9J00439090359-19 10/02/19  10:0450 50mL mL

P9J00439090359-19 10/02/19  10:0450 50mL mL

P9J00439090359-20 10/02/19  10:0450 50mL mL

P9J00439090359-20 10/02/19  10:0450 50mL mL

P9J00439090359-22 10/02/19  10:0450 50mL mL

P9J00439090359-22 10/02/19  10:0450 50mL mL

P9J00439090359-23 10/02/19  10:0450 50mL mL

P9J00439090359-23 10/02/19  10:0450 50mL mL

P9J00439090359-24 10/02/19  10:0450 50mL mL

P9J00439090359-24 10/02/19  10:0450 50mL mL

P9J00439090359-25 10/02/19  10:0450 50mL mL

P9J00439090359-25 10/02/19  10:0450 50mL mL

P9J00439090359-26 10/02/19  10:0450 50mL mL

P9J00439090359-26 10/02/19  10:0450 50mL mL

P9J00309090359-27 10/02/19   8:0150 50mL mL
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APPENDIX F 
 

REEDY FORK ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

0 0

0 31

0 1

32

Date:

Reedy Fork Elementary

11/9/2019 & 11/21/2019 11/18/2019 & 12/6/2019Date Test Conducted: Date Results Received:

12/16/2019Report Date(s):

Lead Results Copper Results

Results 15 ppb and above:

32

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Number of Faucets Requiring Remedial Action: 0

Location of Faucet

Sample ID: Temporarily taken out of service:

Permanently taken out of service:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date):  12/12/2019

   Other (Describe: __________________________________ )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result:



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Reedy Fork Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

RF-001-001-KF-P 001 11/9/2019 <2.0 0.052

RF-001-002-KF-P 002 11/9/2019 <2.0 0.038

RF-001-003-IM-P 003 11/9/2019 <2.0 <0.0020

RF-001-006-KF-P 006 11/9/2019 <2.0 0.036

RF-001-007-KF-P 007 11/9/2019 <2.0 0.040

RF-001-008-WC-P 008 11/9/2019 <2.0 0.049

RF-001-009-WC-P 009 11/9/2019 <2.0 0.049

RF-001-010-WC-P 010 11/21/2019 <2.0 0.069

RF-001-011-WC-P 011 11/21/2019 <2.0 0.076

RF-001-012-WC-P 012 11/9/2019 <2.0 0.029

RF-001-013-WC-P 013 11/9/2019 <2.0 0.044

RF-001-014-DS-P 014 11/9/2019 <2.0 0.060

RF-001-015-DS-P 015 11/9/2019 <2.0 0.057

RF-001-016-DS-P 016 11/9/2019 <2.0 0.059

RF-001-017-DS-P 017 11/9/2019 <2.0 0.068

RF-001-018-DS-P 018 11/9/2019 <2.0 0.067

RF-001-019-DS-P 019 11/9/2019 <2.0 0.062

RF-001-020-DS-P 020 11/9/2019 <2.0 0.081

RF-001-021-DS-P 021 11/9/2019 <2.0 0.056

RF-001-022-DS-P 022 11/9/2019 <2.0 0.060

RF-001-023-DS-P 023 11/9/2019 <2.0 0.060

RF-001-024-DS-P 024 11/9/2019 <2.0 0.032

RF-001-025-WC-P 025 11/9/2019 <2.0 0.21

RF-001-026-WC-P 026 11/9/2019 <2.0 0.21

RF-001-027-WC-P 027 11/9/2019 <2.0 0.052

RF-001-028-WC-P 028 11/9/2019 <2.0 0.054
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Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Reedy Fork Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)
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RF-001-029-WC-P 029 11/9/2019 <2.0 0.062

RF-001-030-WC-P 030 11/9/2019 <2.0 0.053

RF-001-031-WC-P 031 11/9/2019 <2.0 0.047

RF-001-032-WC-P 032 11/9/2019 <2.0 0.031

RF-001-033-WC-P 033 11/9/2019 <2.0 0.033

RF-001-034-WC-P 034 11/21/2019 <2.0 0.052

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
4.) Sample locations 010, 011, and 034 were not operational on 11/9/19. Samples were collected 
from these locations on 11/21/19.

District Action Threshold(3)

200.8
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Hart & Hickman notes based on field conditions identified during sampling: 

- Sample location 007 located in the kitchen was slowly dripping upon arrival. A sample was collected. 

- Sample locations 010, 011, and 034 could not be sampled on November 9, 2019 (the water coolers were not 
operational). Repairs were made and samples were collected from the fixtures on November 21, 2019. 



This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/18/19  14:37

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Reedy Fork Elementary

Lab Submittal Date: 11/12/2019

Prism Work Order: 9110206

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
11/18/2019

Prism Work Order: 9110206

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110206-01 11/09/19   7:46RF-001-001-KF-P 11/12/19   9:10Drinking Water

9110206-02 11/09/19   7:47RF-001-002-KF-P 11/12/19   9:10Drinking Water

9110206-03 11/09/19   7:51RF-001-003-IM-P 11/12/19   9:10Drinking Water

9110206-04 11/09/19   8:00RF-001-006-KF-P 11/12/19   9:10Drinking Water

9110206-05 11/09/19   8:02RF-001-007-KF-P 11/12/19   9:10Drinking Water

9110206-06 11/09/19   8:07RF-001-008-WC-P 11/12/19   9:10Drinking Water

9110206-07 11/09/19   8:08RF-001-009-WC-P 11/12/19   9:10Drinking Water

9110206-08 11/09/19   8:23RF-001-012-WC-P 11/12/19   9:10Drinking Water

9110206-09 11/09/19   8:24RF-001-013-WC-P 11/12/19   9:10Drinking Water

9110206-10 11/09/19   8:28RF-001-014-DS-P 11/12/19   9:10Drinking Water

9110206-11 11/09/19   8:36RF-001-015-DS-P 11/12/19   9:10Drinking Water

9110206-12 11/09/19   8:38RF-001-016-DS-P 11/12/19   9:10Drinking Water

9110206-13 11/09/19   8:40RF-001-017-DS-P 11/12/19   9:10Drinking Water

9110206-14 11/09/19   8:42RF-001-018-DS-P 11/12/19   9:10Drinking Water

9110206-15 11/09/19   8:52RF-001-019-DS-P 11/12/19   9:10Drinking Water

9110206-16 11/09/19   8:56RF-001-020-DS-P 11/12/19   9:10Drinking Water

9110206-17 11/09/19   9:00RF-001-021-DS-P 11/12/19   9:10Drinking Water

9110206-18 11/09/19   8:54RF-001-022-DS-P 11/12/19   9:10Drinking Water

9110206-19 11/09/19   8:58RF-001-023-DS-P 11/12/19   9:10Drinking Water

9110206-20 11/09/19   9:15RF-001-024-DS-P 11/12/19   9:10Drinking Water

9110206-21 11/09/19   9:25RF-001-025-WC-P 11/12/19   9:10Drinking Water

9110206-22 11/09/19   9:26RF-001-026-WC-P 11/12/19   9:10Drinking Water

9110206-23 11/09/19   9:31RF-001-027-WC-P 11/12/19   9:10Drinking Water

9110206-24 11/09/19   9:32RF-001-028-WC-P 11/12/19   9:10Drinking Water

9110206-25 11/09/19   9:33RF-001-029-WC-P 11/12/19   9:10Drinking Water

9110206-26 11/09/19   9:38RF-001-030-WC-P 11/12/19   9:10Drinking Water

9110206-27 11/09/19   9:39RF-001-031-WC-P 11/12/19   9:10Drinking Water

9110206-28 11/09/19   9:41RF-001-032-WC-P 11/12/19   9:10Drinking Water

9110206-29 11/09/19   9:42RF-001-033-WC-P 11/12/19   9:10Drinking Water

Samples were received in good condition at 2.2 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110206 

11/18/2019

Summary of Detections

0.052 mg/L9110206-01 RF-001-001-KF-P Copper *200.8

0.038 mg/L9110206-02 RF-001-002-KF-P Copper *200.8

0.036 mg/L9110206-04 RF-001-006-KF-P Copper *200.8

0.040 mg/L9110206-05 RF-001-007-KF-P Copper *200.8

0.049 mg/L9110206-06 RF-001-008-WC-P Copper *200.8

0.049 mg/L9110206-07 RF-001-009-WC-P Copper *200.8

0.029 mg/L9110206-08 RF-001-012-WC-P Copper *200.8

0.044 mg/L9110206-09 RF-001-013-WC-P Copper *200.8

0.060 mg/L9110206-10 RF-001-014-DS-P Copper *200.8

0.057 mg/L9110206-11 RF-001-015-DS-P Copper *200.8

0.059 mg/L9110206-12 RF-001-016-DS-P Copper *200.8

0.068 mg/L9110206-13 RF-001-017-DS-P Copper *200.8

0.067 mg/L9110206-14 RF-001-018-DS-P Copper *200.8

0.062 mg/L9110206-15 RF-001-019-DS-P Copper *200.8

0.081 mg/L9110206-16 RF-001-020-DS-P Copper *200.8

0.056 mg/L9110206-17 RF-001-021-DS-P Copper *200.8

0.060 mg/L9110206-18 RF-001-022-DS-P Copper *200.8

0.060 mg/L9110206-19 RF-001-023-DS-P Copper *200.8

0.032 mg/L9110206-20 RF-001-024-DS-P Copper *200.8

0.21 mg/L9110206-21 RF-001-025-WC-P Copper *200.8

0.21 mg/L9110206-22 RF-001-026-WC-P Copper *200.8

0.052 mg/L9110206-23 RF-001-027-WC-P Copper *200.8

0.054 mg/L9110206-24 RF-001-028-WC-P Copper *200.8

0.062 mg/L9110206-25 RF-001-029-WC-P Copper *200.8

0.053 mg/L9110206-26 RF-001-030-WC-P Copper *200.8

0.047 mg/L9110206-27 RF-001-031-WC-P Copper *200.8

0.031 mg/L9110206-28 RF-001-032-WC-P Copper *200.8

0.033 mg/L9110206-29 RF-001-033-WC-P Copper *200.8
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-001-KF-P

Prism Sample ID: 9110206-01

Prism Work Order: 9110206

Time Collected: 11/09/19 07:46

Time Submitted: 11/12/19 09:10

Total Metals

0.052 *200.8 P9K025910.0020 11/14/19  20:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  20:11 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-002-KF-P

Prism Sample ID: 9110206-02

Prism Work Order: 9110206

Time Collected: 11/09/19 07:47

Time Submitted: 11/12/19 09:10

Total Metals

0.038 *200.8 P9K025910.0020 11/14/19  20:18 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  20:18 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-003-IM-P

Prism Sample ID: 9110206-03

Prism Work Order: 9110206

Time Collected: 11/09/19 07:51

Time Submitted: 11/12/19 09:10

Total Metals

BRL *200.8 P9K025910.0020 11/14/19  20:25 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  20:25 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-006-KF-P

Prism Sample ID: 9110206-04

Prism Work Order: 9110206

Time Collected: 11/09/19 08:00

Time Submitted: 11/12/19 09:10

Total Metals

0.036 *200.8 P9K026510.0020 11/14/19  18:46 JABmg/L 0.00094Copper

BRL *200.8 P9K026510.0020 11/14/19  18:46 JABmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-007-KF-P

Prism Sample ID: 9110206-05

Prism Work Order: 9110206

Time Collected: 11/09/19 08:02

Time Submitted: 11/12/19 09:10

Total Metals

0.040 *200.8 P9K025910.0020 11/14/19  20:31 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  20:31 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-008-WC-P

Prism Sample ID: 9110206-06

Prism Work Order: 9110206

Time Collected: 11/09/19 08:07

Time Submitted: 11/12/19 09:10

Total Metals

0.049 *200.8 P9K025910.0020 11/14/19  20:38 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  20:38 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-009-WC-P

Prism Sample ID: 9110206-07

Prism Work Order: 9110206

Time Collected: 11/09/19 08:08

Time Submitted: 11/12/19 09:10

Total Metals

0.049 *200.8 P9K025910.0020 11/14/19  20:58 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  20:58 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-012-WC-P

Prism Sample ID: 9110206-08

Prism Work Order: 9110206

Time Collected: 11/09/19 08:23

Time Submitted: 11/12/19 09:10

Total Metals

0.029 *200.8 P9K025910.0020 11/14/19  21:04 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  21:04 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-013-WC-P

Prism Sample ID: 9110206-09

Prism Work Order: 9110206

Time Collected: 11/09/19 08:24

Time Submitted: 11/12/19 09:10

Total Metals

0.044 *200.8 P9K025910.0020 11/14/19  21:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  21:11 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-014-DS-P

Prism Sample ID: 9110206-10

Prism Work Order: 9110206

Time Collected: 11/09/19 08:28

Time Submitted: 11/12/19 09:10

Total Metals

0.060 *200.8 P9K025910.0020 11/14/19  21:18 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  21:18 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-015-DS-P

Prism Sample ID: 9110206-11

Prism Work Order: 9110206

Time Collected: 11/09/19 08:36

Time Submitted: 11/12/19 09:10

Total Metals

0.057 *200.8 P9K025910.0020 11/14/19  21:24 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  21:24 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-016-DS-P

Prism Sample ID: 9110206-12

Prism Work Order: 9110206

Time Collected: 11/09/19 08:38

Time Submitted: 11/12/19 09:10

Total Metals

0.059 *200.8 P9K025910.0020 11/14/19  21:51 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  21:51 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-017-DS-P

Prism Sample ID: 9110206-13

Prism Work Order: 9110206

Time Collected: 11/09/19 08:40

Time Submitted: 11/12/19 09:10

Total Metals

0.068 *200.8 P9K025910.0020 11/14/19  21:57 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  21:57 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-018-DS-P

Prism Sample ID: 9110206-14

Prism Work Order: 9110206

Time Collected: 11/09/19 08:42

Time Submitted: 11/12/19 09:10

Total Metals

0.067 *200.8 P9K025910.0020 11/14/19  22:04 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:04 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-019-DS-P

Prism Sample ID: 9110206-15

Prism Work Order: 9110206

Time Collected: 11/09/19 08:52

Time Submitted: 11/12/19 09:10

Total Metals

0.062 *200.8 P9K025910.0020 11/14/19  22:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:11 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-020-DS-P

Prism Sample ID: 9110206-16

Prism Work Order: 9110206

Time Collected: 11/09/19 08:56

Time Submitted: 11/12/19 09:10

Total Metals

0.081 *200.8 P9K025910.0020 11/14/19  22:17 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:17 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-021-DS-P

Prism Sample ID: 9110206-17

Prism Work Order: 9110206

Time Collected: 11/09/19 09:00

Time Submitted: 11/12/19 09:10

Total Metals

0.056 *200.8 P9K025910.0020 11/14/19  22:24 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:24 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-022-DS-P

Prism Sample ID: 9110206-18

Prism Work Order: 9110206

Time Collected: 11/09/19 08:54

Time Submitted: 11/12/19 09:10

Total Metals

0.060 *200.8 P9K025910.0020 11/14/19  22:31 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:31 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-023-DS-P

Prism Sample ID: 9110206-19

Prism Work Order: 9110206

Time Collected: 11/09/19 08:58

Time Submitted: 11/12/19 09:10

Total Metals

0.060 *200.8 P9K025910.0020 11/14/19  19:52 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  19:52 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-024-DS-P

Prism Sample ID: 9110206-20

Prism Work Order: 9110206

Time Collected: 11/09/19 09:15

Time Submitted: 11/12/19 09:10

Total Metals

0.032 *200.8 P9K025910.0020 11/14/19  22:37 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:37 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-025-WC-P

Prism Sample ID: 9110206-21

Prism Work Order: 9110206

Time Collected: 11/09/19 09:25

Time Submitted: 11/12/19 09:10

Total Metals

0.21 *200.8 P9K025910.0020 11/14/19  22:44 MMRmg/L 0.00094Copper

BRL *200.8 P9K025910.0020 11/14/19  22:44 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-026-WC-P

Prism Sample ID: 9110206-22

Prism Work Order: 9110206

Time Collected: 11/09/19 09:26

Time Submitted: 11/12/19 09:10

Total Metals

0.21 *200.8 P9K026010.0020 11/14/19  23:17 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/14/19  23:17 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-027-WC-P

Prism Sample ID: 9110206-23

Prism Work Order: 9110206

Time Collected: 11/09/19 09:31

Time Submitted: 11/12/19 09:10

Total Metals

0.052 *200.8 P9K026010.0020 11/14/19  23:37 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/14/19  23:37 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-028-WC-P

Prism Sample ID: 9110206-24

Prism Work Order: 9110206

Time Collected: 11/09/19 09:32

Time Submitted: 11/12/19 09:10

Total Metals

0.054 *200.8 P9K026010.0020 11/14/19  23:43 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/14/19  23:43 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-029-WC-P

Prism Sample ID: 9110206-25

Prism Work Order: 9110206

Time Collected: 11/09/19 09:33

Time Submitted: 11/12/19 09:10

Total Metals

0.062 *200.8 P9K026010.0020 11/14/19  23:50 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/14/19  23:50 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-030-WC-P

Prism Sample ID: 9110206-26

Prism Work Order: 9110206

Time Collected: 11/09/19 09:38

Time Submitted: 11/12/19 09:10

Total Metals

0.053 *200.8 P9K026010.0020 11/14/19  23:56 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/14/19  23:56 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-031-WC-P

Prism Sample ID: 9110206-27

Prism Work Order: 9110206

Time Collected: 11/09/19 09:39

Time Submitted: 11/12/19 09:10

Total Metals

0.047 *200.8 P9K026010.0020 11/15/19   0:03 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   0:03 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-032-WC-P

Prism Sample ID: 9110206-28

Prism Work Order: 9110206

Time Collected: 11/09/19 09:41

Time Submitted: 11/12/19 09:10

Total Metals

0.031 *200.8 P9K026010.0020 11/15/19   0:23 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   0:23 MMRmg/L 0.00082Lead
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Laboratory Report
11/18/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-033-WC-P

Prism Sample ID: 9110206-29

Prism Work Order: 9110206

Time Collected: 11/09/19 09:42

Time Submitted: 11/12/19 09:10

Total Metals

0.033 *200.8 P9K026010.0020 11/15/19   0:30 MMRmg/L 0.00094Copper

BRL *200.8 P9K026010.0020 11/15/19   0:30 MMRmg/L 0.00082Lead
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11/18/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110206

Time Submitted: 11/12/2019   9:10:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0259 - 200.8

Blank (P9K0259-BLK1) Prepared: 11/13/19  Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0259-BS1) Prepared: 11/13/19  Analyzed: 11/14/19 

Copper mg/L0.0992 0.0020 0.1000 85-11599

Lead mg/L0.0989 0.0020 0.1000 85-11599

Matrix Spike (P9K0259-MS1) Prepared: 11/13/19  Analyzed: 11/14/19 Source: 9110206-19

Copper mg/L0.159 0.0020 0.1000 0.0603 70-13099

Lead mg/L0.0995 0.0020 0.1000 BRL 70-130100

Matrix Spike (P9K0259-MS2) Prepared: 11/13/19  Analyzed: 11/14/19 Source: 9110206-11

Copper mg/L0.149 0.0020 0.1000 0.0572 70-13092

Lead mg/L0.0988 0.0020 0.1000 BRL 70-13099

Matrix Spike Dup (P9K0259-MSD1) Prepared: 11/13/19  Analyzed: 11/14/19 Source: 9110206-19

Copper mg/L0.156 0.0020 0.1000 0.0603 1070-13096 2

Lead mg/L0.0977 0.0020 0.1000 BRL 1070-13098 2

Batch P9K0260 - 200.8

Blank (P9K0260-BLK1) Prepared: 11/13/19  Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0260-BS1) Prepared: 11/13/19  Analyzed: 11/14/19 

Copper mg/L0.0966 0.0020 0.1000 85-11597

Lead mg/L0.0988 0.0020 0.1000 85-11599
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11/18/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110206

Time Submitted: 11/12/2019   9:10:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0260 - 200.8

Matrix Spike (P9K0260-MS1) Prepared: 11/13/19  Analyzed: 11/14/19 Source: 9110206-22

Copper mg/L0.296 0.0020 0.1000 0.215 70-13081

Lead mg/L0.0950 0.0020 0.1000 BRL 70-13095

Matrix Spike Dup (P9K0260-MSD1) Prepared: 11/13/19  Analyzed: 11/14/19 Source: 9110206-22

Copper mg/L0.316 0.0020 0.1000 0.215 1070-130101 7

Lead mg/L0.0990 0.0020 0.1000 BRL 1070-13099 4

Batch P9K0265 - 200.8

Blank (P9K0265-BLK1) Prepared & Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0265-BS1) Prepared & Analyzed: 11/14/19 

Copper mg/L0.0958 0.0020 0.1000 85-11596

Lead mg/L0.0943 0.0020 0.1000 85-11594

Matrix Spike (P9K0265-MS1) Prepared & Analyzed: 11/14/19 Source: 9110206-04

Copper mg/L0.136 0.0020 0.1000 0.0359 70-130100

Lead mg/L0.100 0.0020 0.1000 BRL 70-130100
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K02599110206-01 11/13/19  15:3650 50mL mL

P9K02599110206-02 11/13/19  15:3650 50mL mL

P9K02599110206-03 11/13/19  15:3650 50mL mL

P9K02659110206-04 11/14/19   7:4050 50mL mL

P9K02599110206-05 11/13/19  15:3650 50mL mL

P9K02599110206-06 11/13/19  15:3650 50mL mL

P9K02599110206-07 11/13/19  15:3650 50mL mL

P9K02599110206-08 11/13/19  15:3650 50mL mL

P9K02599110206-09 11/13/19  15:3650 50mL mL

P9K02599110206-10 11/13/19  15:3650 50mL mL

P9K02599110206-11 11/13/19  15:3650 50mL mL

P9K02599110206-12 11/13/19  15:3650 50mL mL

P9K02599110206-13 11/13/19  15:3650 50mL mL

P9K02599110206-14 11/13/19  15:3650 50mL mL

P9K02599110206-15 11/13/19  15:3650 50mL mL

P9K02599110206-16 11/13/19  15:3650 50mL mL

P9K02599110206-17 11/13/19  15:3650 50mL mL

P9K02599110206-18 11/13/19  15:3650 50mL mL

P9K02599110206-19 11/13/19  15:3650 50mL mL

P9K02599110206-20 11/13/19  15:3650 50mL mL

P9K02599110206-21 11/13/19  15:3650 50mL mL

P9K02609110206-22 11/13/19  15:4350 50mL mL

P9K02609110206-23 11/13/19  15:4350 50mL mL

P9K02609110206-24 11/13/19  15:4350 50mL mL

P9K02609110206-25 11/13/19  15:4350 50mL mL

P9K02609110206-26 11/13/19  15:4350 50mL mL

P9K02609110206-27 11/13/19  15:4350 50mL mL

P9K02609110206-28 11/13/19  15:4350 50mL mL

P9K02609110206-29 11/13/19  15:4350 50mL mL

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 35 of 39



Page 36 of 39



Page 37 of 39



Page 38 of 39



Page 39 of 39



This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

12/6/19  14:12

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Reedy Fork Elementary

Lab Submittal Date: 12/03/2019

Prism Work Order: 9120018

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 1 of 8



Sample Receipt Summary
12/06/2019

Prism Work Order: 9120018

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9120018-01 11/21/19   5:35RF-001-010-WC-P 12/03/19  11:30Drinking Water

9120018-02 11/21/19   5:35RF-001-011-WC-P 12/03/19  11:30Drinking Water

9120018-03 11/21/19   5:40RF-001-034-WC-P 12/03/19  11:30Drinking Water

Samples were received in good condition at 2.6 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9120018 

12/06/2019

Summary of Detections

0.069 mg/L9120018-01 RF-001-010-WC-P Copper *200.8

0.076 mg/L9120018-02 RF-001-011-WC-P Copper *200.8

0.052 mg/L9120018-03 RF-001-034-WC-P Copper *200.8
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-010-WC-P

Prism Sample ID: 9120018-01

Prism Work Order: 9120018

Time Collected: 11/21/19 05:35

Time Submitted: 12/03/19 11:30

Total Metals

0.069 *200.8 P9L008010.0020 12/5/19  15:45 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  15:45 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-011-WC-P

Prism Sample ID: 9120018-02

Prism Work Order: 9120018

Time Collected: 11/21/19 05:35

Time Submitted: 12/03/19 11:30

Total Metals

0.076 *200.8 P9L008010.0020 12/5/19  15:49 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  15:49 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RF-001-034-WC-P

Prism Sample ID: 9120018-03

Prism Work Order: 9120018

Time Collected: 11/21/19 05:40

Time Submitted: 12/03/19 11:30

Total Metals

0.052 *200.8 P9L008010.0020 12/5/19  15:52 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  15:52 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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12/6/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Reedy Fork 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9120018

Time Submitted: 12/3/2019  11:30:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9L0080 - 200.8

Blank (P9L0080-BLK1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9L0080-BS1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/L0.0987 0.0020 0.1000 85-11599

Lead mg/L0.101 0.0020 0.1000 85-115101

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9L00809120018-01 12/04/19  14:2950 50mL mL

P9L00809120018-02 12/04/19  14:2950 50mL mL

P9L00809120018-03 12/04/19  14:2950 50mL mL

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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APPENDIX G 
 

JEFFERSON ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

0 0

0 46

0 1

47

Date:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 11/13/19

   Other (Describe: __________________________________ )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result:

Number of Faucets Requiring Remedial Action: 0

Location of Faucet

Sample ID: Temporarily taken out of service:

Permanently taken out of service:

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Lead Results Copper Results

Results 15 ppb and above:

47

Jefferson Elementary

11/2/2019 11/13/2019Date Test Conducted: Date Results Received:

11/13/2019Report Date(s):



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Jefferson Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

JEF‐001‐001‐KF‐P 001 11/2/2019 <2.0 0.058

JEF‐001‐002‐KF‐P 002 11/2/2019 <2.0 0.071

JEF‐001‐003‐KF‐P 003 11/2/2019 <2.0 0.061

JEF‐001‐004‐IM‐P 004 11/2/2019 <2.0 <0.0020

JEF‐001‐007‐WC‐P 007 11/2/2019 <2.0 0.057

JEF‐001‐008‐DS‐P 008 11/2/2019 <2.0 0.071

JEF‐001‐009‐DS‐P 009 11/2/2019 <2.0 0.060

JEF‐001‐010‐DS‐P 010 11/2/2019 <2.0 0.071

JEF‐001‐011‐DS‐P 011 11/2/2019 <2.0 0.075

JEF‐001‐012‐DS‐P 012 11/2/2019 <2.0 0.063

JEF‐001‐013‐WC‐P 013 11/2/2019 <2.0 0.091

JEF‐001‐014‐DS‐P 014 11/2/2019 <2.0 0.075

JEF‐001‐015‐DS‐P 015 11/2/2019 <2.0 0.075

JEF‐001‐016‐DS‐P 016 11/2/2019 <2.0 0.071

JEF‐001‐017‐DS‐P 017 11/2/2019 <2.0 0.076

JEF‐001‐018‐DS‐P 018 11/2/2019 <2.0 0.072

JEF‐001‐019‐DS‐P 019 11/2/2019 <2.0 0.091

JEF‐001‐020‐DS‐P 020 11/2/2019 <2.0 0.072

JEF‐001‐021‐WC‐P 021 11/2/2019 <2.0 0.080

JEF‐001‐022‐DS‐P 022 11/2/2019 <2.0 0.072

JEF‐001‐023‐WC‐P 023 11/2/2019 <2.0 0.085

JEF‐001‐024‐WC‐P 024 11/2/2019 <2.0 0.22

JEF‐001‐025‐WC‐P 025 11/2/2019 <2.0 0.076

JEF‐001‐026‐WC‐P 026 11/2/2019 <2.0 0.082

JEF‐001‐027‐WC‐P 027 11/2/2019 <2.0 0.065

JEF‐001‐028‐DS‐P 028 11/2/2019 <2.0 0.073

JEF‐001‐029‐DS‐P 029 11/2/2019 <2.0 0.072

JEF‐001‐030‐DS‐P 030 11/2/2019 <2.0 0.075

JEF‐001‐031‐DS‐P 031 11/2/2019 <2.0 0.073
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200.8

File: S:\AAA-Master Projects\Guilford County Schools (GCS)\Reports\Jefferson\Jefferson Pb and Cu Data TableJefferson Pb and Cu Data Table
Date: 4/2/2020

Table 1 (Page 1 of 2)

Hart & Hickman, PC



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Jefferson Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)
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JEF‐001‐032‐DS‐P 032 11/2/2019 <2.0 0.073

JEF‐001‐033‐DS‐P 033 11/2/2019 <2.0 0.076

JEF‐001‐034‐DS‐P 034 11/2/2019 <2.0 0.078

JEF‐001‐035‐DS‐P 035 11/2/2019 <2.0 0.072

JEF‐001‐036‐DS‐P 036 11/2/2019 <2.0 0.072

JEF‐001‐037‐DS‐P 037 11/2/2019 <2.0 0.061

JEF‐001‐038‐DS‐P 038 11/2/2019 <2.0 0.058

JEF‐001‐039‐WC‐P 039 11/2/2019 <2.0 0.068

JEF‐001‐040‐DS‐P 040 11/2/2019 <2.0 0.074

JEF‐001‐041‐DS‐P 041 11/2/2019 <2.0 0.079

JEF‐001‐042‐DS‐P 042 11/2/2019 <2.0 0.070

JEF‐001‐043‐DS‐P 043 11/2/2019 <2.0 0.072

JEF‐001‐044‐DS‐P 044 11/2/2019 <2.0 0.092

JEF‐001‐045‐DS‐P 045 11/2/2019 <2.0 0.080

JEF‐001‐046‐DS‐P 046 11/2/2019 <2.0 0.076

JEF‐001‐047‐WC‐P 047 11/2/2019 <2.0 0.072

JEF‐001‐048‐WC‐P 048 11/2/2019 <2.0 0.031

JEF‐001‐049‐WC‐P 049 11/2/2019 <2.0 0.028

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.

District Action Threshold(3)

200.8
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/13/19  13:39

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Jefferson Elementary

Lab Submittal Date: 11/04/2019

Prism Work Order: 9110061

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Angela D. Overcash

VP Laboratory Services

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
11/13/2019

Prism Work Order: 9110061

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110061-01 11/02/19   7:35JEF-001-001-KF-P 11/04/19   9:55Drinking Water

9110061-02 11/02/19   7:36JEF-001-002-KF-P 11/04/19   9:55Drinking Water

9110061-03 11/02/19   7:37JEF-001-003-KF-P 11/04/19   9:55Drinking Water

9110061-04 11/02/19   7:38JEF-001-004-IM-P 11/04/19   9:55Drinking Water

9110061-05 11/02/19   7:45JEF-001-007-WC-P 11/04/19   9:55Drinking Water

9110061-06 11/02/19   7:48JEF-001-008-DS-P 11/04/19   9:55Drinking Water

9110061-07 11/02/19   7:50JEF-001-009-DS-P 11/04/19   9:55Drinking Water

9110061-08 11/02/19   7:51JEF-001-010-DS-P 11/04/19   9:55Drinking Water

9110061-09 11/02/19   7:52JEF-001-011-DS-P 11/04/19   9:55Drinking Water

9110061-10 11/02/19   7:53JEF-001-012-DS-P 11/04/19   9:55Drinking Water

9110061-11 11/02/19   7:55JEF-001-013-WC-P 11/04/19   9:55Drinking Water

9110061-12 11/02/19   7:57JEF-001-014-DS-P 11/04/19   9:55Drinking Water

9110061-13 11/02/19   7:58JEF-001-015-DS-P 11/04/19   9:55Drinking Water

9110061-14 11/02/19   8:00JEF-001-016-DS-P 11/04/19   9:55Drinking Water

9110061-15 11/02/19   8:02JEF-001-017-DS-P 11/04/19   9:55Drinking Water

9110061-16 11/02/19   8:04JEF-001-018-DS-P 11/04/19   9:55Drinking Water

9110061-17 11/02/19   8:05JEF-001-019-DS-P 11/04/19   9:55Drinking Water

9110061-18 11/02/19   8:07JEF-001-020-DS-P 11/04/19   9:55Drinking Water

9110061-19 11/02/19   8:09JEF-001-021-WC-P 11/04/19   9:55Drinking Water

9110061-20 11/02/19   8:11JEF-001-022-DS-P 11/04/19   9:55Drinking Water

9110061-21 11/02/19   8:14JEF-001-023-WC-P 11/04/19   9:55Drinking Water

9110061-22 11/02/19   8:16JEF-001-024-WC-P 11/04/19   9:55Drinking Water

9110061-23 11/02/19   8:18JEF-001-025-WC-P 11/04/19   9:55Drinking Water

9110061-24 11/02/19   8:20JEF-001-026-WC-P 11/04/19   9:55Drinking Water

9110061-25 11/02/19   8:22JEF-001-027-WC-P 11/04/19   9:55Drinking Water

9110061-26 11/02/19   8:23JEF-001-028-DS-P 11/04/19   9:55Drinking Water

9110061-27 11/02/19   8:24JEF-001-029-DS-P 11/04/19   9:55Drinking Water

9110061-28 11/02/19   8:25JEF-001-030-DS-P 11/04/19   9:55Drinking Water

9110061-29 11/02/19   8:28JEF-001-031-DS-P 11/04/19   9:55Drinking Water

9110061-30 11/02/19   8:29JEF-001-032-DS-P 11/04/19   9:55Drinking Water

9110061-31 11/02/19   8:32JEF-001-033-DS-P 11/04/19   9:55Drinking Water

9110061-32 11/02/19   8:35JEF-001-034-DS-P 11/04/19   9:55Drinking Water

9110061-33 11/02/19   8:37JEF-001-035-DS-P 11/04/19   9:55Drinking Water
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9110061-34 11/02/19   8:38JEF-001-036-DS-P 11/04/19   9:55Drinking Water

9110061-35 11/02/19   8:40JEF-001-037-DS-P 11/04/19   9:55Drinking Water

9110061-36 11/02/19   8:40JEF-001-038-DS-P 11/04/19   9:55Drinking Water

9110061-37 11/02/19   8:42JEF-001-039-WC-P 11/04/19   9:55Drinking Water

9110061-38 11/02/19   8:44JEF-001-040-DS-P 11/04/19   9:55Drinking Water

9110061-39 11/02/19   8:45JEF-001-041-DS-P 11/04/19   9:55Drinking Water

9110061-40 11/02/19   8:47JEF-001-042-DS-P 11/04/19   9:55Drinking Water

9110061-41 11/02/19   8:48JEF-001-043-DS-P 11/04/19   9:55Drinking Water

9110061-42 11/02/19   8:49JEF-001-044-DS-P 11/04/19   9:55Drinking Water

9110061-43 11/02/19   8:53JEF-001-045-DS-P 11/04/19   9:55Drinking Water

9110061-44 11/02/19   8:54JEF-001-046-DS-P 11/04/19   9:55Drinking Water

9110061-45 11/02/19   8:56JEF-001-047-WC-P 11/04/19   9:55Drinking Water

9110061-46 11/02/19   9:01JEF-001-048-WC-P 11/04/19   9:55Drinking Water

9110061-47 11/02/19   9:02JEF-001-049-WC-P 11/04/19   9:55Drinking Water

Samples were received in good condition at 1.4 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110061 

11/13/2019

Summary of Detections

0.058 mg/L9110061-01 JEF-001-001-KF-P Copper *200.8

0.071 mg/L9110061-02 JEF-001-002-KF-P Copper *200.8

0.061 mg/L9110061-03 JEF-001-003-KF-P Copper *200.8

0.057 mg/L9110061-05 JEF-001-007-WC-P Copper *200.8

0.071 mg/L9110061-06 JEF-001-008-DS-P Copper *200.8

0.060 mg/L9110061-07 JEF-001-009-DS-P Copper *200.8

0.071 mg/L9110061-08 JEF-001-010-DS-P Copper *200.8

0.075 mg/L9110061-09 JEF-001-011-DS-P Copper *200.8

0.063 mg/L9110061-10 JEF-001-012-DS-P Copper *200.8

0.091 mg/L9110061-11 JEF-001-013-WC-P Copper *200.8

0.075 mg/L9110061-12 JEF-001-014-DS-P Copper *200.8

0.075 mg/L9110061-13 JEF-001-015-DS-P Copper *200.8

0.071 mg/L9110061-14 JEF-001-016-DS-P Copper *200.8

0.076 mg/L9110061-15 JEF-001-017-DS-P Copper *200.8

0.072 mg/L9110061-16 JEF-001-018-DS-P Copper *200.8

0.091 mg/L9110061-17 JEF-001-019-DS-P Copper *200.8

0.072 mg/L9110061-18 JEF-001-020-DS-P Copper *200.8

0.080 mg/L9110061-19 JEF-001-021-WC-P Copper *200.8

0.072 mg/L9110061-20 JEF-001-022-DS-P Copper *200.8

0.085 mg/L9110061-21 JEF-001-023-WC-P Copper *200.8

0.22 mg/L9110061-22 JEF-001-024-WC-P Copper *200.8

0.076 mg/L9110061-23 JEF-001-025-WC-P Copper *200.8

0.082 mg/L9110061-24 JEF-001-026-WC-P Copper *200.8

0.065 mg/L9110061-25 JEF-001-027-WC-P Copper *200.8

0.073 mg/L9110061-26 JEF-001-028-DS-P Copper *200.8

0.072 mg/L9110061-27 JEF-001-029-DS-P Copper *200.8

0.075 mg/L9110061-28 JEF-001-030-DS-P Copper *200.8

0.073 mg/L9110061-29 JEF-001-031-DS-P Copper *200.8

0.073 mg/L9110061-30 JEF-001-032-DS-P Copper *200.8

0.076 mg/L9110061-31 JEF-001-033-DS-P Copper *200.8

0.078 mg/L9110061-32 JEF-001-034-DS-P Copper *200.8

0.072 mg/L9110061-33 JEF-001-035-DS-P Copper *200.8

0.072 mg/L9110061-34 JEF-001-036-DS-P Copper *200.8

0.061 mg/L9110061-35 JEF-001-037-DS-P Copper *200.8

0.058 mg/L9110061-36 JEF-001-038-DS-P Copper *200.8

0.068 mg/L9110061-37 JEF-001-039-WC-P Copper *200.8

0.074 mg/L9110061-38 JEF-001-040-DS-P Copper *200.8

0.079 mg/L9110061-39 JEF-001-041-DS-P Copper *200.8

0.070 mg/L9110061-40 JEF-001-042-DS-P Copper *200.8

0.072 mg/L9110061-41 JEF-001-043-DS-P Copper *200.8

0.092 mg/L9110061-42 JEF-001-044-DS-P Copper *200.8

0.080 mg/L9110061-43 JEF-001-045-DS-P Copper *200.8

0.076 mg/L9110061-44 JEF-001-046-DS-P Copper *200.8

0.072 mg/L9110061-45 JEF-001-047-WC-P Copper *200.8
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110061 

11/13/2019

Summary of Detections

0.031 mg/L9110061-46 JEF-001-048-WC-P Copper *200.8

0.028 mg/L9110061-47 JEF-001-049-WC-P Copper *200.8
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-001-KF-P

Prism Sample ID: 9110061-01

Prism Work Order: 9110061

Time Collected: 11/02/19 07:35

Time Submitted: 11/04/19 09:55

Total Metals

0.058 *200.8 P9K009310.0020 11/7/19  14:13 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:13 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-002-KF-P

Prism Sample ID: 9110061-02

Prism Work Order: 9110061

Time Collected: 11/02/19 07:36

Time Submitted: 11/04/19 09:55

Total Metals

0.071 *200.8 P9K009310.0020 11/7/19  14:16 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:16 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-003-KF-P

Prism Sample ID: 9110061-03

Prism Work Order: 9110061

Time Collected: 11/02/19 07:37

Time Submitted: 11/04/19 09:55

Total Metals

0.061 *200.8 P9K009310.0020 11/7/19  14:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:27 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 8 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-004-IM-P

Prism Sample ID: 9110061-04

Prism Work Order: 9110061

Time Collected: 11/02/19 07:38

Time Submitted: 11/04/19 09:55

Total Metals

BRL *200.8 P9K009310.0020 11/7/19  13:52 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  13:52 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 9 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-007-WC-P

Prism Sample ID: 9110061-05

Prism Work Order: 9110061

Time Collected: 11/02/19 07:45

Time Submitted: 11/04/19 09:55

Total Metals

0.057 *200.8 P9K009310.0020 11/7/19  14:31 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:31 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 10 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-008-DS-P

Prism Sample ID: 9110061-06

Prism Work Order: 9110061

Time Collected: 11/02/19 07:48

Time Submitted: 11/04/19 09:55

Total Metals

0.071 *200.8 P9K009310.0020 11/7/19  14:35 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:35 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 11 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-009-DS-P

Prism Sample ID: 9110061-07

Prism Work Order: 9110061

Time Collected: 11/02/19 07:50

Time Submitted: 11/04/19 09:55

Total Metals

0.060 *200.8 P9K009310.0020 11/7/19  14:38 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:38 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 12 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-010-DS-P

Prism Sample ID: 9110061-08

Prism Work Order: 9110061

Time Collected: 11/02/19 07:51

Time Submitted: 11/04/19 09:55

Total Metals

0.071 *200.8 P9K009310.0020 11/7/19  14:42 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:42 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 13 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-011-DS-P

Prism Sample ID: 9110061-09

Prism Work Order: 9110061

Time Collected: 11/02/19 07:52

Time Submitted: 11/04/19 09:55

Total Metals

0.075 *200.8 P9K009310.0020 11/7/19  14:56 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:56 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 14 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-012-DS-P

Prism Sample ID: 9110061-10

Prism Work Order: 9110061

Time Collected: 11/02/19 07:53

Time Submitted: 11/04/19 09:55

Total Metals

0.063 *200.8 P9K009310.0020 11/7/19  15:00 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 15 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-013-WC-P

Prism Sample ID: 9110061-11

Prism Work Order: 9110061

Time Collected: 11/02/19 07:55

Time Submitted: 11/04/19 09:55

Total Metals

0.091 *200.8 P9K009310.0020 11/7/19  15:03 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:03 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 16 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-014-DS-P

Prism Sample ID: 9110061-12

Prism Work Order: 9110061

Time Collected: 11/02/19 07:57

Time Submitted: 11/04/19 09:55

Total Metals

0.075 *200.8 P9K009310.0020 11/7/19  15:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:07 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 17 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-015-DS-P

Prism Sample ID: 9110061-13

Prism Work Order: 9110061

Time Collected: 11/02/19 07:58

Time Submitted: 11/04/19 09:55

Total Metals

0.075 *200.8 P9K009310.0020 11/7/19  15:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:11 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 18 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-016-DS-P

Prism Sample ID: 9110061-14

Prism Work Order: 9110061

Time Collected: 11/02/19 08:00

Time Submitted: 11/04/19 09:55

Total Metals

0.071 *200.8 P9K009310.0020 11/7/19  15:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:14 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 19 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-017-DS-P

Prism Sample ID: 9110061-15

Prism Work Order: 9110061

Time Collected: 11/02/19 08:02

Time Submitted: 11/04/19 09:55

Total Metals

0.076 *200.8 P9K009310.0020 11/7/19  15:18 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:18 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 20 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-018-DS-P

Prism Sample ID: 9110061-16

Prism Work Order: 9110061

Time Collected: 11/02/19 08:04

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K009310.0020 11/7/19  15:22 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:22 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 21 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-019-DS-P

Prism Sample ID: 9110061-17

Prism Work Order: 9110061

Time Collected: 11/02/19 08:05

Time Submitted: 11/04/19 09:55

Total Metals

0.091 *200.8 P9K009310.0020 11/7/19  15:25 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  15:25 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 22 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-020-DS-P

Prism Sample ID: 9110061-18

Prism Work Order: 9110061

Time Collected: 11/02/19 08:07

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010510.0020 11/7/19  15:53 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  15:53 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 23 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-021-WC-P

Prism Sample ID: 9110061-19

Prism Work Order: 9110061

Time Collected: 11/02/19 08:09

Time Submitted: 11/04/19 09:55

Total Metals

0.080 *200.8 P9K010510.0020 11/7/19  15:57 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  15:57 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 24 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-022-DS-P

Prism Sample ID: 9110061-20

Prism Work Order: 9110061

Time Collected: 11/02/19 08:11

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010510.0020 11/7/19  16:01 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:01 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 25 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-023-WC-P

Prism Sample ID: 9110061-21

Prism Work Order: 9110061

Time Collected: 11/02/19 08:14

Time Submitted: 11/04/19 09:55

Total Metals

0.085 *200.8 P9K010510.0020 11/7/19  15:43 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  15:43 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 26 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-024-WC-P

Prism Sample ID: 9110061-22

Prism Work Order: 9110061

Time Collected: 11/02/19 08:16

Time Submitted: 11/04/19 09:55

Total Metals

0.22 *200.8 P9K010550.010 11/8/19  12:41 MMRmg/L 0.0047Copper

BRL *200.8 P9K010510.0020 11/7/19  16:05 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 27 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-025-WC-P

Prism Sample ID: 9110061-23

Prism Work Order: 9110061

Time Collected: 11/02/19 08:18

Time Submitted: 11/04/19 09:55

Total Metals

0.076 *200.8 P9K010510.0020 11/7/19  16:08 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:08 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 28 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-026-WC-P

Prism Sample ID: 9110061-24

Prism Work Order: 9110061

Time Collected: 11/02/19 08:20

Time Submitted: 11/04/19 09:55

Total Metals

0.082 *200.8 P9K010510.0020 11/7/19  16:19 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:19 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 29 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-027-WC-P

Prism Sample ID: 9110061-25

Prism Work Order: 9110061

Time Collected: 11/02/19 08:22

Time Submitted: 11/04/19 09:55

Total Metals

0.065 *200.8 P9K010510.0020 11/7/19  16:23 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:23 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 30 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-028-DS-P

Prism Sample ID: 9110061-26

Prism Work Order: 9110061

Time Collected: 11/02/19 08:23

Time Submitted: 11/04/19 09:55

Total Metals

0.073 *200.8 P9K010510.0020 11/7/19  16:26 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:26 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-029-DS-P

Prism Sample ID: 9110061-27

Prism Work Order: 9110061

Time Collected: 11/02/19 08:24

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010510.0020 11/7/19  16:30 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:30 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-030-DS-P

Prism Sample ID: 9110061-28

Prism Work Order: 9110061

Time Collected: 11/02/19 08:25

Time Submitted: 11/04/19 09:55

Total Metals

0.075 *200.8 P9K010510.0020 11/7/19  16:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:34 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 33 of 60



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-031-DS-P

Prism Sample ID: 9110061-29

Prism Work Order: 9110061

Time Collected: 11/02/19 08:28

Time Submitted: 11/04/19 09:55

Total Metals

0.073 *200.8 P9K010510.0020 11/7/19  16:48 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:48 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-032-DS-P

Prism Sample ID: 9110061-30

Prism Work Order: 9110061

Time Collected: 11/02/19 08:29

Time Submitted: 11/04/19 09:55

Total Metals

0.073 *200.8 P9K010510.0020 11/7/19  16:51 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:51 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-033-DS-P

Prism Sample ID: 9110061-31

Prism Work Order: 9110061

Time Collected: 11/02/19 08:32

Time Submitted: 11/04/19 09:55

Total Metals

0.076 *200.8 P9K010510.0020 11/7/19  16:55 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:55 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-034-DS-P

Prism Sample ID: 9110061-32

Prism Work Order: 9110061

Time Collected: 11/02/19 08:35

Time Submitted: 11/04/19 09:55

Total Metals

0.078 *200.8 P9K010510.0020 11/7/19  16:59 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  16:59 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-035-DS-P

Prism Sample ID: 9110061-33

Prism Work Order: 9110061

Time Collected: 11/02/19 08:37

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010510.0020 11/7/19  17:03 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  17:03 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-036-DS-P

Prism Sample ID: 9110061-34

Prism Work Order: 9110061

Time Collected: 11/02/19 08:38

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010510.0020 11/7/19  17:06 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  17:06 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-037-DS-P

Prism Sample ID: 9110061-35

Prism Work Order: 9110061

Time Collected: 11/02/19 08:40

Time Submitted: 11/04/19 09:55

Total Metals

0.061 *200.8 P9K010510.0020 11/7/19  17:10 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  17:10 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-038-DS-P

Prism Sample ID: 9110061-36

Prism Work Order: 9110061

Time Collected: 11/02/19 08:40

Time Submitted: 11/04/19 09:55

Total Metals

0.058 *200.8 P9K010510.0020 11/7/19  17:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  17:14 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-039-WC-P

Prism Sample ID: 9110061-37

Prism Work Order: 9110061

Time Collected: 11/02/19 08:42

Time Submitted: 11/04/19 09:55

Total Metals

0.068 *200.8 P9K010510.0020 11/7/19  17:17 MMRmg/L 0.00094Copper

BRL *200.8 P9K010510.0020 11/7/19  17:17 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-040-DS-P

Prism Sample ID: 9110061-38

Prism Work Order: 9110061

Time Collected: 11/02/19 08:44

Time Submitted: 11/04/19 09:55

Total Metals

0.074 *200.8 P9K010610.0020 11/7/19  17:45 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  17:45 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-041-DS-P

Prism Sample ID: 9110061-39

Prism Work Order: 9110061

Time Collected: 11/02/19 08:45

Time Submitted: 11/04/19 09:55

Total Metals

0.079 *200.8 P9K010610.0020 11/7/19  17:49 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  17:49 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-042-DS-P

Prism Sample ID: 9110061-40

Prism Work Order: 9110061

Time Collected: 11/02/19 08:47

Time Submitted: 11/04/19 09:55

Total Metals

0.070 *200.8 P9K010610.0020 11/7/19  17:53 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  17:53 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-043-DS-P

Prism Sample ID: 9110061-41

Prism Work Order: 9110061

Time Collected: 11/02/19 08:48

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010610.0020 11/7/19  17:56 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  17:56 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-044-DS-P

Prism Sample ID: 9110061-42

Prism Work Order: 9110061

Time Collected: 11/02/19 08:49

Time Submitted: 11/04/19 09:55

Total Metals

0.092 *200.8 P9K010610.0020 11/7/19  17:35 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  17:35 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-045-DS-P

Prism Sample ID: 9110061-43

Prism Work Order: 9110061

Time Collected: 11/02/19 08:53

Time Submitted: 11/04/19 09:55

Total Metals

0.080 *200.8 P9K010610.0020 11/7/19  18:00 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-046-DS-P

Prism Sample ID: 9110061-44

Prism Work Order: 9110061

Time Collected: 11/02/19 08:54

Time Submitted: 11/04/19 09:55

Total Metals

0.076 *200.8 P9K010610.0020 11/7/19  18:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:11 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-047-WC-P

Prism Sample ID: 9110061-45

Prism Work Order: 9110061

Time Collected: 11/02/19 08:56

Time Submitted: 11/04/19 09:55

Total Metals

0.072 *200.8 P9K010610.0020 11/7/19  18:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:14 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-048-WC-P

Prism Sample ID: 9110061-46

Prism Work Order: 9110061

Time Collected: 11/02/19 09:01

Time Submitted: 11/04/19 09:55

Total Metals

0.031 *200.8 P9K010610.0020 11/7/19  18:18 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:18 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: JEF-001-049-WC-P

Prism Sample ID: 9110061-47

Prism Work Order: 9110061

Time Collected: 11/02/19 09:02

Time Submitted: 11/04/19 09:55

Total Metals

0.028 *200.8 P9K010610.0020 11/7/19  18:22 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:22 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 52 of 60



11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110061

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0093 - 200.8

Blank (P9K0093-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0093-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0972 0.0020 0.1000 85-11597

Lead mg/L0.0997 0.0020 0.1000 85-115100

Matrix Spike (P9K0093-MS1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-04

Copper mg/L0.0993 0.0020 0.1000 BRL 70-13099

Lead mg/L0.0990 0.0020 0.1000 BRL 70-13099

Matrix Spike (P9K0093-MS2) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-08

Copper mg/L0.163 0.0020 0.1000 0.0712 70-13091

Lead mg/L0.0980 0.0020 0.1000 BRL 70-13098

Matrix Spike Dup (P9K0093-MSD1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-04

Copper mg/L0.0996 0.0020 0.1000 BRL 1070-130100 0.3

Lead mg/L0.0989 0.0020 0.1000 BRL 1070-13099 0.1

Batch P9K0105 - 200.8

Blank (P9K0105-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0105-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0971 0.0020 0.1000 85-11597

Lead mg/L0.0988 0.0020 0.1000 85-11599

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Jefferson ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110061

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0105 - 200.8

Matrix Spike (P9K0105-MS1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-21

Copper mg/L0.176 0.0020 0.1000 0.0849 70-13091

Lead mg/L0.0967 0.0020 0.1000 BRL 70-13097

Matrix Spike (P9K0105-MS2) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-28

Copper mg/L0.166 0.0020 0.1000 0.0752 70-13091

Lead mg/L0.0977 0.0020 0.1000 BRL 70-13098

Matrix Spike Dup (P9K0105-MSD1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-21

Copper mg/L0.176 0.0020 0.1000 0.0849 1070-13091 0.3

Lead mg/L0.0977 0.0020 0.1000 BRL 1070-13098 1

Batch P9K0106 - 200.8

Blank (P9K0106-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0106-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0952 0.0020 0.1000 85-11595

Lead mg/L0.0985 0.0020 0.1000 85-11598

Matrix Spike (P9K0106-MS1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-42

Copper mg/L0.180 0.0020 0.1000 0.0918 70-13088

Lead mg/L0.0966 0.0020 0.1000 BRL 70-13097

Matrix Spike Dup (P9K0106-MSD1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110061-42

Copper mg/L0.182 0.0020 0.1000 0.0918 1070-13090 1

Lead mg/L0.0971 0.0020 0.1000 BRL 1070-13097 0.5
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K00939110061-01 11/06/19   7:2550 50mL mL

P9K00939110061-02 11/06/19   7:2550 50mL mL

P9K00939110061-03 11/06/19   7:2550 50mL mL

P9K00939110061-04 11/06/19   7:2550 50mL mL

P9K00939110061-05 11/06/19   7:2550 50mL mL

P9K00939110061-06 11/06/19   7:2550 50mL mL

P9K00939110061-07 11/06/19   7:2550 50mL mL

P9K00939110061-08 11/06/19   7:2550 50mL mL

P9K00939110061-09 11/06/19   7:2550 50mL mL

P9K00939110061-10 11/06/19   7:2550 50mL mL

P9K00939110061-11 11/06/19   7:2550 50mL mL

P9K00939110061-12 11/06/19   7:2550 50mL mL

P9K00939110061-13 11/06/19   7:2550 50mL mL

P9K00939110061-14 11/06/19   7:2550 50mL mL

P9K00939110061-15 11/06/19   7:2550 50mL mL

P9K00939110061-16 11/06/19   7:2550 50mL mL

P9K00939110061-17 11/06/19   7:2550 50mL mL

P9K01059110061-18 11/06/19  11:2250 50mL mL

P9K01059110061-19 11/06/19  11:2250 50mL mL

P9K01059110061-20 11/06/19  11:2250 50mL mL

P9K01059110061-21 11/06/19  11:2250 50mL mL

P9K01059110061-22 11/06/19  11:2250 50mL mL

P9K01059110061-22 11/06/19  11:2250 50mL mL

P9K01059110061-23 11/06/19  11:2250 50mL mL

P9K01059110061-24 11/06/19  11:2250 50mL mL

P9K01059110061-25 11/06/19  11:2250 50mL mL

P9K01059110061-26 11/06/19  11:2250 50mL mL

P9K01059110061-27 11/06/19  11:2250 50mL mL

P9K01059110061-28 11/06/19  11:2250 50mL mL

P9K01059110061-29 11/06/19  11:2250 50mL mL

P9K01059110061-30 11/06/19  11:2250 50mL mL

P9K01059110061-31 11/06/19  11:2250 50mL mL

P9K01059110061-32 11/06/19  11:2250 50mL mL

P9K01059110061-33 11/06/19  11:2250 50mL mL

P9K01059110061-34 11/06/19  11:2250 50mL mL

P9K01059110061-35 11/06/19  11:2250 50mL mL

P9K01059110061-36 11/06/19  11:2250 50mL mL

P9K01059110061-37 11/06/19  11:2250 50mL mL

P9K01069110061-38 11/06/19  11:3450 50mL mL

P9K01069110061-39 11/06/19  11:3450 50mL mL

P9K01069110061-40 11/06/19  11:3450 50mL mL

P9K01069110061-41 11/06/19  11:3450 50mL mL

P9K01069110061-42 11/06/19  11:3450 50mL mL

P9K01069110061-43 11/06/19  11:3450 50mL mL

P9K01069110061-44 11/06/19  11:3450 50mL mL

P9K01069110061-45 11/06/19  11:3450 50mL mL

P9K01069110061-46 11/06/19  11:3450 50mL mL

P9K01069110061-47 11/06/19  11:3450 50mL mL
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APPENDIX H 
 

MONTICELLO-BROWN SUMMIT ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

2 1

0 46

6 1

40

Date:

11/14/2019

12/12/2019

11/22/2019

Monticello‐Brown Summit Elementary

11/2/2019 11/13/2019Date Test Conducted: Date Results Received:

12/16/2019Report Date(s):

Lead Results Copper Results

Results 15 ppb and above:

48

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Number of Faucets Requiring Remedial Action: 2

Location of Faucet

Sample ID: MBS‐001‐040‐DS‐P, MBS‐001‐049‐DS‐P Temporarily taken out of service:

Permanently taken out of service:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

MBS‐001‐040‐DS‐P: drinking station in room 507

MBS‐001‐049‐DS‐P: drinking station in room 123

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date):  11/13/2019

   Other (Describe: )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result: No exceedances



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Monticello-Brown Summit Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

MBS‐001‐001‐KF‐P 001 11/2/2019 <2.0 0.018

MBS‐001‐002‐KF‐P 002 11/2/2019 <2.0 0.045

MBS‐001‐003‐KF‐P 003 11/2/2019 <2.0 0.039

MBS‐001‐004‐IM‐P 004 11/2/2019 <2.0 <0.0020

MBS‐001‐007‐WC‐P 007 11/2/2019 <2.0 0.036

MBS‐001‐008‐DS‐P 008 11/2/2019 3.4 0.027

MBS‐001‐009‐DS‐P 009 11/2/2019 <2.0 0.046

MBS‐001‐010‐DS‐P 010 11/2/2019 <2.0 0.060

MBS‐001‐011‐DS‐P 011 11/2/2019 <2.0 0.037

MBS‐001‐012‐DS‐P 012 11/2/2019 <2.0 0.027

MBS‐001‐013‐DS‐P 013 11/2/2019 <2.0 0.052

MBS‐001‐014‐DS‐P 014 11/2/2019 <2.0 0.030

MBS‐001‐015‐DS‐P 015 11/2/2019 <2.0 0.032

MBS‐001‐016‐DS‐P 016 11/2/2019 <2.0 0.031

MBS‐001‐017‐DS‐P 017 11/2/2019 <2.0 0.036

MBS‐001‐018‐DS‐P 018 11/2/2019 <2.0 0.026

MBS‐001‐019‐DS‐P 019 11/2/2019 <2.0 0.034

MBS‐001‐020‐DS‐P 020 11/2/2019 <2.0 0.029

MBS‐001‐021‐DS‐P 021 11/2/2019 2.9 0.030

MBS‐001‐022‐DS‐P 022 11/2/2019 <2.0 0.055

MBS‐001‐024‐WC‐P 024 11/2/2019 <2.0 0.045

MBS‐001‐025‐DS‐P 025 11/2/2019 <2.0 0.037

MBS‐001‐026‐WC‐P 026 11/2/2019 <2.0 0.67

MBS‐001‐027‐WC‐P 027 11/2/2019 <2.0 0.30

MBS‐001‐028‐WC‐P 028 11/2/2019 <2.0 0.025

MBS‐001‐029‐WC‐P 029 11/2/2019 <2.0 0.10

MBS‐001‐030‐DS‐P 030 11/2/2019 <2.0 0.032

MBS‐001‐031‐WC‐P 031 11/2/2019 <2.0 0.061

MBS‐001‐032‐DS‐P 032 11/2/2019 <2.0 0.034
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Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Monticello-Brown Summit Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

S
am

pl
e 

ID

S
am

pl
in

g 
D

at
e 

A
na

ly
tic

al
 M

et
ho

d

G
ui

lfo
rd

 C
ou

nt
y 

S
am

pl
e 

Lo
ca

tio
n 

C
od

e

MBS‐001‐033‐DS‐P 033 11/2/2019 <2.0 0.032

MBS‐001‐034‐DS‐P 034 11/2/2019 <2.0 0.045

MBS‐001‐035‐DS‐P 035 11/2/2019 5.3 0.035

MBS‐001‐036‐DS‐P 036 11/2/2019 <2.0 0.14

MBS‐001‐037‐DS‐P 037 11/2/2019 2.7 0.049

MBS‐001‐038‐WC‐P 038 11/2/2019 <2.0 0.036

MBS‐001‐039‐DS‐P 039 11/2/2019 <2.0 0.029

MBS‐001‐040‐DS‐P 040 11/2/2019 290 2.2

MBS‐001‐041‐DS‐P 041 11/2/2019 <2.0 0.032

MBS‐001‐042‐DS‐P 042 11/2/2019 2.8 0.067

MBS‐001‐043‐DS‐P 043 11/2/2019 <2.0 0.030

MBS‐001‐044‐DS‐P 044 11/2/2019 <2.0 0.030

MBS‐001‐045‐DS‐P 045 11/2/2019 <2.0 0.040

MBS‐001‐046‐DS‐P 046 11/2/2019 <2.0 0.033

MBS‐001‐047‐DS‐P 047 11/2/2019 4.9 0.045

MBS‐001‐048‐WC‐P 048 11/2/2019 <2.0 0.019

MBS‐001‐049‐DS‐P 049 11/2/2019 110 0.081

MBS‐001‐050‐DS‐P 050 11/2/2019 <2.0 0.049

MBS‐001‐051‐DS‐P 051 11/2/2019 <2.0 0.084

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
Concentrations in bold exceed the action threshold established by Guilford County Schools.

District Action Threshold(3)

200.8
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Table 2
Summary of Flush Drinking Water Sample Analytical Results

Guilford County Schools
Monticello-Brown Summit Elementary

Browns Summit, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

MBS-001-040A-DS-F 040 11/22/2019 <2.0 0.045

MBS-001-049A-DS-F 049 11/22/2019 2.2 0.061

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.

District Action Threshold(3)
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Hart & Hickman notes based on field conditions identified during sampling: 
- MBS-001-051-DS-P = Added sample (There was a drinking water fountain located outside of classrooms 306 
and 307 that was not listed on the sampling list.)  



This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/13/19  13:37

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Monticello-Brown Summit

Lab Submittal Date: 11/04/2019

Prism Work Order: 9110060

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Angela D. Overcash

VP Laboratory Services

Data Qualifiers Key Reference:

E Estimated concentration above the calibration range

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
11/13/2019

Prism Work Order: 9110060

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110060-01 11/02/19   7:41MBS-001-001-KF-P 11/04/19   9:55Drinking Water

9110060-02 11/02/19   7:42MBS-001-002-KF-P 11/04/19   9:55Drinking Water

9110060-03 11/02/19   7:43MBS-001-003-KF-P 11/04/19   9:55Drinking Water

9110060-04 11/02/19   7:44MBS-001-004-IM-P 11/04/19   9:55Drinking Water

9110060-05 11/02/19   7:51MBS-001-007-WC-P 11/04/19   9:55Drinking Water

9110060-06 11/02/19   7:54MBS-001-008-DS-P 11/04/19   9:55Drinking Water

9110060-07 11/02/19   7:55MBS-001-009-DS-P 11/04/19   9:55Drinking Water

9110060-08 11/02/19   7:56MBS-001-010-DS-P 11/04/19   9:55Drinking Water

9110060-09 11/02/19   7:59MBS-001-011-DS-P 11/04/19   9:55Drinking Water

9110060-10 11/02/19   8:00MBS-001-012-DS-P 11/04/19   9:55Drinking Water

9110060-11 11/02/19   8:01MBS-001-013-DS-P 11/04/19   9:55Drinking Water

9110060-12 11/02/19   8:02MBS-001-014-DS-P 11/04/19   9:55Drinking Water

9110060-13 11/02/19   8:05MBS-001-015-DS-P 11/04/19   9:55Drinking Water

9110060-14 11/02/19   8:06MBS-001-016-DS-P 11/04/19   9:55Drinking Water

9110060-15 11/02/19   8:07MBS-001-017-DS-P 11/04/19   9:55Drinking Water

9110060-16 11/02/19   8:12MBS-001-018-DS-P 11/04/19   9:55Drinking Water

9110060-17 11/02/19   8:13MBS-001-019-DS-P 11/04/19   9:55Drinking Water

9110060-18 11/02/19   8:14MBS-001-020-DS-P 11/04/19   9:55Drinking Water

9110060-19 11/02/19   8:16MBS-001-021-DS-P 11/04/19   9:55Drinking Water

9110060-20 11/02/19   8:22MBS-001-022-DS-P 11/04/19   9:55Drinking Water

9110060-21 11/02/19   8:21MBS-001-024-WC-P 11/04/19   9:55Drinking Water

9110060-22 11/02/19   8:23MBS-001-025-DS-P 11/04/19   9:55Drinking Water

9110060-23 11/02/19   8:25MBS-001-026-WC-P 11/04/19   9:55Drinking Water

9110060-24 11/02/19   8:26MBS-001-027-WC-P 11/04/19   9:55Drinking Water

9110060-25 11/02/19   8:30MBS-001-028-WC-P 11/04/19   9:55Drinking Water

9110060-26 11/02/19   8:31MBS-001-029-WC-P 11/04/19   9:55Drinking Water

9110060-27 11/02/19   8:32MBS-001-030-DS-P 11/04/19   9:55Drinking Water

9110060-28 11/02/19   8:33MBS-001-031-WC-P 11/04/19   9:55Drinking Water

9110060-29 11/02/19   8:34MBS-001-032-DS-P 11/04/19   9:55Drinking Water

9110060-30 11/02/19   8:35MBS-001-033-DS-P 11/04/19   9:55Drinking Water

9110060-31 11/02/19   8:36MBS-001-034-DS-P 11/04/19   9:55Drinking Water

9110060-32 11/02/19   8:37MBS-001-035-DS-P 11/04/19   9:55Drinking Water

9110060-33 11/02/19   8:42MBS-001-036-DS-P 11/04/19   9:55Drinking Water
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9110060-34 11/02/19   8:43MBS-001-037-DS-P 11/04/19   9:55Drinking Water

9110060-35 11/02/19   8:44MBS-001-038-WC-P 11/04/19   9:55Drinking Water

9110060-36 11/02/19   8:45MBS-001-039-DS-P 11/04/19   9:55Drinking Water

9110060-37 11/02/19   8:46MBS-001-040-DS-P 11/04/19   9:55Drinking Water

9110060-38 11/02/19   8:47MBS-001-041-DS-P 11/04/19   9:55Drinking Water

9110060-39 11/02/19   8:51MBS-001-042-DS-P 11/04/19   9:55Drinking Water

9110060-40 11/02/19   8:52MBS-001-043-DS-P 11/04/19   9:55Drinking Water

9110060-41 11/02/19   8:53MBS-001-044-DS-P 11/04/19   9:55Drinking Water

9110060-42 11/02/19   8:55MBS-001-045-DS-P 11/04/19   9:55Drinking Water

9110060-43 11/02/19   8:56MBS-001-046-DS-P 11/04/19   9:55Drinking Water

9110060-44 11/02/19   8:59MBS-001-047-DS-P 11/04/19   9:55Drinking Water

9110060-45 11/02/19   9:00MBS-001-048-WC-P 11/04/19   9:55Drinking Water

9110060-46 11/02/19   9:03MBS-001-049-DS-P 11/04/19   9:55Drinking Water

9110060-47 11/02/19   9:04MBS-001-050-DS-P 11/04/19   9:55Drinking Water

9110060-48 11/02/19   8:15MBS-001-051-DS-P 11/04/19   9:55Drinking Water

Samples were received in good condition at 1.4 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110060 

11/13/2019

Summary of Detections

0.018 mg/L9110060-01 MBS-001-001-KF-P Copper *200.8

0.045 mg/L9110060-02 MBS-001-002-KF-P Copper *200.8

0.039 mg/L9110060-03 MBS-001-003-KF-P Copper *200.8

0.036 mg/L9110060-05 MBS-001-007-WC-P Copper *200.8

0.027 mg/L9110060-06 MBS-001-008-DS-P Copper *200.8

0.0034 mg/L9110060-06 MBS-001-008-DS-P Lead *200.8

0.046 mg/L9110060-07 MBS-001-009-DS-P Copper *200.8

0.060 mg/L9110060-08 MBS-001-010-DS-P Copper *200.8

0.037 mg/L9110060-09 MBS-001-011-DS-P Copper *200.8

0.027 mg/L9110060-10 MBS-001-012-DS-P Copper *200.8

0.052 mg/L9110060-11 MBS-001-013-DS-P Copper *200.8

0.030 mg/L9110060-12 MBS-001-014-DS-P Copper *200.8

0.032 mg/L9110060-13 MBS-001-015-DS-P Copper *200.8

0.031 mg/L9110060-14 MBS-001-016-DS-P Copper *200.8

0.036 mg/L9110060-15 MBS-001-017-DS-P Copper *200.8

0.026 mg/L9110060-16 MBS-001-018-DS-P Copper *200.8

0.034 mg/L9110060-17 MBS-001-019-DS-P Copper *200.8

0.029 mg/L9110060-18 MBS-001-020-DS-P Copper *200.8

0.030 mg/L9110060-19 MBS-001-021-DS-P Copper *200.8

0.0029 mg/L9110060-19 MBS-001-021-DS-P Lead *200.8

0.055 mg/L9110060-20 MBS-001-022-DS-P Copper *200.8

0.045 mg/L9110060-21 MBS-001-024-WC-P Copper *200.8

0.037 mg/L9110060-22 MBS-001-025-DS-P Copper *200.8

0.67 mg/L9110060-23 MBS-001-026-WC-P Copper *200.8

0.30 mg/L9110060-24 MBS-001-027-WC-P Copper *200.8

0.025 mg/L9110060-25 MBS-001-028-WC-P Copper *200.8

0.10 mg/L9110060-26 MBS-001-029-WC-P Copper *200.8

0.032 mg/L9110060-27 MBS-001-030-DS-P Copper *200.8

0.061 mg/L9110060-28 MBS-001-031-WC-P Copper *200.8

0.034 mg/L9110060-29 MBS-001-032-DS-P Copper *200.8

0.032 mg/L9110060-30 MBS-001-033-DS-P Copper *200.8

0.045 mg/L9110060-31 MBS-001-034-DS-P Copper *200.8

0.035 mg/L9110060-32 MBS-001-035-DS-P Copper *200.8

0.0053 mg/L9110060-32 MBS-001-035-DS-P Lead *200.8

0.14 mg/L9110060-33 MBS-001-036-DS-P Copper *200.8

0.049 mg/L9110060-34 MBS-001-037-DS-P Copper *200.8

0.0027 mg/L9110060-34 MBS-001-037-DS-P Lead *200.8

0.036 mg/L9110060-35 MBS-001-038-WC-P Copper *200.8

0.029 mg/L9110060-36 MBS-001-039-DS-P Copper *200.8

2.2 mg/L9110060-37 MBS-001-040-DS-P Copper *200.8

0.29 mg/L9110060-37 MBS-001-040-DS-P Lead *200.8

0.032 mg/L9110060-38 MBS-001-041-DS-P Copper *200.8

0.067 mg/L9110060-39 MBS-001-042-DS-P Copper *200.8

0.0028 mg/L9110060-39 MBS-001-042-DS-P Lead *200.8

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 4 of 63



Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110060 

11/13/2019

Summary of Detections

0.030 mg/L9110060-40 MBS-001-043-DS-P Copper *200.8

0.030 mg/L9110060-41 MBS-001-044-DS-P Copper *200.8

0.040 mg/L9110060-42 MBS-001-045-DS-P Copper *200.8

0.033 mg/L9110060-43 MBS-001-046-DS-P Copper *200.8

0.045 mg/L9110060-44 MBS-001-047-DS-P Copper *200.8

0.0049 mg/L9110060-44 MBS-001-047-DS-P Lead *200.8

0.019 mg/L9110060-45 MBS-001-048-WC-P Copper *200.8

0.081 mg/L9110060-46 MBS-001-049-DS-P Copper *200.8

0.11 mg/L9110060-46 MBS-001-049-DS-P Lead *200.8

0.049 mg/L9110060-47 MBS-001-050-DS-P Copper *200.8

0.084 mg/L9110060-48 MBS-001-051-DS-P Copper *200.8
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-001-KF-P

Prism Sample ID: 9110060-01

Prism Work Order: 9110060

Time Collected: 11/02/19 07:41

Time Submitted: 11/04/19 09:55

Total Metals

0.018 *200.8 P9K008010.0020 11/6/19  14:41 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:41 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-002-KF-P

Prism Sample ID: 9110060-02

Prism Work Order: 9110060

Time Collected: 11/02/19 07:42

Time Submitted: 11/04/19 09:55

Total Metals

0.045 *200.8 P9K008010.0020 11/6/19  14:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:47 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-003-KF-P

Prism Sample ID: 9110060-03

Prism Work Order: 9110060

Time Collected: 11/02/19 07:43

Time Submitted: 11/04/19 09:55

Total Metals

0.039 *200.8 P9K008010.0020 11/6/19  14:54 MMRmg/L 0.00094Copper

BRL *200.8 P9K008010.0020 11/6/19  14:54 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-004-IM-P

Prism Sample ID: 9110060-04

Prism Work Order: 9110060

Time Collected: 11/02/19 07:44

Time Submitted: 11/04/19 09:55

Total Metals

BRL *200.8 P9K008210.0020 11/6/19  15:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  15:47 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-007-WC-P

Prism Sample ID: 9110060-05

Prism Work Order: 9110060

Time Collected: 11/02/19 07:51

Time Submitted: 11/04/19 09:55

Total Metals

0.036 *200.8 P9K008210.0020 11/6/19  15:54 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  15:54 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-008-DS-P

Prism Sample ID: 9110060-06

Prism Work Order: 9110060

Time Collected: 11/02/19 07:54

Time Submitted: 11/04/19 09:55

Total Metals

0.027 *200.8 P9K008210.0020 11/6/19  16:00 MMRmg/L 0.00094Copper

0.0034 *200.8 P9K008210.0020 11/6/19  16:00 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-009-DS-P

Prism Sample ID: 9110060-07

Prism Work Order: 9110060

Time Collected: 11/02/19 07:55

Time Submitted: 11/04/19 09:55

Total Metals

0.046 *200.8 P9K008210.0020 11/6/19  16:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  16:07 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-010-DS-P

Prism Sample ID: 9110060-08

Prism Work Order: 9110060

Time Collected: 11/02/19 07:56

Time Submitted: 11/04/19 09:55

Total Metals

0.060 *200.8 P9K008210.0020 11/6/19  16:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  16:14 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-011-DS-P

Prism Sample ID: 9110060-09

Prism Work Order: 9110060

Time Collected: 11/02/19 07:59

Time Submitted: 11/04/19 09:55

Total Metals

0.037 *200.8 P9K008210.0020 11/6/19  16:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  16:34 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-012-DS-P

Prism Sample ID: 9110060-10

Prism Work Order: 9110060

Time Collected: 11/02/19 08:00

Time Submitted: 11/04/19 09:55

Total Metals

0.027 *200.8 P9K008210.0020 11/6/19  16:40 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  16:40 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-013-DS-P

Prism Sample ID: 9110060-11

Prism Work Order: 9110060

Time Collected: 11/02/19 08:01

Time Submitted: 11/04/19 09:55

Total Metals

0.052 *200.8 P9K008210.0020 11/6/19  16:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  16:47 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-014-DS-P

Prism Sample ID: 9110060-12

Prism Work Order: 9110060

Time Collected: 11/02/19 08:02

Time Submitted: 11/04/19 09:55

Total Metals

0.030 *200.8 P9K008210.0020 11/6/19  16:54 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  16:54 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-015-DS-P

Prism Sample ID: 9110060-13

Prism Work Order: 9110060

Time Collected: 11/02/19 08:05

Time Submitted: 11/04/19 09:55

Total Metals

0.032 *200.8 P9K008210.0020 11/6/19  17:00 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  17:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-016-DS-P

Prism Sample ID: 9110060-14

Prism Work Order: 9110060

Time Collected: 11/02/19 08:06

Time Submitted: 11/04/19 09:55

Total Metals

0.031 *200.8 P9K008210.0020 11/6/19  17:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  17:27 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-017-DS-P

Prism Sample ID: 9110060-15

Prism Work Order: 9110060

Time Collected: 11/02/19 08:07

Time Submitted: 11/04/19 09:55

Total Metals

0.036 *200.8 P9K008210.0020 11/6/19  17:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  17:34 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-018-DS-P

Prism Sample ID: 9110060-16

Prism Work Order: 9110060

Time Collected: 11/02/19 08:12

Time Submitted: 11/04/19 09:55

Total Metals

0.026 *200.8 P9K008210.0020 11/6/19  17:40 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  17:40 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-019-DS-P

Prism Sample ID: 9110060-17

Prism Work Order: 9110060

Time Collected: 11/02/19 08:13

Time Submitted: 11/04/19 09:55

Total Metals

0.034 *200.8 P9K008210.0020 11/6/19  17:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  17:47 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-020-DS-P

Prism Sample ID: 9110060-18

Prism Work Order: 9110060

Time Collected: 11/02/19 08:14

Time Submitted: 11/04/19 09:55

Total Metals

0.029 *200.8 P9K008210.0020 11/6/19  17:54 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  17:54 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-021-DS-P

Prism Sample ID: 9110060-19

Prism Work Order: 9110060

Time Collected: 11/02/19 08:16

Time Submitted: 11/04/19 09:55

Total Metals

0.030 *200.8 P9K008210.0020 11/6/19  18:00 MMRmg/L 0.00094Copper

0.0029 *200.8 P9K008210.0020 11/6/19  18:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 24 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-022-DS-P

Prism Sample ID: 9110060-20

Prism Work Order: 9110060

Time Collected: 11/02/19 08:22

Time Submitted: 11/04/19 09:55

Total Metals

0.055 *200.8 P9K008210.0020 11/6/19  18:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  18:07 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 25 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-024-WC-P

Prism Sample ID: 9110060-21

Prism Work Order: 9110060

Time Collected: 11/02/19 08:21

Time Submitted: 11/04/19 09:55

Total Metals

0.045 *200.8 P9K008210.0020 11/6/19  15:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  15:27 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 26 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-025-DS-P

Prism Sample ID: 9110060-22

Prism Work Order: 9110060

Time Collected: 11/02/19 08:23

Time Submitted: 11/04/19 09:55

Total Metals

0.037 *200.8 P9K008210.0020 11/6/19  18:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K008210.0020 11/6/19  18:14 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 27 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-026-WC-P

Prism Sample ID: 9110060-23

Prism Work Order: 9110060

Time Collected: 11/02/19 08:25

Time Submitted: 11/04/19 09:55

Total Metals

0.67 *200.8 P9K0082100.020 11/7/19  11:43 MMRmg/L 0.0094Copper

BRL *200.8 P9K008210.0020 11/6/19  18:20 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 28 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-027-WC-P

Prism Sample ID: 9110060-24

Prism Work Order: 9110060

Time Collected: 11/02/19 08:26

Time Submitted: 11/04/19 09:55

Total Metals

0.30 *200.8 P9K009250.010 11/7/19  12:10 MMRmg/L 0.0047Copper

BRL *200.8 P9K009210.0020 11/6/19  20:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 29 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-028-WC-P

Prism Sample ID: 9110060-25

Prism Work Order: 9110060

Time Collected: 11/02/19 08:30

Time Submitted: 11/04/19 09:55

Total Metals

0.025 *200.8 P9K009210.0020 11/7/19  12:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  20:06 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 30 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-029-WC-P

Prism Sample ID: 9110060-26

Prism Work Order: 9110060

Time Collected: 11/02/19 08:31

Time Submitted: 11/04/19 09:55

Total Metals

0.10 *200.8 P9K009210.0020 11/7/19  12:18 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  20:13 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 31 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-030-DS-P

Prism Sample ID: 9110060-27

Prism Work Order: 9110060

Time Collected: 11/02/19 08:32

Time Submitted: 11/04/19 09:55

Total Metals

0.032 *200.8 P9K009210.0020 11/7/19  12:22 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  20:20 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 32 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-031-WC-P

Prism Sample ID: 9110060-28

Prism Work Order: 9110060

Time Collected: 11/02/19 08:33

Time Submitted: 11/04/19 09:55

Total Metals

0.061 *200.8 P9K009210.0020 11/7/19  12:25 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  20:26 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 33 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-032-DS-P

Prism Sample ID: 9110060-29

Prism Work Order: 9110060

Time Collected: 11/02/19 08:34

Time Submitted: 11/04/19 09:55

Total Metals

0.034 *200.8 P9K009210.0020 11/7/19  12:36 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  20:46 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 34 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-033-DS-P

Prism Sample ID: 9110060-30

Prism Work Order: 9110060

Time Collected: 11/02/19 08:35

Time Submitted: 11/04/19 09:55

Total Metals

0.032 *200.8 P9K009210.0020 11/7/19  12:40 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  20:53 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 35 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-034-DS-P

Prism Sample ID: 9110060-31

Prism Work Order: 9110060

Time Collected: 11/02/19 08:36

Time Submitted: 11/04/19 09:55

Total Metals

0.045 *200.8 P9K009210.0020 11/7/19  12:43 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  21:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 36 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-035-DS-P

Prism Sample ID: 9110060-32

Prism Work Order: 9110060

Time Collected: 11/02/19 08:37

Time Submitted: 11/04/19 09:55

Total Metals

0.035 *200.8 P9K009210.0020 11/7/19  12:47 MMRmg/L 0.00094Copper

0.0053 *200.8 P9K009210.0020 11/6/19  21:06 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 37 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-036-DS-P

Prism Sample ID: 9110060-33

Prism Work Order: 9110060

Time Collected: 11/02/19 08:42

Time Submitted: 11/04/19 09:55

Total Metals

0.14 *200.8 P9K012910.0020 11/7/19  23:09 MMRmg/L 0.00094Copper

BRL *200.8 P9K012910.0020 11/7/19  23:09 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 38 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-037-DS-P

Prism Sample ID: 9110060-34

Prism Work Order: 9110060

Time Collected: 11/02/19 08:43

Time Submitted: 11/04/19 09:55

Total Metals

0.049 *200.8 P9K009210.0020 11/7/19  12:51 MMRmg/L 0.00094Copper

0.0027 *200.8 P9K009210.0020 11/6/19  21:13 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 39 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-038-WC-P

Prism Sample ID: 9110060-35

Prism Work Order: 9110060

Time Collected: 11/02/19 08:44

Time Submitted: 11/04/19 09:55

Total Metals

0.036 *200.8 P9K009210.0020 11/7/19  13:05 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  21:40 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 40 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-039-DS-P

Prism Sample ID: 9110060-36

Prism Work Order: 9110060

Time Collected: 11/02/19 08:45

Time Submitted: 11/04/19 09:55

Total Metals

0.029 *200.8 P9K009210.0020 11/7/19  13:08 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  21:46 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 41 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-040-DS-P

Prism Sample ID: 9110060-37

Prism Work Order: 9110060

Time Collected: 11/02/19 08:46

Time Submitted: 11/04/19 09:55

Total Metals

2.2 *200.8 P9K0129200.040 11/8/19  12:48 MMRmg/L 0.019Copper

0.29 *200.8 P9K0129200.040 11/8/19  12:48 MMRmg/L 0.016Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 42 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-041-DS-P

Prism Sample ID: 9110060-38

Prism Work Order: 9110060

Time Collected: 11/02/19 08:47

Time Submitted: 11/04/19 09:55

Total Metals

0.032 *200.8 P9K009210.0020 11/7/19  13:12 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  21:53 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 43 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-042-DS-P

Prism Sample ID: 9110060-39

Prism Work Order: 9110060

Time Collected: 11/02/19 08:51

Time Submitted: 11/04/19 09:55

Total Metals

0.067 *200.8 P9K009210.0020 11/7/19  13:16 MMRmg/L 0.00094Copper

0.0028 *200.8 P9K009210.0020 11/6/19  22:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 44 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-043-DS-P

Prism Sample ID: 9110060-40

Prism Work Order: 9110060

Time Collected: 11/02/19 08:52

Time Submitted: 11/04/19 09:55

Total Metals

0.030 *200.8 P9K009210.0020 11/7/19  13:20 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  22:06 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 45 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-044-DS-P

Prism Sample ID: 9110060-41

Prism Work Order: 9110060

Time Collected: 11/02/19 08:53

Time Submitted: 11/04/19 09:55

Total Metals

0.030 *200.8 P9K009210.0020 11/7/19  13:23 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  22:13 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 46 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-045-DS-P

Prism Sample ID: 9110060-42

Prism Work Order: 9110060

Time Collected: 11/02/19 08:55

Time Submitted: 11/04/19 09:55

Total Metals

0.040 *200.8 P9K009210.0020 11/7/19  12:00 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  19:40 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 47 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-046-DS-P

Prism Sample ID: 9110060-43

Prism Work Order: 9110060

Time Collected: 11/02/19 08:56

Time Submitted: 11/04/19 09:55

Total Metals

0.033 *200.8 P9K009210.0020 11/7/19  13:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  22:20 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-047-DS-P

Prism Sample ID: 9110060-44

Prism Work Order: 9110060

Time Collected: 11/02/19 08:59

Time Submitted: 11/04/19 09:55

Total Metals

0.045 *200.8 P9K009210.0020 11/7/19  13:31 MMRmg/L 0.00094Copper

0.0049 *200.8 P9K009210.0020 11/6/19  22:26 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-048-WC-P

Prism Sample ID: 9110060-45

Prism Work Order: 9110060

Time Collected: 11/02/19 09:00

Time Submitted: 11/04/19 09:55

Total Metals

0.019 *200.8 P9K009210.0020 11/7/19  13:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K009210.0020 11/6/19  22:33 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-049-DS-P

Prism Sample ID: 9110060-46

Prism Work Order: 9110060

Time Collected: 11/02/19 09:03

Time Submitted: 11/04/19 09:55

Total Metals

0.081 *200.8 P9K009310.0020 11/7/19  14:02 MMRmg/L 0.00094Copper

0.11 *200.8 P9K009310.0020 11/7/19  14:02 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-050-DS-P

Prism Sample ID: 9110060-47

Prism Work Order: 9110060

Time Collected: 11/02/19 09:04

Time Submitted: 11/04/19 09:55

Total Metals

0.049 *200.8 P9K009310.0020 11/7/19  14:05 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:05 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-051-DS-P

Prism Sample ID: 9110060-48

Prism Work Order: 9110060

Time Collected: 11/02/19 08:15

Time Submitted: 11/04/19 09:55

Total Metals

0.084 *200.8 P9K009310.0020 11/7/19  14:09 MMRmg/L 0.00094Copper

BRL *200.8 P9K009310.0020 11/7/19  14:09 MMRmg/L 0.00082Lead
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110060

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0080 - 200.8

Blank (P9K0080-BLK1) Prepared: 11/05/19  Analyzed: 11/06/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0080-BS1) Prepared: 11/05/19  Analyzed: 11/06/19 

Copper mg/L0.0944 0.0020 0.1000 85-11594

Lead mg/L0.102 0.0020 0.1000 85-115102

Batch P9K0082 - 200.8

Blank (P9K0082-BLK1) Prepared: 11/05/19  Analyzed: 11/06/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0082-BS1) Prepared: 11/05/19  Analyzed: 11/06/19 

Copper mg/L0.0979 0.0020 0.1000 85-11598

Lead mg/L0.0988 0.0020 0.1000 85-11599

Matrix Spike (P9K0082-MS1) Prepared: 11/05/19  Analyzed: 11/06/19 Source: 9110060-21

Copper mg/L0.141 0.0020 0.1000 0.0454 70-13096

Lead mg/L0.101 0.0020 0.1000 BRL 70-130101

Matrix Spike (P9K0082-MS2) Prepared: 11/05/19  Analyzed: 11/06/19 Source: 9110060-13

Copper mg/L0.129 0.0020 0.1000 0.0323 70-13097

Lead mg/L0.101 0.0020 0.1000 BRL 70-130101

Matrix Spike Dup (P9K0082-MSD1) Prepared: 11/05/19  Analyzed: 11/06/19 Source: 9110060-21

Copper mg/L0.143 0.0020 0.1000 0.0454 1070-13097 1

Lead mg/L0.102 0.0020 0.1000 BRL 1070-130102 2
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110060

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0092 - 200.8

Blank (P9K0092-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0092-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.100 0.0020 0.1000 85-115100

Lead mg/L0.106 0.0020 0.1000 85-115106

Matrix Spike (P9K0092-MS1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110060-42

Copper mg/L0.137 0.0020 0.1000 0.0397 70-13097

Lead mg/L0.102 0.0020 0.1000 BRL 70-130102

Matrix Spike (P9K0092-MS2) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110060-34

Copper mg/L0.144 0.0020 0.1000 0.0494 70-13094

Lead mg/L0.104 0.0020 0.1000 0.00272 70-130102

Matrix Spike Dup (P9K0092-MSD1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110060-42

Copper mg/L0.138 0.0020 0.1000 0.0397 1070-13098 0.6

Lead mg/L0.0998 0.0020 0.1000 BRL 1070-130100 3

Batch P9K0093 - 200.8

Blank (P9K0093-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0093-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0972 0.0020 0.1000 85-11597

Lead mg/L0.0997 0.0020 0.1000 85-115100
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110060

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0129 - 200.8

Blank (P9K0129-BLK1) Prepared & Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0129-BS1) Prepared & Analyzed: 11/07/19 

Copper mg/L0.0936 0.0020 0.1000 85-11594

Lead mg/L0.0952 0.0020 0.1000 85-11595

Matrix Spike (P9K0129-MS1) Prepared & Analyzed: 11/07/19 Source: 9110060-33

Copper mg/L0.227 0.0020 0.1000 0.141 E70-13086

Lead mg/L0.0964 0.0020 0.1000 0.00145 70-13095
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K00809110060-01 11/05/19  15:1450 50mL mL

P9K00809110060-02 11/05/19  15:1450 50mL mL

P9K00809110060-03 11/05/19  15:1450 50mL mL

P9K00829110060-04 11/05/19  15:1750 50mL mL

P9K00829110060-05 11/05/19  15:1750 50mL mL

P9K00829110060-06 11/05/19  15:1750 50mL mL

P9K00829110060-07 11/05/19  15:1750 50mL mL

P9K00829110060-08 11/05/19  15:1750 50mL mL

P9K00829110060-09 11/05/19  15:1750 50mL mL

P9K00829110060-10 11/05/19  15:1750 50mL mL

P9K00829110060-11 11/05/19  15:1750 50mL mL

P9K00829110060-12 11/05/19  15:1750 50mL mL

P9K00829110060-13 11/05/19  15:1750 50mL mL

P9K00829110060-14 11/05/19  15:1750 50mL mL

P9K00829110060-15 11/05/19  15:1750 50mL mL

P9K00829110060-16 11/05/19  15:1750 50mL mL

P9K00829110060-17 11/05/19  15:1750 50mL mL

P9K00829110060-18 11/05/19  15:1750 50mL mL

P9K00829110060-19 11/05/19  15:1750 50mL mL

P9K00829110060-20 11/05/19  15:1750 50mL mL

P9K00829110060-21 11/05/19  15:1750 50mL mL

P9K00829110060-22 11/05/19  15:1750 50mL mL

P9K00829110060-23 11/05/19  15:1750 50mL mL

P9K00829110060-23 11/05/19  15:1750 50mL mL

P9K00929110060-24 11/06/19   7:1150 50mL mL

P9K00929110060-24 11/06/19   7:1150 50mL mL

P9K00929110060-25 11/06/19   7:1150 50mL mL

P9K00929110060-25 11/06/19   7:1150 50mL mL

P9K00929110060-26 11/06/19   7:1150 50mL mL

P9K00929110060-26 11/06/19   7:1150 50mL mL

P9K00929110060-27 11/06/19   7:1150 50mL mL

P9K00929110060-27 11/06/19   7:1150 50mL mL

P9K00929110060-28 11/06/19   7:1150 50mL mL

P9K00929110060-28 11/06/19   7:1150 50mL mL

P9K00929110060-29 11/06/19   7:1150 50mL mL

P9K00929110060-29 11/06/19   7:1150 50mL mL

P9K00929110060-30 11/06/19   7:1150 50mL mL

P9K00929110060-30 11/06/19   7:1150 50mL mL

P9K00929110060-31 11/06/19   7:1150 50mL mL

P9K00929110060-31 11/06/19   7:1150 50mL mL

P9K00929110060-32 11/06/19   7:1150 50mL mL

P9K00929110060-32 11/06/19   7:1150 50mL mL

P9K01299110060-33 11/07/19   7:2050 50mL mL

P9K00929110060-34 11/06/19   7:1150 50mL mL

P9K00929110060-34 11/06/19   7:1150 50mL mL

P9K00929110060-35 11/06/19   7:1150 50mL mL

P9K00929110060-35 11/06/19   7:1150 50mL mL

P9K00929110060-36 11/06/19   7:1150 50mL mL

P9K00929110060-36 11/06/19   7:1150 50mL mL

P9K01299110060-37 11/07/19   7:2050 50mL mL

P9K00929110060-38 11/06/19   7:1150 50mL mL

P9K00929110060-38 11/06/19   7:1150 50mL mL

P9K00929110060-39 11/06/19   7:1150 50mL mL

P9K00929110060-39 11/06/19   7:1150 50mL mL

P9K00929110060-40 11/06/19   7:1150 50mL mL

P9K00929110060-40 11/06/19   7:1150 50mL mL
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K00929110060-41 11/06/19   7:1150 50mL mL

P9K00929110060-41 11/06/19   7:1150 50mL mL

P9K00929110060-42 11/06/19   7:1150 50mL mL

P9K00929110060-42 11/06/19   7:1150 50mL mL

P9K00929110060-43 11/06/19   7:1150 50mL mL

P9K00929110060-43 11/06/19   7:1150 50mL mL

P9K00929110060-44 11/06/19   7:1150 50mL mL

P9K00929110060-44 11/06/19   7:1150 50mL mL

P9K00929110060-45 11/06/19   7:1150 50mL mL

P9K00929110060-45 11/06/19   7:1150 50mL mL

P9K00939110060-46 11/06/19   7:2550 50mL mL

P9K00939110060-47 11/06/19   7:2550 50mL mL

P9K00939110060-48 11/06/19   7:2550 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

12/6/19  14:09

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Monticello-Brown Summit

Lab Submittal Date: 12/03/2019

Prism Work Order: 9120017

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
12/06/2019

Prism Work Order: 9120017

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9120017-01 11/22/19   5:40MBS-001-040A-DS-F 12/03/19  11:30Drinking Water

9120017-02 11/22/19   5:38MBS-001-049A-DS-F 12/03/19  11:30Drinking Water

Samples were received in good condition at 2.6 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9120017 

12/06/2019

Summary of Detections

0.045 mg/L9120017-01 MBS-001-040A-DS-F Copper *200.8

0.061 mg/L9120017-02 MBS-001-049A-DS-F Copper *200.8

0.0022 mg/L9120017-02 MBS-001-049A-DS-F Lead *200.8
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-040A-DS-F

Prism Sample ID: 9120017-01

Prism Work Order: 9120017

Time Collected: 11/22/19 05:40

Time Submitted: 12/03/19 11:30

Total Metals

0.045 *200.8 P9L008010.0020 12/5/19  15:38 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  15:38 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: MBS-001-049A-DS-F

Prism Sample ID: 9120017-02

Prism Work Order: 9120017

Time Collected: 11/22/19 05:38

Time Submitted: 12/03/19 11:30

Total Metals

0.061 *200.8 P9L008010.0020 12/5/19  15:41 MMRmg/L 0.00094Copper

0.0022 *200.8 P9L008010.0020 12/5/19  15:41 MMRmg/L 0.00082Lead
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12/6/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Monticello-Brown 

Summit

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9120017

Time Submitted: 12/3/2019  11:30:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9L0080 - 200.8

Blank (P9L0080-BLK1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9L0080-BS1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/L0.0987 0.0020 0.1000 85-11599

Lead mg/L0.101 0.0020 0.1000 85-115101

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9L00809120017-01 12/04/19  14:2950 50mL mL

P9L00809120017-02 12/04/19  14:2950 50mL mL
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APPENDIX I 
 

RANKIN ELEMENTARY RESULTS



School Name: 

Number of Faucets Tested:

2 2

1 44

1 1

43

Date:

11/20/2019

12/16/2019

11/21/2019

12/18/2019

1/11/2020

1/24/2020

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 1/24/20
Note: drinking station in room 311 (RAN‐001‐044‐DS‐P) was removed 12/16/19; water cooler in mobile unit #4 (RAN‐

001‐049‐WC‐P) was replaced 12/18/19 and put back in service on 1/24/20

Replaced:

Retest:

Retest result: no exceedances

Other: ______________

Placed back in service on:

Flush tested:

Flush test result: no exceedances

Location Description:

RAN‐001‐044‐DS‐P: drinking station in room 311

RAN‐001‐049‐WC‐P: water cooler in mobile unit #4

Number of Faucets Requiring Remedial Action: 2

Location of Faucet

Temporarily taken out of service:

Permanently taken out of service:

Sample ID: RAN‐001‐044‐DS‐P, 

RAN‐001‐049‐WC‐P

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Lead Results Copper Results

Results 15 ppb and above:

47

Rankin Elementary

11/9/2019 11/19/2019Date Test Conducted: Date Results Received:

1/24/2020Report Date(s):



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Rankin Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op
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r

ppb(1) ppm(2)

RAN-001-001-KF-P 001 11/9/2019 <2.0 0.032

RAN-001-002-KF-P 002 11/9/2019 <2.0 0.023

RAN-001-003-IM-P 003 11/9/2019 <2.0 <0.0020

RAN-001-006-WC-P 006 11/9/2019 <2.0 0.099

RAN-001-007-WC-P 007 11/9/2019 <2.0 0.10

RAN-001-008-WC-P 008 11/9/2019 <2.0 0.046

RAN-001-009-WC-P 009 11/9/2019 <2.0 0.041

RAN-001-010-WC-P 010 11/9/2019 <2.0 0.094

RAN-001-011-WC-P 011 11/9/2019 <2.0 0.092

RAN-001-012-DS-P 012 11/9/2019 <2.0 0.12

RAN-001-013-DS-P 013 11/9/2019 <2.0 0.065

RAN-001-014-DS-P 014 11/9/2019 <2.0 0.086

RAN-001-015-DS-P 015 11/9/2019 2.4 0.083

RAN-001-016-DS-P 016 11/9/2019 <2.0 0.082

RAN-001-017-DS-P * 017 11/9/2019 62 0.29

RAN-001-017A-DS-P 017 11/21/2019 6.2 0.086

RAN-001-018-S-P 018 11/21/2019 <2.0 0.096

RAN-001-019-WC-P 019 11/9/2019 <2.0 0.045

RAN-001-020-WC-P 020 11/9/2019 <2.0 0.048

RAN-001-021-DS-P 021 11/9/2019 <2.0 0.046

RAN-001-022-DS-P 022 11/9/2019 <2.0 0.049

RAN-001-023-DS-P 023 11/9/2019 <2.0 0.060

RAN-001-024-DS-P 024 11/9/2019 <2.0 0.045

RAN-001-025-DS-P 025 11/9/2019 <2.0 0.052

RAN-001-026-DS-P 026 11/9/2019 <2.0 0.054

RAN-001-027-DS-P 027 11/9/2019 <2.0 0.073

RAN-001-028-DS-P 028 11/9/2019 <2.0 0.075

RAN-001-029-DS-P 029 11/9/2019 <2.0 0.066

RAN-001-030-WC-P 030 11/9/2019 <2.0 0.048

RAN-001-031-WC-P 031 11/9/2019 <2.0 0.053

RAN-001-032-DS-P 032 11/9/2019 <2.0 0.097
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Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Rankin Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)
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RAN-001-033-DS-P 033 11/9/2019 <2.0 0.23

RAN-001-034-DS-P 034 11/9/2019 <2.0 0.10

RAN-001-035-DS-P 035 11/9/2019 <2.0 0.083

RAN-001-036-DS-P 036 11/9/2019 <2.0 0.10

RAN-001-037-DS-P 037 11/9/2019 <2.0 0.074

RAN-001-038-DS-P 038 11/9/2019 <2.0 0.078

RAN-001-039-DS-P 039 11/9/2019 <2.0 0.082

RAN-001-040-DS-P 040 11/9/2019 <2.0 0.080

RAN-001-041-DS-P 041 11/9/2019 <2.0 0.079

RAN-001-042-DS-P 042 11/9/2019 <2.0 0.087

RAN-001-043-DS-P 043 11/9/2019 <2.0 0.086

RAN-001-044-DS-P * 044 11/9/2019 220 84

RAN-001-044A-DS-P 044 11/21/2019 4.2 1.6

RAN-001-045-DS-P 045 11/9/2019 <2.0 0.071

RAN-001-046-WC-P 046 11/9/2019 <2.0 0.10

RAN-001-047-WC-P 047 11/9/2019 <2.0 0.062

RAN-001-048-WC-P 048 11/9/2019 <2.0 0.094

RAN-001-049-WC-P 049 11/9/2019 11 3.5

RAN-001-050-WC-P 050 11/9/2019 <2.0 0.068

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
Concentrations in bold exceed the action threshold established by Guilford County Schools.
* Water to sampling location turned off prior to arrival and turned back on immediately prior to 
sampling; therefore, sampling results may be biased high. See 11/21/2019 resampling results.

District Action Threshold(3)

200.8

File: S:\AAA-Master Projects\Guilford County Schools (GCS)\Reports\Rankin\Rankin Pb and Cu Data TablesRankin Pb and Cu Data Tables
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Table 2
Summary of Flush Drinking Water Sample Analytical Results

Guilford County Schools
Rankin Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

RAN-001-017A-DS-F * 017 11/21/2019 <2.0 0.071

RAN-001-044A-DS-F 044 11/21/2019 <2.0 0.21

RAN-001-049A-WC-F 049 11/21/2019 <2.0 0.077

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.

District Action Threshold(3)

* Flush sample collected on same day as first-draw sample. However, note that first-draw sample 
collected on this day indicated no exceedances. Therefore, no corrective action is considered 
warranted.

S
am

pl
e 

ID

G
ui

lfo
rd

 C
ou

nt
y 

S
am

pl
e 

Lo
ca

tio
n 

C
od

e

S
am

pl
in

g 
D

at
e 

A
na

ly
tic

al
 M

et
ho

d

200.8

File: S:\AAA-Master Projects\Guilford County Schools (GCS)\Reports\Rankin\Rankin Pb and Cu Data TablesRankin Pb and Cu Data Tables
Date: 4/2/2020

Table 2 (Page 1 of 1)

Hart & Hickman, PC



Table 3
Summary of Subsequent First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Rankin Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)

RAN-001-049B-WC-P 049 1/11/2020 200.8 <2.0 0.067

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.
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changed to 010 and 011 (no
011 shown on map and
duplicate 009 location in quad)





Hart & Hickman notes based on field conditions identified during sampling: 

- Sample locations 001 and 002 are indicated as one sink in the GCS-provided sample list.  However, there are 
actually two separate sinks.  Therefore, left hand/right hand designations are not necessary. 

- Steamer (sample 005) was not sampled.  Alvin with GCS confirmed no sample was needed from the steamer 
per discussions with the health department. 

- On the map, there are two 009 samples (one in the Quad and one near the computer lab), but no 011 
sample.  See the figure for modifications to sample IDs.   

- Sample location 018 in the teacher's lounge was not sampled on November 9, 2019 due to the door being 
locked.  A sample was collected on November 21, 2019 when the lounge was accessible.  

- The water at sample locations 017 and 044 was turned off upon arrival to the school on November 9, 2019. 
The GCS escort turned the water on immediately prior to sampling. 



This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/19/19  13:45

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Rankin Elementary

Lab Submittal Date: 11/12/2019

Prism Work Order: 9110208

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
11/19/2019

Prism Work Order: 9110208

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110208-01 11/09/19   7:40RAN-001-001-KF-P 11/12/19   9:10Drinking Water

9110208-02 11/09/19   7:41RAN-001-002-KF-P 11/12/19   9:10Drinking Water

9110208-03 11/09/19   7:42RAN-001-003-IM-P 11/12/19   9:10Drinking Water

9110208-04 11/09/19   7:50RAN-001-006-WC-P 11/12/19   9:10Drinking Water

9110208-05 11/09/19   7:52RAN-001-007-WC-P 11/12/19   9:10Drinking Water

9110208-06 11/09/19   7:55RAN-001-008-WC-P 11/12/19   9:10Drinking Water

9110208-07 11/09/19   7:56RAN-001-009-WC-P 11/12/19   9:10Drinking Water

9110208-08 11/09/19   7:58RAN-001-010-WC-P 11/12/19   9:10Drinking Water

9110208-09 11/09/19   7:59RAN-001-011-WC-P 11/12/19   9:10Drinking Water

9110208-10 11/09/19   8:01RAN-001-012-DS-P 11/12/19   9:10Drinking Water

9110208-11 11/09/19   8:02RAN-001-013-DS-P 11/12/19   9:10Drinking Water

9110208-12 11/09/19   8:03RAN-001-014-DS-P 11/12/19   9:10Drinking Water

9110208-13 11/09/19   8:04RAN-001-015-DS-P 11/12/19   9:10Drinking Water

9110208-14 11/09/19   8:05RAN-001-016-DS-P 11/12/19   9:10Drinking Water

9110208-15 11/09/19   8:07RAN-001-017-DS-P 11/12/19   9:10Drinking Water

9110208-16 11/09/19   8:11RAN-001-019-WC-P 11/12/19   9:10Drinking Water

9110208-17 11/09/19   8:12RAN-001-020-WC-P 11/12/19   9:10Drinking Water

9110208-18 11/09/19   8:13RAN-001-021-DS-P 11/12/19   9:10Drinking Water

9110208-19 11/09/19   8:14RAN-001-022-DS-P 11/12/19   9:10Drinking Water

9110208-20 11/09/19   8:16RAN-001-023-DS-P 11/12/19   9:10Drinking Water

9110208-21 11/09/19   8:17RAN-001-024-DS-P 11/12/19   9:10Drinking Water

9110208-22 11/09/19   8:18RAN-001-025-DS-P 11/12/19   9:10Drinking Water

9110208-23 11/09/19   8:19RAN-001-026-DS-P 11/12/19   9:10Drinking Water

9110208-24 11/09/19   8:20RAN-001-027-DS-P 11/12/19   9:10Drinking Water

9110208-25 11/09/19   8:21RAN-001-028-DS-P 11/12/19   9:10Drinking Water

9110208-26 11/09/19   8:22RAN-001-029-DS-P 11/12/19   9:10Drinking Water

9110208-27 11/09/19   8:23RAN-001-030-WC-P 11/12/19   9:10Drinking Water

9110208-28 11/09/19   8:24RAN-001-031-WC-P 11/12/19   9:10Drinking Water

9110208-29 11/09/19   8:25RAN-001-032-DS-P 11/12/19   9:10Drinking Water

9110208-30 11/09/19   8:26RAN-001-033-DS-P 11/12/19   9:10Drinking Water

9110208-31 11/09/19   8:27RAN-001-034-DS-P 11/12/19   9:10Drinking Water

9110208-32 11/09/19   8:28RAN-001-035-DS-P 11/12/19   9:10Drinking Water

9110208-33 11/09/19   8:29RAN-001-036-DS-P 11/12/19   9:10Drinking Water
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9110208-34 11/09/19   8:30RAN-001-037-DS-P 11/12/19   9:10Drinking Water

9110208-35 11/09/19   8:31RAN-001-038-DS-P 11/12/19   9:10Drinking Water

9110208-36 11/09/19   8:32RAN-001-039-DS-P 11/12/19   9:10Drinking Water

9110208-37 11/09/19   8:33RAN-001-040-DS-P 11/12/19   9:10Drinking Water

9110208-38 11/09/19   8:34RAN-001-041-DS-P 11/12/19   9:10Drinking Water

9110208-39 11/09/19   8:35RAN-001-042-DS-P 11/12/19   9:10Drinking Water

9110208-40 11/09/19   8:36RAN-001-043-DS-P 11/12/19   9:10Drinking Water

9110208-41 11/09/19   8:37RAN-001-044-DS-P 11/12/19   9:10Drinking Water

9110208-42 11/09/19   8:38RAN-001-045-DS-P 11/12/19   9:10Drinking Water

9110208-43 11/09/19   8:41RAN-001-046-WC-P 11/12/19   9:10Drinking Water

9110208-44 11/09/19   8:42RAN-001-047-WC-P 11/12/19   9:10Drinking Water

9110208-45 11/09/19   8:45RAN-001-048-WC-P 11/12/19   9:10Drinking Water

9110208-46 11/09/19   8:46RAN-001-049-WC-P 11/12/19   9:10Drinking Water

9110208-47 11/09/19   8:49RAN-001-050-WC-P 11/12/19   9:10Drinking Water

Samples were received in good condition at 2.2 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110208 

11/19/2019

Summary of Detections

0.032 mg/L9110208-01 RAN-001-001-KF-P Copper *200.8

0.023 mg/L9110208-02 RAN-001-002-KF-P Copper *200.8

0.099 mg/L9110208-04 RAN-001-006-WC-P Copper *200.8

0.10 mg/L9110208-05 RAN-001-007-WC-P Copper *200.8

0.046 mg/L9110208-06 RAN-001-008-WC-P Copper *200.8

0.041 mg/L9110208-07 RAN-001-009-WC-P Copper *200.8

0.094 mg/L9110208-08 RAN-001-010-WC-P Copper *200.8

0.092 mg/L9110208-09 RAN-001-011-WC-P Copper *200.8

0.12 mg/L9110208-10 RAN-001-012-DS-P Copper *200.8

0.065 mg/L9110208-11 RAN-001-013-DS-P Copper *200.8

0.086 mg/L9110208-12 RAN-001-014-DS-P Copper *200.8

0.083 mg/L9110208-13 RAN-001-015-DS-P Copper *200.8

0.0024 mg/L9110208-13 RAN-001-015-DS-P Lead *200.8

0.082 mg/L9110208-14 RAN-001-016-DS-P Copper *200.8

0.29 mg/L9110208-15 RAN-001-017-DS-P Copper *200.8

0.062 mg/L9110208-15 RAN-001-017-DS-P Lead *200.8

0.045 mg/L9110208-16 RAN-001-019-WC-P Copper *200.8

0.048 mg/L9110208-17 RAN-001-020-WC-P Copper *200.8

0.046 mg/L9110208-18 RAN-001-021-DS-P Copper *200.8

0.049 mg/L9110208-19 RAN-001-022-DS-P Copper *200.8

0.060 mg/L9110208-20 RAN-001-023-DS-P Copper *200.8

0.045 mg/L9110208-21 RAN-001-024-DS-P Copper *200.8

0.052 mg/L9110208-22 RAN-001-025-DS-P Copper *200.8

0.054 mg/L9110208-23 RAN-001-026-DS-P Copper *200.8

0.073 mg/L9110208-24 RAN-001-027-DS-P Copper *200.8

0.075 mg/L9110208-25 RAN-001-028-DS-P Copper *200.8

0.066 mg/L9110208-26 RAN-001-029-DS-P Copper *200.8

0.048 mg/L9110208-27 RAN-001-030-WC-P Copper *200.8

0.053 mg/L9110208-28 RAN-001-031-WC-P Copper *200.8

0.097 mg/L9110208-29 RAN-001-032-DS-P Copper *200.8

0.23 mg/L9110208-30 RAN-001-033-DS-P Copper *200.8

0.10 mg/L9110208-31 RAN-001-034-DS-P Copper *200.8

0.083 mg/L9110208-32 RAN-001-035-DS-P Copper *200.8

0.10 mg/L9110208-33 RAN-001-036-DS-P Copper *200.8

0.074 mg/L9110208-34 RAN-001-037-DS-P Copper *200.8

0.078 mg/L9110208-35 RAN-001-038-DS-P Copper *200.8

0.082 mg/L9110208-36 RAN-001-039-DS-P Copper *200.8

0.080 mg/L9110208-37 RAN-001-040-DS-P Copper *200.8

0.079 mg/L9110208-38 RAN-001-041-DS-P Copper *200.8

0.087 mg/L9110208-39 RAN-001-042-DS-P Copper *200.8

0.086 mg/L9110208-40 RAN-001-043-DS-P Copper *200.8

84 mg/L9110208-41 RAN-001-044-DS-P Copper *200.8

0.22 mg/L9110208-41 RAN-001-044-DS-P Lead *200.8

0.071 mg/L9110208-42 RAN-001-045-DS-P Copper *200.8
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110208 

11/19/2019

Summary of Detections

0.10 mg/L9110208-43 RAN-001-046-WC-P Copper *200.8

0.062 mg/L9110208-44 RAN-001-047-WC-P Copper *200.8

0.094 mg/L9110208-45 RAN-001-048-WC-P Copper *200.8

3.5 mg/L9110208-46 RAN-001-049-WC-P Copper *200.8

0.011 mg/L9110208-46 RAN-001-049-WC-P Lead *200.8

0.068 mg/L9110208-47 RAN-001-050-WC-P Copper *200.8
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-001-KF-P

Prism Sample ID: 9110208-01

Prism Work Order: 9110208

Time Collected: 11/09/19 07:40

Time Submitted: 11/12/19 09:10

Total Metals

0.032 *200.8 P9K026110.0020 11/15/19   4:41 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   4:41 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 6 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-002-KF-P

Prism Sample ID: 9110208-02

Prism Work Order: 9110208

Time Collected: 11/09/19 07:41

Time Submitted: 11/12/19 09:10

Total Metals

0.023 *200.8 P9K026110.0020 11/15/19   4:48 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   4:48 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 7 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-003-IM-P

Prism Sample ID: 9110208-03

Prism Work Order: 9110208

Time Collected: 11/09/19 07:42

Time Submitted: 11/12/19 09:10

Total Metals

BRL *200.8 P9K026110.0020 11/15/19   4:54 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   4:54 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 8 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-006-WC-P

Prism Sample ID: 9110208-04

Prism Work Order: 9110208

Time Collected: 11/09/19 07:50

Time Submitted: 11/12/19 09:10

Total Metals

0.099 *200.8 P9K026110.0020 11/15/19   5:01 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   5:01 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 9 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-007-WC-P

Prism Sample ID: 9110208-05

Prism Work Order: 9110208

Time Collected: 11/09/19 07:52

Time Submitted: 11/12/19 09:10

Total Metals

0.10 *200.8 P9K026110.0020 11/15/19   5:08 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   5:08 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 10 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-008-WC-P

Prism Sample ID: 9110208-06

Prism Work Order: 9110208

Time Collected: 11/09/19 07:55

Time Submitted: 11/12/19 09:10

Total Metals

0.046 *200.8 P9K026110.0020 11/15/19   5:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   5:14 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 11 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-009-WC-P

Prism Sample ID: 9110208-07

Prism Work Order: 9110208

Time Collected: 11/09/19 07:56

Time Submitted: 11/12/19 09:10

Total Metals

0.041 *200.8 P9K026110.0020 11/15/19   5:21 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   5:21 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 12 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-010-WC-P

Prism Sample ID: 9110208-08

Prism Work Order: 9110208

Time Collected: 11/09/19 07:58

Time Submitted: 11/12/19 09:10

Total Metals

0.094 *200.8 P9K026110.0020 11/15/19   5:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   5:27 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 13 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-011-WC-P

Prism Sample ID: 9110208-09

Prism Work Order: 9110208

Time Collected: 11/09/19 07:59

Time Submitted: 11/12/19 09:10

Total Metals

0.092 *200.8 P9K026110.0020 11/15/19   5:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K026110.0020 11/15/19   5:34 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 14 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-012-DS-P

Prism Sample ID: 9110208-10

Prism Work Order: 9110208

Time Collected: 11/09/19 08:01

Time Submitted: 11/12/19 09:10

Total Metals

0.12 *200.8 P9K026310.0020 11/15/19   6:27 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   6:27 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 15 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-013-DS-P

Prism Sample ID: 9110208-11

Prism Work Order: 9110208

Time Collected: 11/09/19 08:02

Time Submitted: 11/12/19 09:10

Total Metals

0.065 *200.8 P9K026310.0020 11/15/19   6:33 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   6:33 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 16 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-014-DS-P

Prism Sample ID: 9110208-12

Prism Work Order: 9110208

Time Collected: 11/09/19 08:03

Time Submitted: 11/12/19 09:10

Total Metals

0.086 *200.8 P9K026310.0020 11/15/19   6:40 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   6:40 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 17 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-015-DS-P

Prism Sample ID: 9110208-13

Prism Work Order: 9110208

Time Collected: 11/09/19 08:04

Time Submitted: 11/12/19 09:10

Total Metals

0.083 *200.8 P9K026310.0020 11/15/19   6:47 JABmg/L 0.00094Copper

0.0024 *200.8 P9K026310.0020 11/15/19   6:47 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 18 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-016-DS-P

Prism Sample ID: 9110208-14

Prism Work Order: 9110208

Time Collected: 11/09/19 08:05

Time Submitted: 11/12/19 09:10

Total Metals

0.082 *200.8 P9K026310.0020 11/15/19   6:53 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   6:53 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 19 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-017-DS-P

Prism Sample ID: 9110208-15

Prism Work Order: 9110208

Time Collected: 11/09/19 08:07

Time Submitted: 11/12/19 09:10

Total Metals

0.29 *200.8 P9K026510.0020 11/14/19  19:06 JABmg/L 0.00094Copper

0.062 *200.8 P9K026510.0020 11/14/19  19:06 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 20 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-019-WC-P

Prism Sample ID: 9110208-16

Prism Work Order: 9110208

Time Collected: 11/09/19 08:11

Time Submitted: 11/12/19 09:10

Total Metals

0.045 *200.8 P9K026310.0020 11/15/19   7:13 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   7:13 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 21 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-020-WC-P

Prism Sample ID: 9110208-17

Prism Work Order: 9110208

Time Collected: 11/09/19 08:12

Time Submitted: 11/12/19 09:10

Total Metals

0.048 *200.8 P9K026310.0020 11/15/19   7:20 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   7:20 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 22 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-021-DS-P

Prism Sample ID: 9110208-18

Prism Work Order: 9110208

Time Collected: 11/09/19 08:13

Time Submitted: 11/12/19 09:10

Total Metals

0.046 *200.8 P9K026310.0020 11/15/19   7:27 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   7:27 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 23 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-022-DS-P

Prism Sample ID: 9110208-19

Prism Work Order: 9110208

Time Collected: 11/09/19 08:14

Time Submitted: 11/12/19 09:10

Total Metals

0.049 *200.8 P9K026310.0020 11/15/19   6:07 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   6:07 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 24 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-023-DS-P

Prism Sample ID: 9110208-20

Prism Work Order: 9110208

Time Collected: 11/09/19 08:16

Time Submitted: 11/12/19 09:10

Total Metals

0.060 *200.8 P9K026310.0020 11/15/19   7:33 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   7:33 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 25 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-024-DS-P

Prism Sample ID: 9110208-21

Prism Work Order: 9110208

Time Collected: 11/09/19 08:17

Time Submitted: 11/12/19 09:10

Total Metals

0.045 *200.8 P9K026310.0020 11/15/19   7:40 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   7:40 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 26 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-025-DS-P

Prism Sample ID: 9110208-22

Prism Work Order: 9110208

Time Collected: 11/09/19 08:18

Time Submitted: 11/12/19 09:10

Total Metals

0.052 *200.8 P9K026310.0020 11/15/19   8:23 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   8:23 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 27 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-026-DS-P

Prism Sample ID: 9110208-23

Prism Work Order: 9110208

Time Collected: 11/09/19 08:19

Time Submitted: 11/12/19 09:10

Total Metals

0.054 *200.8 P9K026310.0020 11/15/19   8:30 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   8:30 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 28 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-027-DS-P

Prism Sample ID: 9110208-24

Prism Work Order: 9110208

Time Collected: 11/09/19 08:20

Time Submitted: 11/12/19 09:10

Total Metals

0.073 *200.8 P9K026310.0020 11/15/19   8:37 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   8:37 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 29 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-028-DS-P

Prism Sample ID: 9110208-25

Prism Work Order: 9110208

Time Collected: 11/09/19 08:21

Time Submitted: 11/12/19 09:10

Total Metals

0.075 *200.8 P9K026310.0020 11/15/19   8:43 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   8:43 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 30 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-029-DS-P

Prism Sample ID: 9110208-26

Prism Work Order: 9110208

Time Collected: 11/09/19 08:22

Time Submitted: 11/12/19 09:10

Total Metals

0.066 *200.8 P9K026310.0020 11/15/19   8:50 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   8:50 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 31 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-030-WC-P

Prism Sample ID: 9110208-27

Prism Work Order: 9110208

Time Collected: 11/09/19 08:23

Time Submitted: 11/12/19 09:10

Total Metals

0.048 *200.8 P9K026310.0020 11/15/19   8:57 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   8:57 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 32 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-031-WC-P

Prism Sample ID: 9110208-28

Prism Work Order: 9110208

Time Collected: 11/09/19 08:24

Time Submitted: 11/12/19 09:10

Total Metals

0.053 *200.8 P9K026310.0020 11/15/19   9:03 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   9:03 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 33 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-032-DS-P

Prism Sample ID: 9110208-29

Prism Work Order: 9110208

Time Collected: 11/09/19 08:25

Time Submitted: 11/12/19 09:10

Total Metals

0.097 *200.8 P9K026310.0020 11/15/19   9:10 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   9:10 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 34 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-033-DS-P

Prism Sample ID: 9110208-30

Prism Work Order: 9110208

Time Collected: 11/09/19 08:26

Time Submitted: 11/12/19 09:10

Total Metals

0.23 *200.8 P9K026310.0020 11/15/19   9:16 JABmg/L 0.00094Copper

BRL *200.8 P9K026310.0020 11/15/19   9:16 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 35 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-034-DS-P

Prism Sample ID: 9110208-31

Prism Work Order: 9110208

Time Collected: 11/09/19 08:27

Time Submitted: 11/12/19 09:10

Total Metals

0.10 *200.8 P9K026410.0020 11/14/19  16:14 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  16:14 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 36 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-035-DS-P

Prism Sample ID: 9110208-32

Prism Work Order: 9110208

Time Collected: 11/09/19 08:28

Time Submitted: 11/12/19 09:10

Total Metals

0.083 *200.8 P9K026410.0020 11/14/19  16:20 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  16:20 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 37 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-036-DS-P

Prism Sample ID: 9110208-33

Prism Work Order: 9110208

Time Collected: 11/09/19 08:29

Time Submitted: 11/12/19 09:10

Total Metals

0.10 *200.8 P9K026410.0020 11/14/19  16:40 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  16:40 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 38 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-037-DS-P

Prism Sample ID: 9110208-34

Prism Work Order: 9110208

Time Collected: 11/09/19 08:30

Time Submitted: 11/12/19 09:10

Total Metals

0.074 *200.8 P9K026410.0020 11/14/19  16:47 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  16:47 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 39 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-038-DS-P

Prism Sample ID: 9110208-35

Prism Work Order: 9110208

Time Collected: 11/09/19 08:31

Time Submitted: 11/12/19 09:10

Total Metals

0.078 *200.8 P9K026410.0020 11/14/19  16:53 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  16:53 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 40 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-039-DS-P

Prism Sample ID: 9110208-36

Prism Work Order: 9110208

Time Collected: 11/09/19 08:32

Time Submitted: 11/12/19 09:10

Total Metals

0.082 *200.8 P9K026410.0020 11/14/19  17:00 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  17:00 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-040-DS-P

Prism Sample ID: 9110208-37

Prism Work Order: 9110208

Time Collected: 11/09/19 08:33

Time Submitted: 11/12/19 09:10

Total Metals

0.080 *200.8 P9K026410.0020 11/14/19  17:07 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  17:07 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 42 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-041-DS-P

Prism Sample ID: 9110208-38

Prism Work Order: 9110208

Time Collected: 11/09/19 08:34

Time Submitted: 11/12/19 09:10

Total Metals

0.079 *200.8 P9K026410.0020 11/14/19  17:13 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  17:13 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 43 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-042-DS-P

Prism Sample ID: 9110208-39

Prism Work Order: 9110208

Time Collected: 11/09/19 08:35

Time Submitted: 11/12/19 09:10

Total Metals

0.087 *200.8 P9K026410.0020 11/14/19  17:20 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  17:20 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 44 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-043-DS-P

Prism Sample ID: 9110208-40

Prism Work Order: 9110208

Time Collected: 11/09/19 08:36

Time Submitted: 11/12/19 09:10

Total Metals

0.086 *200.8 P9K026410.0020 11/14/19  15:54 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  15:54 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 45 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-044-DS-P

Prism Sample ID: 9110208-41

Prism Work Order: 9110208

Time Collected: 11/09/19 08:37

Time Submitted: 11/12/19 09:10

Total Metals

84 *200.8 P9K0265200.040 11/18/19  15:32 MMRmg/L 0.019Copper

0.22 *200.8 P9K026510.0020 11/14/19  19:12 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-045-DS-P

Prism Sample ID: 9110208-42

Prism Work Order: 9110208

Time Collected: 11/09/19 08:38

Time Submitted: 11/12/19 09:10

Total Metals

0.071 *200.8 P9K026410.0020 11/14/19  17:40 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  17:40 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 47 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-046-WC-P

Prism Sample ID: 9110208-43

Prism Work Order: 9110208

Time Collected: 11/09/19 08:41

Time Submitted: 11/12/19 09:10

Total Metals

0.10 *200.8 P9K026410.0020 11/14/19  17:53 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  17:53 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 48 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-047-WC-P

Prism Sample ID: 9110208-44

Prism Work Order: 9110208

Time Collected: 11/09/19 08:42

Time Submitted: 11/12/19 09:10

Total Metals

0.062 *200.8 P9K026410.0020 11/14/19  18:00 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  18:00 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 49 of 60



Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-048-WC-P

Prism Sample ID: 9110208-45

Prism Work Order: 9110208

Time Collected: 11/09/19 08:45

Time Submitted: 11/12/19 09:10

Total Metals

0.094 *200.8 P9K026410.0020 11/14/19  18:06 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  18:06 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-049-WC-P

Prism Sample ID: 9110208-46

Prism Work Order: 9110208

Time Collected: 11/09/19 08:46

Time Submitted: 11/12/19 09:10

Total Metals

3.5 *200.8 P9K026510.0020 11/14/19  19:19 JABmg/L 0.00094Copper

0.011 *200.8 P9K026510.0020 11/14/19  19:19 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/19/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-050-WC-P

Prism Sample ID: 9110208-47

Prism Work Order: 9110208

Time Collected: 11/09/19 08:49

Time Submitted: 11/12/19 09:10

Total Metals

0.068 *200.8 P9K026410.0020 11/14/19  18:13 JABmg/L 0.00094Copper

BRL *200.8 P9K026410.0020 11/14/19  18:13 JABmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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11/19/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110208

Time Submitted: 11/12/2019   9:10:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0261 - 200.8

Blank (P9K0261-BLK1) Prepared: 11/13/19  Analyzed: 11/15/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0261-BS1) Prepared: 11/13/19  Analyzed: 11/15/19 

Copper mg/L0.0962 0.0020 0.1000 85-11596

Lead mg/L0.101 0.0020 0.1000 85-115101

Batch P9K0263 - 200.8

Blank (P9K0263-BLK1) Prepared: 11/14/19  Analyzed: 11/15/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0263-BS1) Prepared: 11/14/19  Analyzed: 11/15/19 

Copper mg/L0.0997 0.0020 0.1000 85-115100

Lead mg/L0.0994 0.0020 0.1000 85-11599

Matrix Spike (P9K0263-MS1) Prepared: 11/14/19  Analyzed: 11/15/19 Source: 9110208-19

Copper mg/L0.147 0.0020 0.1000 0.0486 70-13098

Lead mg/L0.100 0.0020 0.1000 BRL 70-130100

Matrix Spike (P9K0263-MS2) Prepared: 11/14/19  Analyzed: 11/15/19 Source: 9110208-21

Copper mg/L0.141 0.0020 0.1000 0.0450 70-13096

Lead mg/L0.101 0.0020 0.1000 0.00114 70-130100

Matrix Spike Dup (P9K0263-MSD1) Prepared: 11/14/19  Analyzed: 11/15/19 Source: 9110208-19

Copper mg/L0.138 0.0020 0.1000 0.0486 1070-13090 6

Lead mg/L0.0983 0.0020 0.1000 BRL 1070-13098 2
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11/19/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110208

Time Submitted: 11/12/2019   9:10:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0264 - 200.8

Blank (P9K0264-BLK1) Prepared & Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0264-BS1) Prepared & Analyzed: 11/14/19 

Copper mg/L0.0934 0.0020 0.1000 85-11593

Lead mg/L0.0975 0.0020 0.1000 85-11598

Matrix Spike (P9K0264-MS1) Prepared & Analyzed: 11/14/19 Source: 9110208-40

Copper mg/L0.183 0.0020 0.1000 0.0856 70-13098

Lead mg/L0.100 0.0020 0.1000 BRL 70-130100

Matrix Spike (P9K0264-MS2) Prepared & Analyzed: 11/14/19 Source: 9110208-42

Copper mg/L0.166 0.0020 0.1000 0.0709 70-13095

Lead mg/L0.102 0.0020 0.1000 BRL 70-130102

Matrix Spike Dup (P9K0264-MSD1) Prepared & Analyzed: 11/14/19 Source: 9110208-40

Copper mg/L0.170 0.0020 0.1000 0.0856 1070-13084 8

Lead mg/L0.0978 0.0020 0.1000 BRL 1070-13098 3

Batch P9K0265 - 200.8

Blank (P9K0265-BLK1) Prepared & Analyzed: 11/14/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0265-BS1) Prepared & Analyzed: 11/14/19 

Copper mg/L0.0958 0.0020 0.1000 85-11596

Lead mg/L0.0943 0.0020 0.1000 85-11594
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K02619110208-01 11/13/19  15:5150 50mL mL

P9K02619110208-02 11/13/19  15:5150 50mL mL

P9K02619110208-03 11/13/19  15:5150 50mL mL

P9K02619110208-04 11/13/19  15:5150 50mL mL

P9K02619110208-05 11/13/19  15:5150 50mL mL

P9K02619110208-06 11/13/19  15:5150 50mL mL

P9K02619110208-07 11/13/19  15:5150 50mL mL

P9K02619110208-08 11/13/19  15:5150 50mL mL

P9K02619110208-09 11/13/19  15:5150 50mL mL

P9K02639110208-10 11/14/19   7:0550 50mL mL

P9K02639110208-11 11/14/19   7:0550 50mL mL

P9K02639110208-12 11/14/19   7:0550 50mL mL

P9K02639110208-13 11/14/19   7:0550 50mL mL

P9K02639110208-14 11/14/19   7:0550 50mL mL

P9K02659110208-15 11/14/19   7:4050 50mL mL

P9K02639110208-16 11/14/19   7:0550 50mL mL

P9K02639110208-17 11/14/19   7:0550 50mL mL

P9K02639110208-18 11/14/19   7:0550 50mL mL

P9K02639110208-19 11/14/19   7:0550 50mL mL

P9K02639110208-20 11/14/19   7:0550 50mL mL

P9K02639110208-21 11/14/19   7:0550 50mL mL

P9K02639110208-22 11/14/19   7:0550 50mL mL

P9K02639110208-23 11/14/19   7:0550 50mL mL

P9K02639110208-24 11/14/19   7:0550 50mL mL

P9K02639110208-25 11/14/19   7:0550 50mL mL

P9K02639110208-26 11/14/19   7:0550 50mL mL

P9K02639110208-27 11/14/19   7:0550 50mL mL

P9K02639110208-28 11/14/19   7:0550 50mL mL

P9K02639110208-29 11/14/19   7:0550 50mL mL

P9K02639110208-30 11/14/19   7:0550 50mL mL

P9K02649110208-31 11/14/19   7:0950 50mL mL

P9K02649110208-32 11/14/19   7:0950 50mL mL

P9K02649110208-33 11/14/19   7:0950 50mL mL

P9K02649110208-34 11/14/19   7:0950 50mL mL

P9K02649110208-35 11/14/19   7:0950 50mL mL

P9K02649110208-36 11/14/19   7:0950 50mL mL

P9K02649110208-37 11/14/19   7:0950 50mL mL

P9K02649110208-38 11/14/19   7:0950 50mL mL

P9K02649110208-39 11/14/19   7:0950 50mL mL

P9K02649110208-40 11/14/19   7:0950 50mL mL

P9K02659110208-41 11/14/19   7:4050 50mL mL

P9K02659110208-41 11/14/19   7:4050 50mL mL

P9K02649110208-42 11/14/19   7:0950 50mL mL

P9K02649110208-43 11/14/19   7:0950 50mL mL

P9K02649110208-44 11/14/19   7:0950 50mL mL

P9K02649110208-45 11/14/19   7:0950 50mL mL

P9K02659110208-46 11/14/19   7:4050 50mL mL

P9K02649110208-47 11/14/19   7:0950 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

12/6/19  13:49

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Rankin Elementary

Lab Submittal Date: 12/03/2019

Prism Work Order: 9120014

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Terri W. Cole For Angela D. Overcash

Project Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
12/06/2019

Prism Work Order: 9120014

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9120014-01 11/21/19   5:40RAN-001-017A-DS-P 12/03/19  11:30Drinking Water

9120014-02 11/21/19   5:42RAN-001-017A-DS-F 12/03/19  11:30Drinking Water

9120014-03 11/21/19   5:44RAN-001-018-S-P 12/03/19  11:30Drinking Water

9120014-04 11/21/19   5:46RAN-001-044A-DS-P 12/03/19  11:30Drinking Water

9120014-05 11/21/19   5:48RAN-001-044A-DS-F 12/03/19  11:30Drinking Water

9120014-06 11/21/19   5:55RAN-001-049A-WC-F 12/03/19  11:30Drinking Water

Samples were received in good condition at 2.6 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9120014 

12/06/2019

Summary of Detections

0.086 mg/L9120014-01 RAN-001-017A-DS-P Copper *200.8

0.0062 mg/L9120014-01 RAN-001-017A-DS-P Lead *200.8

0.071 mg/L9120014-02 RAN-001-017A-DS-F Copper *200.8

0.096 mg/L9120014-03 RAN-001-018-S-P Copper *200.8

1.6 mg/L9120014-04 RAN-001-044A-DS-P Copper *200.8

0.0042 mg/L9120014-04 RAN-001-044A-DS-P Lead *200.8

0.21 mg/L9120014-05 RAN-001-044A-DS-F Copper *200.8

0.077 mg/L9120014-06 RAN-001-049A-WC-F Copper *200.8
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-017A-DS-P

Prism Sample ID: 9120014-01

Prism Work Order: 9120014

Time Collected: 11/21/19 05:40

Time Submitted: 12/03/19 11:30

Total Metals

0.086 *200.8 P9L008010.0020 12/5/19  14:40 MMRmg/L 0.00094Copper

0.0062 *200.8 P9L008010.0020 12/5/19  14:40 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-017A-DS-F

Prism Sample ID: 9120014-02

Prism Work Order: 9120014

Time Collected: 11/21/19 05:42

Time Submitted: 12/03/19 11:30

Total Metals

0.071 *200.8 P9L008010.0020 12/5/19  14:44 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  14:44 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-018-S-P

Prism Sample ID: 9120014-03

Prism Work Order: 9120014

Time Collected: 11/21/19 05:44

Time Submitted: 12/03/19 11:30

Total Metals

0.096 *200.8 P9L008010.0020 12/5/19  14:47 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  14:47 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-044A-DS-P

Prism Sample ID: 9120014-04

Prism Work Order: 9120014

Time Collected: 11/21/19 05:46

Time Submitted: 12/03/19 11:30

Total Metals

1.6 *200.8 P9L008010.0020 12/5/19  14:51 MMRmg/L 0.00094Copper

0.0042 *200.8 P9L008010.0020 12/5/19  14:51 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-044A-DS-F

Prism Sample ID: 9120014-05

Prism Work Order: 9120014

Time Collected: 11/21/19 05:48

Time Submitted: 12/03/19 11:30

Total Metals

0.21 *200.8 P9L008010.0020 12/5/19  14:55 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  14:55 MMRmg/L 0.00082Lead
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Laboratory Report
12/06/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-049A-WC-F

Prism Sample ID: 9120014-06

Prism Work Order: 9120014

Time Collected: 11/21/19 05:55

Time Submitted: 12/03/19 11:30

Total Metals

0.077 *200.8 P9L008010.0020 12/5/19  15:05 MMRmg/L 0.00094Copper

BRL *200.8 P9L008010.0020 12/5/19  15:05 MMRmg/L 0.00082Lead
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12/6/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9120014

Time Submitted: 12/3/2019  11:30:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9L0080 - 200.8

Blank (P9L0080-BLK1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9L0080-BS1) Prepared: 12/04/19  Analyzed: 12/05/19 

Copper mg/L0.0987 0.0020 0.1000 85-11599

Lead mg/L0.101 0.0020 0.1000 85-115101

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9L00809120014-01 12/04/19  14:2950 50mL mL

P9L00809120014-02 12/04/19  14:2950 50mL mL

P9L00809120014-03 12/04/19  14:2950 50mL mL

P9L00809120014-04 12/04/19  14:2950 50mL mL

P9L00809120014-05 12/04/19  14:2950 50mL mL

P9L00809120014-06 12/04/19  14:2950 50mL mL
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This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

1/20/20  16:14

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Rankin Elementary

Lab Submittal Date: 01/13/2020

Work Order: 0010193

Please call if you have any questions relating to this analytical report.

Respectfully,

WAYPOINT ANALYTICAL

Project Management Manager

Reviewed ByAngela D. Overcash Angela D. Overcash

Project Management Manager

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
01/20/2020

Work Order: 0010193

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

0010193-01 01/11/20   8:10RAN-001-049B-WC-P 01/13/20  10:40Drinking Water

Samples were received in good condition at 4.3 degrees C unless otherwise noted.
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Client ID ResultParameter Method UnitsWaypoint ID

Work Order: 0010193 

01/20/2020

Summary of Detections

0.067 mg/L0010193-01 RAN-001-049B-WC-P Copper *200.8
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Laboratory Report
01/20/2020

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: RAN-001-049B-WC-P

Sample ID: 0010193-01

Work Order: 0010193

Time Collected: 01/11/20 08:10

Time Submitted: 01/13/20 10:40

Total Metals

0.067 *200.8 P0A024810.0020 1/20/20  13:06 MMRmg/L 0.00094Copper

BRL *200.8 P0A024810.0020 1/20/20  13:06 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Waypoint Analytical .

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409



1/20/20

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Rankin ElementaryHart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Work Order: 0010193

Time Submitted: 1/13/2020  10:40:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P0A0248 - 200.8

Blank (P0A0248-BLK1) Prepared: 01/16/20  Analyzed: 01/20/20 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P0A0248-BS1) Prepared: 01/16/20  Analyzed: 01/20/20 

Copper mg/L0.0993 0.0020 0.1000 85-11599

Lead mg/L0.100 0.0020 0.1000 85-115100

Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P0A02480010193-01 01/16/20  15:0150 50mL mL
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APPENDIX J 
 

GIBSONVILLE ELEMENTARY RESULTS 



School Name: 

Number of Faucets Tested:

0 0

0 48

1 1

48

Date:

This is a summary report prepared by Hart & Hickman, PC (H&H). H&H suggests that the full report be referred to with regard 

to findings, recommendations, and technical limitations for this sampling event.

Action Taken

Location Description:

Daily School‐Wide Flushing:

   Continue with protocol

   Discontinue flushing protocol (date): 11/13/19

   Other (Describe: __________________________________ )

Replaced:

Retest:

Retest result:

Other: ______________

Placed back in service on:

Flush tested:

Flush test result:

Number of Faucets Requiring Remedial Action: 0

Location of Faucet

Sample ID: Temporarily taken out of service:

Permanently taken out of service:

Detectable results below 10 ppb:

Results below detection level:

Results 1.3 ppm and above:

Detectable results below 1.3 ppm:

Results below detection level:

Results 10 ppb to below 15 ppb:

Lead Results Copper Results

Results 15 ppb and above:

49

Gibsonville Elementary

11/2/2019 11/13/2019Date Test Conducted: Date Results Received:

11/13/2019Report Date(s):



Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Gibsonville Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op
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r

ppb(1) ppm(2)

GIB‐001‐001‐KF‐P 001 11/2/2019 <2.0 0.034

GIB‐001‐003‐KF‐P 003 11/2/2019 <2.0 0.018

GIB‐001‐004‐KF‐P 004 11/2/2019 <2.0 0.017

GIB‐001‐005‐KF‐P 005 11/2/2019 <2.0 0.039

GIB‐001‐006‐IM‐P 006 11/2/2019 <2.0 <0.0020

GIB‐001‐009‐WC‐P 009 11/2/2019 <2.0 0.045

GIB‐001‐010‐WC‐P 010 11/2/2019 <2.0 0.043

GIB‐001‐011‐DS‐P 011 11/2/2019 <2.0 0.012

GIB‐001‐012‐DS‐P 012 11/2/2019 <2.0 0.047

GIB‐001‐013‐DS‐P 013 11/2/2019 <2.0 0.047

GIB‐001‐014‐DS‐P 014 11/2/2019 <2.0 0.066

GIB‐001‐015‐DS‐P 015 11/2/2019 <2.0 0.044

GIB‐001‐016‐DS‐P 016 11/2/2019 <2.0 0.068

GIB‐001‐017‐DS‐P 017 11/2/2019 <2.0 0.063

GIB‐001‐018‐DS‐P 018 11/2/2019 <2.0 0.055

GIB‐001‐019‐DS‐P 019 11/2/2019 <2.0 0.065

GIB‐001‐020‐DS‐P 020 11/2/2019 <2.0 0.068

GIB‐001‐021‐WC‐P 021 11/2/2019 <2.0 0.067

GIB‐001‐022‐DS‐P 022 11/2/2019 <2.0 0.039

GIB‐001‐023‐DS‐P 023 11/2/2019 <2.0 0.017

GIB‐001‐024‐DS‐P 024 11/2/2019 <2.0 0.024

GIB‐001‐025‐WC‐P 025 11/2/2019 <2.0 0.064

GIB‐001‐026‐WC‐P 026 11/2/2019 <2.0 0.064

GIB‐001‐027‐DS‐P 027 11/2/2019 <2.0 0.042

GIB‐001‐028‐DS‐P 028 11/2/2019 <2.0 0.052

GIB‐001‐029‐DS‐P 029 11/2/2019 <2.0 0.070

GIB‐001‐030‐WC‐P 030 11/2/2019 <2.0 0.028

GIB‐001‐031‐WC‐P 031 11/2/2019 <2.0 0.026

GIB‐001‐032‐WC‐P 032 11/2/2019 <2.0 0.052
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Table 1
Summary of First-Draw Drinking Water Sample Analytical Results

Guilford County Schools
Gibsonville Elementary

Greensboro, North Carolina
H&H Job No. GCS-001

Le
ad

C
op

pe
r

ppb(1) ppm(2)
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GIB‐001‐033‐WC‐P 033 11/2/2019 <2.0 0.046

GIB‐001‐034‐DS‐P 034 11/2/2019 <2.0 0.049

GIB‐001‐035‐DS‐P 035 11/2/2019 <2.0 0.096

GIB‐001‐036‐DS‐P 036 11/2/2019 <2.0 0.040

GIB‐001‐037‐WC‐P 037 11/2/2019 <2.0 0.043

GIB‐001‐038‐WC‐P 038 11/2/2019 <2.0 0.042

GIB‐001‐039‐DS‐P 039 11/2/2019 <2.0 0.042

GIB‐001‐040‐DS‐P 040 11/2/2019 <2.0 0.056

GIB‐001‐042‐DS‐P 042 11/2/2019 <2.0 0.027

GIB‐001‐043‐DS‐P 043 11/2/2019 <2.0 0.034

GIB‐001‐044‐DS‐P 044 11/2/2019 <2.0 0.0067

GIB‐001‐045‐DS‐P 045 11/2/2019 <2.0 0.058

GIB‐001‐046‐DS‐P 046 11/2/2019 <2.0 0.027

GIB‐001‐047‐DS‐P 047 11/2/2019 <2.0 0.029

GIB‐001‐048‐WC‐P 048 11/2/2019 <2.0 0.087

GIB‐001‐049‐WC‐P 049 11/2/2019 <2.0 0.095

GIB‐001‐050‐WC‐P 050 11/2/2019 3.2 0.10

GIB‐001‐052‐DS‐P 052 11/2/2019 <2.0 0.066

GIB‐001‐053‐WC‐P 053 11/2/2019 <2.0 0.022

GIB‐001‐054‐WC‐P 054 11/2/2019 <2.0 0.019

10 1.3

Notes
1.) Lead results reported in parts per billion (ppb).
2.) Copper results reported in parts per million (ppm).
3.) Action threshold established by Guilford County Schools.

District Action Threshold(3)

200.8
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Hart & Hickman notes based on field conditions identified during sampling: 
- Sample 002 was not collected. There were only four faucets in the kitchen, not five. 
- Sample 041 was not collected. There was no water to the classroom and no drinking station present. 
- Sample 051 was not collected. This was located in the “old gym” and sample 051 did not have water to the 
fountain. Maintenance escort said it was “dead”. 
- Added sample 054. There were two fountains in classroom 229, and 054 was on the left side. 



This data package contains the analytical results for the project identified above and includes a Case Narrative, Sample 

Results and Chain of Custody.  Unless otherwise noted, all samples were received in acceptable condition and processed 

according to the referenced methods.  

Data qualifiers are flagged individually on each sample.  A key reference for the data qualifiers appears at the end of this case 

narrative.

NC Certification No. 402

NC Drinking Water Cert No. 37735

SC Certification No. 99012

Case Narrative

11/13/19  13:40

Hart & Hickman (Charlotte)

Christine Schaefer

2923 South Tryon St. Ste 100

Charlotte, NC  28203

Project: GCS-001 - Gibsonville Elementary

Lab Submittal Date: 11/04/2019

Prism Work Order: 9110062

Please call if you have any questions relating to this analytical report.

Respectfully,

PRISM LABORATORIES, INC.

VP Laboratory Services

Reviewed ByAngela D. Overcash Angela D. Overcash

VP Laboratory Services

Data Qualifiers Key Reference:

Method Detection LimitMDL

Below Reporting LimitBRL

Relative Percent DifferenceRPD

* Results reported to the reporting limit. All other results are reported to the MDL with values between MDL and 

reporting limit indicated with a J.
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Sample Receipt Summary
11/13/2019

Prism Work Order: 9110062

Client Sample ID MatrixLab Sample ID Date/Time Sampled Date/Time Received

9110062-01 11/02/19   9:50GIB-001-003-KF-P 11/04/19   9:55Drinking Water

9110062-02 11/02/19   9:51GIB-001-004-KF-P 11/04/19   9:55Drinking Water

9110062-03 11/02/19   9:52GIB-001-001-KF-P 11/04/19   9:55Drinking Water

9110062-04 11/02/19   9:55GIB-001-006-IM-P 11/04/19   9:55Drinking Water

9110062-05 11/02/19   9:56GIB-001-030-WC-P 11/04/19   9:55Drinking Water

9110062-06 11/02/19   9:57GIB-001-031-WC-P 11/04/19   9:55Drinking Water

9110062-07 11/02/19   9:58GIB-001-005-KF-P 11/04/19   9:55Drinking Water

9110062-08 11/02/19  10:09GIB-001-009-WC-P 11/04/19   9:55Drinking Water

9110062-09 11/02/19  10:10GIB-001-010-WC-P 11/04/19   9:55Drinking Water

9110062-10 11/02/19  10:12GIB-001-011-DS-P 11/04/19   9:55Drinking Water

9110062-11 11/02/19  10:13GIB-001-012-DS-P 11/04/19   9:55Drinking Water

9110062-12 11/02/19  10:14GIB-001-013-DS-P 11/04/19   9:55Drinking Water

9110062-13 11/02/19  10:15GIB-001-015-DS-P 11/04/19   9:55Drinking Water

9110062-14 11/02/19  10:22GIB-001-014-DS-P 11/04/19   9:55Drinking Water

9110062-15 11/02/19  10:29GIB-001-016-DS-P 11/04/19   9:55Drinking Water

9110062-16 11/02/19  10:30GIB-001-017-DS-P 11/04/19   9:55Drinking Water

9110062-17 11/02/19  10:31GIB-001-020-DS-P 11/04/19   9:55Drinking Water

9110062-18 11/02/19  10:32GIB-001-021-WC-P 11/04/19   9:55Drinking Water

9110062-19 11/02/19  10:33GIB-001-052-DS-P 11/04/19   9:55Drinking Water

9110062-20 11/02/19  10:26GIB-001-032-WC-P 11/04/19   9:55Drinking Water

9110062-21 11/02/19  10:27GIB-001-033-WC-P 11/04/19   9:55Drinking Water

9110062-22 11/02/19  10:34GIB-001-018-DS-P 11/04/19   9:55Drinking Water

9110062-23 11/02/19  10:35GIB-001-019-DS-P 11/04/19   9:55Drinking Water

9110062-24 11/02/19  10:39GIB-001-022-DS-P 11/04/19   9:55Drinking Water

9110062-25 11/02/19  10:40GIB-001-023-DS-P 11/04/19   9:55Drinking Water

9110062-26 11/02/19  10:41GIB-001-024-DS-P 11/04/19   9:55Drinking Water

9110062-27 11/02/19  10:42GIB-001-025-WC-P 11/04/19   9:55Drinking Water

9110062-28 11/02/19  10:43GIB-001-026-WC-P 11/04/19   9:55Drinking Water

9110062-29 11/02/19  10:46GIB-001-027-DS-P 11/04/19   9:55Drinking Water

9110062-30 11/02/19  10:47GIB-001-028-DS-P 11/04/19   9:55Drinking Water

9110062-31 11/02/19  10:48GIB-001-029-DS-P 11/04/19   9:55Drinking Water

9110062-32 11/02/19  10:52GIB-001-034-DS-P 11/04/19   9:55Drinking Water

9110062-33 11/02/19  10:53GIB-001-035-DS-P 11/04/19   9:55Drinking Water
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9110062-34 11/02/19  10:54GIB-001-036-DS-P 11/04/19   9:55Drinking Water

9110062-35 11/02/19  10:55GIB-001-037-WC-P 11/04/19   9:55Drinking Water

9110062-36 11/02/19  10:56GIB-001-038-WC-P 11/04/19   9:55Drinking Water

9110062-37 11/02/19  10:57GIB-001-039-DS-P 11/04/19   9:55Drinking Water

9110062-38 11/02/19  10:58GIB-001-040-DS-P 11/04/19   9:55Drinking Water

9110062-39 11/02/19  10:59GIB-001-042-DS-P 11/04/19   9:55Drinking Water

9110062-40 11/02/19  11:00GIB-001-043-DS-P 11/04/19   9:55Drinking Water

9110062-41 11/02/19  11:01GIB-001-044-DS-P 11/04/19   9:55Drinking Water

9110062-42 11/02/19  11:02GIB-001-045-DS-P 11/04/19   9:55Drinking Water

9110062-43 11/02/19  11:03GIB-001-046-DS-P 11/04/19   9:55Drinking Water

9110062-44 11/02/19  11:04GIB-001-047-DS-P 11/04/19   9:55Drinking Water

9110062-45 11/02/19  11:05GIB-001-048-WC-P 11/04/19   9:55Drinking Water

9110062-46 11/02/19  11:05GIB-001-049-WC-P 11/04/19   9:55Drinking Water

9110062-47 11/02/19  11:18GIB-001-050-WC-P 11/04/19   9:55Drinking Water

9110062-48 11/02/19  10:16GIB-001-053-WC-P 11/04/19   9:55Drinking Water

9110062-49 11/02/19  10:12GIB-001-054-WC-P 11/04/19   9:55Drinking Water

Samples were received in good condition at 1.4 degrees C unless otherwise noted.

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 3 of 63



Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110062 

11/13/2019

Summary of Detections

0.018 mg/L9110062-01 GIB-001-003-KF-P Copper *200.8

0.017 mg/L9110062-02 GIB-001-004-KF-P Copper *200.8

0.034 mg/L9110062-03 GIB-001-001-KF-P Copper *200.8

0.028 mg/L9110062-05 GIB-001-030-WC-P Copper *200.8

0.026 mg/L9110062-06 GIB-001-031-WC-P Copper *200.8

0.039 mg/L9110062-07 GIB-001-005-KF-P Copper *200.8

0.045 mg/L9110062-08 GIB-001-009-WC-P Copper *200.8

0.043 mg/L9110062-09 GIB-001-010-WC-P Copper *200.8

0.012 mg/L9110062-10 GIB-001-011-DS-P Copper *200.8

0.047 mg/L9110062-11 GIB-001-012-DS-P Copper *200.8

0.047 mg/L9110062-12 GIB-001-013-DS-P Copper *200.8

0.044 mg/L9110062-13 GIB-001-015-DS-P Copper *200.8

0.066 mg/L9110062-14 GIB-001-014-DS-P Copper *200.8

0.068 mg/L9110062-15 GIB-001-016-DS-P Copper *200.8

0.063 mg/L9110062-16 GIB-001-017-DS-P Copper *200.8

0.068 mg/L9110062-17 GIB-001-020-DS-P Copper *200.8

0.067 mg/L9110062-18 GIB-001-021-WC-P Copper *200.8

0.066 mg/L9110062-19 GIB-001-052-DS-P Copper *200.8

0.052 mg/L9110062-20 GIB-001-032-WC-P Copper *200.8

0.046 mg/L9110062-21 GIB-001-033-WC-P Copper *200.8

0.055 mg/L9110062-22 GIB-001-018-DS-P Copper *200.8

0.065 mg/L9110062-23 GIB-001-019-DS-P Copper *200.8

0.039 mg/L9110062-24 GIB-001-022-DS-P Copper *200.8

0.017 mg/L9110062-25 GIB-001-023-DS-P Copper *200.8

0.024 mg/L9110062-26 GIB-001-024-DS-P Copper *200.8

0.064 mg/L9110062-27 GIB-001-025-WC-P Copper *200.8

0.064 mg/L9110062-28 GIB-001-026-WC-P Copper *200.8

0.042 mg/L9110062-29 GIB-001-027-DS-P Copper *200.8

0.052 mg/L9110062-30 GIB-001-028-DS-P Copper *200.8

0.070 mg/L9110062-31 GIB-001-029-DS-P Copper *200.8

0.049 mg/L9110062-32 GIB-001-034-DS-P Copper *200.8

0.096 mg/L9110062-33 GIB-001-035-DS-P Copper *200.8

0.040 mg/L9110062-34 GIB-001-036-DS-P Copper *200.8

0.043 mg/L9110062-35 GIB-001-037-WC-P Copper *200.8

0.042 mg/L9110062-36 GIB-001-038-WC-P Copper *200.8

0.042 mg/L9110062-37 GIB-001-039-DS-P Copper *200.8

0.056 mg/L9110062-38 GIB-001-040-DS-P Copper *200.8

0.027 mg/L9110062-39 GIB-001-042-DS-P Copper *200.8

0.034 mg/L9110062-40 GIB-001-043-DS-P Copper *200.8

0.0067 mg/L9110062-41 GIB-001-044-DS-P Copper *200.8

0.058 mg/L9110062-42 GIB-001-045-DS-P Copper *200.8

0.027 mg/L9110062-43 GIB-001-046-DS-P Copper *200.8

0.029 mg/L9110062-44 GIB-001-047-DS-P Copper *200.8

0.087 mg/L9110062-45 GIB-001-048-WC-P Copper *200.8
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Client ID ResultParameter Method UnitsPrism ID

Prism Work Order: 9110062 

11/13/2019

Summary of Detections

0.095 mg/L9110062-46 GIB-001-049-WC-P Copper *200.8

0.10 mg/L9110062-47 GIB-001-050-WC-P Copper *200.8

0.0032 mg/L9110062-47 GIB-001-050-WC-P Lead *200.8

0.022 mg/L9110062-48 GIB-001-053-WC-P Copper *200.8

0.019 mg/L9110062-49 GIB-001-054-WC-P Copper *200.8

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 5 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-003-KF-P

Prism Sample ID: 9110062-01

Prism Work Order: 9110062

Time Collected: 11/02/19 09:50

Time Submitted: 11/04/19 09:55

Total Metals

0.018 *200.8 P9K010610.0020 11/7/19  18:25 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:25 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-004-KF-P

Prism Sample ID: 9110062-02

Prism Work Order: 9110062

Time Collected: 11/02/19 09:51

Time Submitted: 11/04/19 09:55

Total Metals

0.017 *200.8 P9K010610.0020 11/7/19  18:39 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:39 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-001-KF-P

Prism Sample ID: 9110062-03

Prism Work Order: 9110062

Time Collected: 11/02/19 09:52

Time Submitted: 11/04/19 09:55

Total Metals

0.034 *200.8 P9K010610.0020 11/7/19  18:43 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:43 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-006-IM-P

Prism Sample ID: 9110062-04

Prism Work Order: 9110062

Time Collected: 11/02/19 09:55

Time Submitted: 11/04/19 09:55

Total Metals

BRL *200.8 P9K010610.0020 11/7/19  18:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:47 MMRmg/L 0.00082Lead
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-030-WC-P

Prism Sample ID: 9110062-05

Prism Work Order: 9110062

Time Collected: 11/02/19 09:56

Time Submitted: 11/04/19 09:55

Total Metals

0.028 *200.8 P9K010610.0020 11/7/19  18:51 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:51 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 10 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-031-WC-P

Prism Sample ID: 9110062-06

Prism Work Order: 9110062

Time Collected: 11/02/19 09:57

Time Submitted: 11/04/19 09:55

Total Metals

0.026 *200.8 P9K010610.0020 11/7/19  18:54 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:54 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 11 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-005-KF-P

Prism Sample ID: 9110062-07

Prism Work Order: 9110062

Time Collected: 11/02/19 09:58

Time Submitted: 11/04/19 09:55

Total Metals

0.039 *200.8 P9K010610.0020 11/7/19  18:58 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  18:58 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 12 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-009-WC-P

Prism Sample ID: 9110062-08

Prism Work Order: 9110062

Time Collected: 11/02/19 10:09

Time Submitted: 11/04/19 09:55

Total Metals

0.045 *200.8 P9K010610.0020 11/7/19  19:02 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  19:02 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 13 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-010-WC-P

Prism Sample ID: 9110062-09

Prism Work Order: 9110062

Time Collected: 11/02/19 10:10

Time Submitted: 11/04/19 09:55

Total Metals

0.043 *200.8 P9K010610.0020 11/7/19  19:06 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  19:06 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 14 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-011-DS-P

Prism Sample ID: 9110062-10

Prism Work Order: 9110062

Time Collected: 11/02/19 10:12

Time Submitted: 11/04/19 09:55

Total Metals

0.012 *200.8 P9K010610.0020 11/7/19  19:09 MMRmg/L 0.00094Copper

BRL *200.8 P9K010610.0020 11/7/19  19:09 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 15 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-012-DS-P

Prism Sample ID: 9110062-11

Prism Work Order: 9110062

Time Collected: 11/02/19 10:13

Time Submitted: 11/04/19 09:55

Total Metals

0.047 *200.8 P9K010710.0020 11/7/19  19:37 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  19:37 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 16 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-013-DS-P

Prism Sample ID: 9110062-12

Prism Work Order: 9110062

Time Collected: 11/02/19 10:14

Time Submitted: 11/04/19 09:55

Total Metals

0.047 *200.8 P9K010710.0020 11/7/19  19:41 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  19:41 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 17 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-015-DS-P

Prism Sample ID: 9110062-13

Prism Work Order: 9110062

Time Collected: 11/02/19 10:15

Time Submitted: 11/04/19 09:55

Total Metals

0.044 *200.8 P9K010710.0020 11/7/19  19:45 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  19:45 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 18 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-014-DS-P

Prism Sample ID: 9110062-14

Prism Work Order: 9110062

Time Collected: 11/02/19 10:22

Time Submitted: 11/04/19 09:55

Total Metals

0.066 *200.8 P9K010710.0020 11/7/19  19:49 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  19:49 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 19 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-016-DS-P

Prism Sample ID: 9110062-15

Prism Work Order: 9110062

Time Collected: 11/02/19 10:29

Time Submitted: 11/04/19 09:55

Total Metals

0.068 *200.8 P9K010710.0020 11/7/19  19:52 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  19:52 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 20 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-017-DS-P

Prism Sample ID: 9110062-16

Prism Work Order: 9110062

Time Collected: 11/02/19 10:30

Time Submitted: 11/04/19 09:55

Total Metals

0.063 *200.8 P9K010710.0020 11/7/19  20:03 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:03 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 21 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-020-DS-P

Prism Sample ID: 9110062-17

Prism Work Order: 9110062

Time Collected: 11/02/19 10:31

Time Submitted: 11/04/19 09:55

Total Metals

0.068 *200.8 P9K010710.0020 11/7/19  20:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:07 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 22 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-021-WC-P

Prism Sample ID: 9110062-18

Prism Work Order: 9110062

Time Collected: 11/02/19 10:32

Time Submitted: 11/04/19 09:55

Total Metals

0.067 *200.8 P9K010710.0020 11/7/19  20:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:11 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 23 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-052-DS-P

Prism Sample ID: 9110062-19

Prism Work Order: 9110062

Time Collected: 11/02/19 10:33

Time Submitted: 11/04/19 09:55

Total Metals

0.066 *200.8 P9K010710.0020 11/7/19  20:14 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:14 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 24 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-032-WC-P

Prism Sample ID: 9110062-20

Prism Work Order: 9110062

Time Collected: 11/02/19 10:26

Time Submitted: 11/04/19 09:55

Total Metals

0.052 *200.8 P9K010710.0020 11/7/19  20:18 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:18 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 25 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-033-WC-P

Prism Sample ID: 9110062-21

Prism Work Order: 9110062

Time Collected: 11/02/19 10:27

Time Submitted: 11/04/19 09:55

Total Metals

0.046 *200.8 P9K010710.0020 11/7/19  20:32 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:32 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 26 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-018-DS-P

Prism Sample ID: 9110062-22

Prism Work Order: 9110062

Time Collected: 11/02/19 10:34

Time Submitted: 11/04/19 09:55

Total Metals

0.055 *200.8 P9K010710.0020 11/7/19  20:36 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:36 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 27 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-019-DS-P

Prism Sample ID: 9110062-23

Prism Work Order: 9110062

Time Collected: 11/02/19 10:35

Time Submitted: 11/04/19 09:55

Total Metals

0.065 *200.8 P9K010710.0020 11/7/19  20:40 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:40 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 28 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-022-DS-P

Prism Sample ID: 9110062-24

Prism Work Order: 9110062

Time Collected: 11/02/19 10:39

Time Submitted: 11/04/19 09:55

Total Metals

0.039 *200.8 P9K010710.0020 11/7/19  20:43 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:43 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 29 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-023-DS-P

Prism Sample ID: 9110062-25

Prism Work Order: 9110062

Time Collected: 11/02/19 10:40

Time Submitted: 11/04/19 09:55

Total Metals

0.017 *200.8 P9K010710.0020 11/7/19  19:27 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  19:27 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 30 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-024-DS-P

Prism Sample ID: 9110062-26

Prism Work Order: 9110062

Time Collected: 11/02/19 10:41

Time Submitted: 11/04/19 09:55

Total Metals

0.024 *200.8 P9K010710.0020 11/7/19  20:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:47 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 31 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-025-WC-P

Prism Sample ID: 9110062-27

Prism Work Order: 9110062

Time Collected: 11/02/19 10:42

Time Submitted: 11/04/19 09:55

Total Metals

0.064 *200.8 P9K010710.0020 11/7/19  20:51 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:51 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 32 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-026-WC-P

Prism Sample ID: 9110062-28

Prism Work Order: 9110062

Time Collected: 11/02/19 10:43

Time Submitted: 11/04/19 09:55

Total Metals

0.064 *200.8 P9K010710.0020 11/7/19  20:55 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:55 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-027-DS-P

Prism Sample ID: 9110062-29

Prism Work Order: 9110062

Time Collected: 11/02/19 10:46

Time Submitted: 11/04/19 09:55

Total Metals

0.042 *200.8 P9K010710.0020 11/7/19  20:58 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  20:58 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 34 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-028-DS-P

Prism Sample ID: 9110062-30

Prism Work Order: 9110062

Time Collected: 11/02/19 10:47

Time Submitted: 11/04/19 09:55

Total Metals

0.052 *200.8 P9K010710.0020 11/7/19  21:02 MMRmg/L 0.00094Copper

BRL *200.8 P9K010710.0020 11/7/19  21:02 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 35 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-029-DS-P

Prism Sample ID: 9110062-31

Prism Work Order: 9110062

Time Collected: 11/02/19 10:48

Time Submitted: 11/04/19 09:55

Total Metals

0.070 *200.8 P9K010810.0020 11/7/19  21:30 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:30 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 36 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-034-DS-P

Prism Sample ID: 9110062-32

Prism Work Order: 9110062

Time Collected: 11/02/19 10:52

Time Submitted: 11/04/19 09:55

Total Metals

0.049 *200.8 P9K010810.0020 11/7/19  21:34 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:34 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 37 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-035-DS-P

Prism Sample ID: 9110062-33

Prism Work Order: 9110062

Time Collected: 11/02/19 10:53

Time Submitted: 11/04/19 09:55

Total Metals

0.096 *200.8 P9K010810.0020 11/7/19  21:38 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:38 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 38 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-036-DS-P

Prism Sample ID: 9110062-34

Prism Work Order: 9110062

Time Collected: 11/02/19 10:54

Time Submitted: 11/04/19 09:55

Total Metals

0.040 *200.8 P9K010810.0020 11/7/19  21:42 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:42 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 39 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-037-WC-P

Prism Sample ID: 9110062-35

Prism Work Order: 9110062

Time Collected: 11/02/19 10:55

Time Submitted: 11/04/19 09:55

Total Metals

0.043 *200.8 P9K010810.0020 11/7/19  21:45 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:45 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 40 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-038-WC-P

Prism Sample ID: 9110062-36

Prism Work Order: 9110062

Time Collected: 11/02/19 10:56

Time Submitted: 11/04/19 09:55

Total Metals

0.042 *200.8 P9K010810.0020 11/7/19  21:56 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:56 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 41 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-039-DS-P

Prism Sample ID: 9110062-37

Prism Work Order: 9110062

Time Collected: 11/02/19 10:57

Time Submitted: 11/04/19 09:55

Total Metals

0.042 *200.8 P9K010810.0020 11/7/19  22:00 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:00 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 42 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-040-DS-P

Prism Sample ID: 9110062-38

Prism Work Order: 9110062

Time Collected: 11/02/19 10:58

Time Submitted: 11/04/19 09:55

Total Metals

0.056 *200.8 P9K010810.0020 11/7/19  22:04 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:04 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-042-DS-P

Prism Sample ID: 9110062-39

Prism Work Order: 9110062

Time Collected: 11/02/19 10:59

Time Submitted: 11/04/19 09:55

Total Metals

0.027 *200.8 P9K010810.0020 11/7/19  22:07 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:07 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-043-DS-P

Prism Sample ID: 9110062-40

Prism Work Order: 9110062

Time Collected: 11/02/19 11:00

Time Submitted: 11/04/19 09:55

Total Metals

0.034 *200.8 P9K010810.0020 11/7/19  22:11 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:11 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-044-DS-P

Prism Sample ID: 9110062-41

Prism Work Order: 9110062

Time Collected: 11/02/19 11:01

Time Submitted: 11/04/19 09:55

Total Metals

0.0067 *200.8 P9K010810.0020 11/7/19  21:20 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  21:20 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543

Phone: 704/529-6364 - Toll Free Number: 1-800/529-6364 - Fax: 704/525-0409 Page 46 of 63



Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-045-DS-P

Prism Sample ID: 9110062-42

Prism Work Order: 9110062

Time Collected: 11/02/19 11:02

Time Submitted: 11/04/19 09:55

Total Metals

0.058 *200.8 P9K010810.0020 11/7/19  22:25 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:25 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-046-DS-P

Prism Sample ID: 9110062-43

Prism Work Order: 9110062

Time Collected: 11/02/19 11:03

Time Submitted: 11/04/19 09:55

Total Metals

0.027 *200.8 P9K010810.0020 11/7/19  22:29 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:29 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-047-DS-P

Prism Sample ID: 9110062-44

Prism Work Order: 9110062

Time Collected: 11/02/19 11:04

Time Submitted: 11/04/19 09:55

Total Metals

0.029 *200.8 P9K010810.0020 11/7/19  22:33 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:33 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-048-WC-P

Prism Sample ID: 9110062-45

Prism Work Order: 9110062

Time Collected: 11/02/19 11:05

Time Submitted: 11/04/19 09:55

Total Metals

0.087 *200.8 P9K010810.0020 11/7/19  22:36 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:36 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-049-WC-P

Prism Sample ID: 9110062-46

Prism Work Order: 9110062

Time Collected: 11/02/19 11:05

Time Submitted: 11/04/19 09:55

Total Metals

0.095 *200.8 P9K010810.0020 11/7/19  22:40 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:40 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-050-WC-P

Prism Sample ID: 9110062-47

Prism Work Order: 9110062

Time Collected: 11/02/19 11:18

Time Submitted: 11/04/19 09:55

Total Metals

0.10 *200.8 P9K010810.0020 11/7/19  22:44 MMRmg/L 0.00094Copper

0.0032 *200.8 P9K010810.0020 11/7/19  22:44 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-053-WC-P

Prism Sample ID: 9110062-48

Prism Work Order: 9110062

Time Collected: 11/02/19 10:16

Time Submitted: 11/04/19 09:55

Total Metals

0.022 *200.8 P9K010810.0020 11/7/19  22:47 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:47 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.

449 Springbrook Road - P.O. Box 240543 - Charlotte, NC 28224-0543
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Laboratory Report
11/13/2019

ResultParameter Batch

ID
Report

Limit

Analysis

Date/Time

MethodDilution

Factor
Units MDL Analyst

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Sample Matrix: Drinking Water

Client Sample ID: GIB-001-054-WC-P

Prism Sample ID: 9110062-49

Prism Work Order: 9110062

Time Collected: 11/02/19 10:12

Time Submitted: 11/04/19 09:55

Total Metals

0.019 *200.8 P9K010810.0020 11/7/19  22:51 MMRmg/L 0.00094Copper

BRL *200.8 P9K010810.0020 11/7/19  22:51 MMRmg/L 0.00082Lead

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110062

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0106 - 200.8

Blank (P9K0106-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0106-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0952 0.0020 0.1000 85-11595

Lead mg/L0.0985 0.0020 0.1000 85-11598

Matrix Spike (P9K0106-MS2) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-01

Copper mg/L0.111 0.0020 0.1000 0.0176 70-13094

Lead mg/L0.0982 0.0020 0.1000 BRL 70-13098

Batch P9K0107 - 200.8

Blank (P9K0107-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0107-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0953 0.0020 0.1000 85-11595

Lead mg/L0.0986 0.0020 0.1000 85-11599

Matrix Spike (P9K0107-MS1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-25

Copper mg/L0.109 0.0020 0.1000 0.0166 70-13093

Lead mg/L0.0963 0.0020 0.1000 BRL 70-13096

Matrix Spike (P9K0107-MS2) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-20

Copper mg/L0.144 0.0020 0.1000 0.0518 70-13092

Lead mg/L0.0972 0.0020 0.1000 BRL 70-13097

This report should not be reproduced, except in its entirety, without the written consent of Prism Laboratories, Inc.
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11/13/19

Level II QC Report

2923 South Tryon St. Ste 100

Project: GCS-001 - Gibsonville 

Elementary

Hart & Hickman (Charlotte)

Charlotte, NC 28203

Attn: Christine Schaefer

Prism Work Order: 9110062

Time Submitted: 11/4/2019   9:55:00AM

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Total Metals - Quality Control

Batch P9K0107 - 200.8

Matrix Spike Dup (P9K0107-MSD1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-25

Copper mg/L0.112 0.0020 0.1000 0.0166 1070-13095 2

Lead mg/L0.0986 0.0020 0.1000 BRL 1070-13099 2

Batch P9K0108 - 200.8

Blank (P9K0108-BLK1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/LBRL 0.0020

Lead mg/LBRL 0.0020

LCS (P9K0108-BS1) Prepared: 11/06/19  Analyzed: 11/07/19 

Copper mg/L0.0955 0.0020 0.1000 85-11596

Lead mg/L0.0995 0.0020 0.1000 85-11599

Matrix Spike (P9K0108-MS1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-41

Copper mg/L0.100 0.0020 0.1000 0.00672 70-13094

Lead mg/L0.0966 0.0020 0.1000 BRL 70-13097

Matrix Spike (P9K0108-MS2) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-40

Copper mg/L0.127 0.0020 0.1000 0.0336 70-13094

Lead mg/L0.0977 0.0020 0.1000 BRL 70-13098

Matrix Spike Dup (P9K0108-MSD1) Prepared: 11/06/19  Analyzed: 11/07/19 Source: 9110062-41

Copper mg/L0.101 0.0020 0.1000 0.00672 1070-13094 0.6

Lead mg/L0.0978 0.0020 0.1000 BRL 1070-13098 1
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Sample Extraction Data

Prep Method: 200.8

Lab Number Batch Date/TimeInitial Final

P9K01069110062-01 11/06/19  11:3450 50mL mL

P9K01069110062-02 11/06/19  11:3450 50mL mL

P9K01069110062-03 11/06/19  11:3450 50mL mL

P9K01069110062-04 11/06/19  11:3450 50mL mL

P9K01069110062-05 11/06/19  11:3450 50mL mL

P9K01069110062-06 11/06/19  11:3450 50mL mL

P9K01069110062-07 11/06/19  11:3450 50mL mL

P9K01069110062-08 11/06/19  11:3450 50mL mL

P9K01069110062-09 11/06/19  11:3450 50mL mL

P9K01069110062-10 11/06/19  11:3450 50mL mL

P9K01079110062-11 11/06/19  11:3850 50mL mL

P9K01079110062-12 11/06/19  11:3850 50mL mL

P9K01079110062-13 11/06/19  11:3850 50mL mL

P9K01079110062-14 11/06/19  11:3850 50mL mL

P9K01079110062-15 11/06/19  11:3850 50mL mL

P9K01079110062-16 11/06/19  11:3850 50mL mL

P9K01079110062-17 11/06/19  11:3850 50mL mL

P9K01079110062-18 11/06/19  11:3850 50mL mL

P9K01079110062-19 11/06/19  11:3850 50mL mL

P9K01079110062-20 11/06/19  11:3850 50mL mL

P9K01079110062-21 11/06/19  11:3850 50mL mL

P9K01079110062-22 11/06/19  11:3850 50mL mL

P9K01079110062-23 11/06/19  11:3850 50mL mL

P9K01079110062-24 11/06/19  11:3850 50mL mL

P9K01079110062-25 11/06/19  11:3850 50mL mL

P9K01079110062-26 11/06/19  11:3850 50mL mL

P9K01079110062-27 11/06/19  11:3850 50mL mL

P9K01079110062-28 11/06/19  11:3850 50mL mL

P9K01079110062-29 11/06/19  11:3850 50mL mL

P9K01079110062-30 11/06/19  11:3850 50mL mL

P9K01089110062-31 11/06/19  11:4150 50mL mL

P9K01089110062-32 11/06/19  11:4150 50mL mL

P9K01089110062-33 11/06/19  11:4150 50mL mL

P9K01089110062-34 11/06/19  11:4150 50mL mL

P9K01089110062-35 11/06/19  11:4150 50mL mL

P9K01089110062-36 11/06/19  11:4150 50mL mL

P9K01089110062-37 11/06/19  11:4150 50mL mL

P9K01089110062-38 11/06/19  11:4150 50mL mL

P9K01089110062-39 11/06/19  11:4150 50mL mL

P9K01089110062-40 11/06/19  11:4150 50mL mL

P9K01089110062-41 11/06/19  11:4150 50mL mL

P9K01089110062-42 11/06/19  11:4150 50mL mL

P9K01089110062-43 11/06/19  11:4150 50mL mL

P9K01089110062-44 11/06/19  11:4150 50mL mL

P9K01089110062-45 11/06/19  11:4150 50mL mL

P9K01089110062-46 11/06/19  11:4150 50mL mL

P9K01089110062-47 11/06/19  11:4150 50mL mL

P9K01089110062-48 11/06/19  11:4150 50mL mL

P9K01089110062-49 11/06/19  11:4150 50mL mL
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